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1.0  Introduction 

On behalf of C.P. Berry Residences,  LLC, Beals Associates,  Inc. has prepared  this  Stormwater 

Management  Report  to  assess  the  stormwater  runoff  impacts  of  the  introduction  of  a  new 

Senior Housing development project at 650 Asbury  Street  in Hamilton, MA.   This  report will 

review  the onsite stormwater management requirements  for  the development, which will be 

located within an approximately 4.4 acre, defined portion of the property commonly known as 

the “Patton Homestead” (the Property).  This report will also analyze the potential impacts that 

the project may have on the surrounding watershed area which includes the Ipswich River.  This 

report has been prepared in accordance with the Massachusetts Department of Environmental 

Protection’s  Stormwater  Management  Handbook  as  well  as  other  industry  standard 

methodologies. 

The project area  is currently undeveloped, and  is generally  located on top of a hill within the 

Property.  This area has previously been cleared and features scrub growth and grasses, as well 

as  three  large  Copper  Beech  trees.    The  entire  development  area  ultimately  drains  to  the 

Ipswich River via overland flow or through an existing culvert beneath Wood Road.  There are a 

number  of  wetland  resource  areas  adjacent  to  the  project  site.  These  include  bordering 

vegetated wetlands to the northwest, west and south, and the Ipswich River which flows from 

south to north approximately 350 feet west of the development site. 

The proposed development will  feature  twelve  senior housing units, with  the majority  to be 

constructed as stand‐alone units with the exception of one triplex unit.  A new shared driveway 

will  be  constructed which will  connect  the  development  site  to Asbury  Street.    Stormwater 

management  within  the  proposed  development  will  be  achieved  through  low  impact 

development techniques such as a biofiltration area,  infiltration pond, and vegetated swale. A 

small number of catch basins and subsurface drainage pipes will also be utilized in certain areas 

where  overland  flow  is  either  not  feasible  or  is  susceptible  to wintertime  disruption.    The 

project’s  stormwater  management  features  have  been  designed  to  meet  or  exceed  the 

Massachusetts standards regarding quality, rate and volume of runoff. 
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2.0  Hamilton, MA Stormwater Management Standards Narrative 

2.1  Names, addresses, and telephone numbers of the owner, Applicant, and person(s) or 

firm(s) preparing the plan 

Owner: C.P. Berry Residences, LLC 

Applicant: C.P. Berry Residences, LLC/Town of Hamilton 

Firm Preparing the Plan: Beals Associates, Inc. 

2.2  A Locus map with title, date, north arrow, names of abutters, existing zoning and land 

uses, scale, and legend 

See attached Locus Map 

2.3  Existing and proposed zoning and land use 

  The site  is  located within the RA zoning district. The site  is currently undeveloped with 

the exception of an unpaved cart path.  

  The general proposal is for construction of twelve (12) units of Senior Housing that has 

been  planned  and  designed  in  a  clustered  configuration  utilizing  nine  (9)  individual 

structures  and  one  (1)  triplex  unit.    The  project  site  will  be  accessed  via  a  private 

roadway that will be constructed off Asbury Street.   The roadway will be 24 feet wide 

and will  feature a  cul‐de‐sac at  the end  that will be designed  in accordance with  the 

Town of Hamilton Fire Safety officer’s review. No changes are being proposed to the site 

zoning.   

2.4  Location of existing and proposed utilities 

  See attached Site Plan 

2.5  Location and description of natural features including; 

a.   Watercourses and water bodies, wetland resource areas and all floodplain   

information, including the 100‐year flood elevation based upon the most recent 

Flood Insurance Rate Map, or as calculated by a professional engineer for areas 

not assessed on these maps 

There are a number of wetland resource areas adjacent to the project site. These 

include bordering vegetated wetlands to the northwest, west and south.  The 100‐

year flood elevation based on the most recent Flood Insurance Rate Map is El. 36 in 
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the vicinity of the project site. The Ipswich River flows from south to north 

approximately 350 feet west of the development site. 

b.  Existing vegetation including tree lines, canopy layer, shrub layer, and ground 

cover, and trees with a caliper twelve (12) inches or larger, noting specimen trees 

and forest communities 

The project area is located on the top of a hillside that has been previously cleared 

and features scrub growth and grasses with the exception of three large Copper 

Beech trees.  One of these trees is severely diseased and infested with carpenter 

ants, and as such will be removed.  The other two will be preserved in their natural 

state.  The site features natural wooded buffers that form the perimeter of the 

hilltop and provide protection to the wetland resource areas and the riverfront area.  

These buffers will also be preserved. 

c.  Habitats mapped by the Massachusetts Natural Heritage & Endangered Species 

Program as Endangered, Threatened or of Special Concern, Estimated Habitats of 

Rare Wildlife and Certified Vernal Pools, and Priority Habitats of Rare Species 

within one hundred (100) feet of any construction activity 

The edge of a Priority Habitat of Rare Species is located adjacent to the development 

site to the south and west.  All proposed buildings and impervious surfaces are 

located outside of the limits of the Priority Habitat area. Approximately 17,750 sf of 

the disturbed area will be within the Priority Habitats of Rare Species, however this 

will be limited to lawns or other types of vegetation. 

No Estimated Habitats of Rare Wildlife or Certified Vernal Pools were determined to 

be within 100 feet of the proposed construction activity. 

2.6  Lines of existing abutting streets showing drainage and driveway locations and curb 

cuts 

  Access to the proposed development will be from a driveway off of Asbury Street.  This 

will be the only curb cut required for the project.  An existing catch basin is located 

within Asbury Street approximately 150 feet south of the proposed driveway entrance     

2.7  Existing soils, volume and nature of imported soil materials; 

  Based on NRCS mapping, existing soils within the development site consist mainly of 

Hydrologic Soil Group A soils, with relatively small areas in the eastern and southern 

portions of the site consisting of Hydrologic Soil Type B, C and D soils.  
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  The proposed development has been designed to minimize import and export of soil 

materials to the maximum extent practicable. It is estimated that the proposed 

development will require a net import of soil material not to exceed approximately 

2,000 cubic yards. 

2.8  The site’s existing and proposed topography with contours at 2 foot intervals 

The project area is located on the top of a hill that has been cleared of vegetation.  The 

hilltop sits approximately 20 feet higher than the surrounding fields and wetland areas. 

The proposed site design will utilize the existing grades to the maximum extent possible.  

To achieve this, the proposed residences will be constructed at or near the top of the 

hill, and the entrance driveway will slope down at an approximately 5% grade to Asbury 

Street.  

  See the attached Grading and Drainage Plan for further information. 

2.9  Surveyed property lines showing distances and monument locations, all existing and 

proposed easements, rights‐of‐way, and other encumbrances, the size of the entire 

parcel, and the delineation and number of square feet of the land area to be disturbed 

Total Parcel Area = 13.5+ acres 

Total Land Area to be Disturbed during Construction = 226,500+ square feet 

The project site will be divided into a smaller parcel that will be carved out of the main 

parcel of land.  This new senior housing development parcel of 4.4 acres will be 

conveyed for the condominium development and the remaining 9.1 acres will remain in 

the ownership of the Town of Hamilton. 

  See the attached Site Plan for additional property information.   

2.10  A description and delineation of existing stormwater conveyances, impoundments, 

and wetlands on or adjacent to the site or into which stormwater flows 

  Stormwater runoff at the site currently flows to one of three locations. Stormwater 

runoff from the eastern portion of the site generally flows to the south, where it reaches 

an impoundment at Wood Road and enters a concrete culvert. Runoff from the 

southern and southwestern portion of the site is directed via sheet flow into bordering 

vegetated wetlands and ultimately into the Ipswich River. Runoff from the northwestern 

and northern portions of the site flow to the bordering vegetated wetland adjacent to 

the development site to the northwest.  
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2.11  A delineation of 100‐year flood plains, if applicable; 

  See attached Site Plan 

2.12  Estimated seasonal high groundwater elevation (November to April) in areas to be 

used for stormwater retention, detention, or infiltration 

  Beals Associates, Inc. observed deep observation holes at the approximate locations of 

the proposed stormwater infiltration areas on July 30, 2014.  A total of two observation 

holes were observed in these areas, with one hole (RG1) located at the top of the hill at 

the approximate location of the proposed rain garden, and a second hole (IP1) located 

at the bottom of the hill at the approximate location of the proposed stormwater 

infiltration area. 

  At RG1, no soil redoxymorphic features were observed, which implies that seasonal high 

groundwater in this area is below the bottom elevation of the test pit which was 

approximately El. 53.0. 

  At IP1, soil redoxymorphic features were observed at 31 inches below the ground 

surface, which equates to a seasonal high groundwater elevation of approximately 36.5 

in this area. 

2.13  The existing and proposed vegetation and ground surfaces with runoff coefficients for 

each 

Within the development area, existing ground surfaces generally consist of scrub growth 

and grasses.  Proposed ground surfaces will consist of bituminous pavement, residential 

buildings, paved walkways, and lawns.  The underlying soils across the development site 

consist of Hydrologic Soil Groups (HSG) A, B, C, and D.  

See Section 2.19B for a listing of Runoff Coefficients for each existing and proposed 

ground surface. 

2.14  A drainage area map showing pre and post construction watershed boundaries, 

drainage area and stormwater flow paths 

See attached Watershed Plans 
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2.15  Location and details of proposed erosion and sediment control measures with a 

narrative of the construction sequence/phasing of the project, including both 

operation and maintenance for structural and non‐structural measures, interim 

grading, and material stockpile areas 

  See attached Erosion and Sediment Control Plan 

2.16  Drainage patterns and approximate slopes anticipated after major grading activities 

(Construction Phase Grading Plans)  

  This information will be included with the application for a Stomrwater Management 

Permit from the Town of Hamilton, to be completed prior to construction. 

2.17  A description and drawings of all components of the proposed drainage system 

including;  

a. locations, cross sections and profiles of all brooks, streams, drainage swales and 

their method of stabilization 

A vegetated swale will be constructed to the north of the proposed site access driveway. 

The swale will convey runoff from the lower portion of the roadway and from portions 

of the lawns and roofs of the lower housing units to the forebay and infiltration pond. 

The swale will also convey excess flows from the biofiltration area into the infiltration 

pond. 

b. all measures for the detention, retention or infiltration of water 

A biofiltration area will be constructed to the north of the proposed roadway in the 

upper portion of the development site to collect runoff from the upper access drive and 

housing units. 

c. all measures for the protection of water quality 

Both the biofiltration area and forebay have been sized to meet Massachusetts 

Stormwater Management standards for water quality. The two deep sump catch basins 

will also provide additional stormwater quality management. 

The following table outlines the Total Suspended Removal achieved by the various 

stormwater management features within the site: 
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Table 2.17C: TSS Removal by Treatment Train 

Treatment 
Train 

Structure  Starting 

Load 

TSS Removal  Remaining 
Load 

1  Upper 
Forebay 

100%  25%  75% 

Rain 
Garden 

75%  90%  7.5% 

Lower 
Forebay 

7.5%  25%  5.6% 

Infiltration 

Pond 

5.6%  80%  1.1% 

2  Lower 
Forebay 

100%  25%  75% 

Infiltration 
Pond 

75%  80%  15% 

A minimum of 85% removal is achieved throughout the development site. Catch basins 

were not included in the above calculations, but will also add additional treatment 

within the system. 

d. the structural details for all components of the proposed drainage systems and 

stormwater management facilities 

See attached plans. 

e. notes on drawings specifying materials to be used, construction specifications, and 

typicals 

See attached plans. 

f. expected hydrology with supporting calculations  

See attached Stormwater Calculations 

2.18   Path and mechanism to divert uncontaminated water around disturbed areas, to the 

maximum extent practicable 

  All construction period runoff will be directed to the proposed forebay for treatment. 

Flows of uncontaminated water from surrounding areas onto the construction site will 

be minimal due to the fact that the proposed project is located on a hilltop. 
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2.19  Stormwater runoff calculations in accordance with the Department of Environmental 

Protection’s Stormwater Management Policy. Include hydrologic and hydraulic design 

calculations for the pre‐development and post‐development conditions for the design 

storms specified in this Regulation. Such calculations shall include: 

  a. Description of the design storm frequency, intensity and duration; time of 
concentration 

Rainfall values used for this project are as follows: 

 2‐Year, 24‐Hour rainfall – 3.15 inches 

 10‐Year, 24‐Hour rainfall – 4.69 inches 

 25‐Year, 24‐Hour rainfall – 5.86 inches 

 100‐Year, 24‐Hour rainfall – 8.29 inches 
 

The  2,  10,  and  25‐year  storms were  used  as  the  design  storms  for  the  stormwater 
management  calculations.  The  100‐year  storm was  also  analyzed  to  assess  potential 
flooding or other detrimental impacts to the site and surrounding areas. 
 
Times  of  concentration  for  each  of  the  existing  and  proposed  drainage  areas  are 
contained in the attached calculations. 

 

b. Soil Runoff Curve Number (RCN) based on land use and soil hydrologic group 

A summary of soil RCNs assumed for various areas are as follows: 

Existing Site HSG A Areas: 30 

Existing Site HSG B Areas: 58 

Existing Site HSG C Areas: 71 

Existing Site HSG D Areas: 78 

Proposed HSG A Lawn Areas: 39 

Proposed HSG B Lawn Areas: 61 

Proposed HSG C Lawn Areas: 74  

Proposed Pavement: 98   

 

 



       
2 THIRTEENTH STREET  CHARLESTOWN, MA  02129 
PHONE: 617‐242‐1120   FAX: 617‐242‐1190 

 

 
Patton Homestead Development    Page 9    
Stormwater Management Report 
November 26, 2014 
 

c. Peak runoff rates and for each watershed area 

  Table 2.19A: Peak Runoff Rates for Each Watershed 

Point of 
Analysis 

Storm 
(freq.) 

Existing Peak 
Runoff (CFS) 

Proposed Peak 
Runoff (CFS) 

Wood Road 
Culvert 
(POA#1) 

2 yr  0.18  0.24 

10 yr  1.78  1.78 

25 yr  3.85  3.61 

100 yr  9.51  10.66 

Northern 
Wetland 
(POA#3) 

2 yr  0.00  0.00 

10 yr  0.02  0.03 

25 yr  0.10  0.15 

100 yr  1.27  1.45 

Ipswich River 
(POA#2) 

2 yr  0.00  0.00 

10 yr  0.01  0.02 

25 yr  0.09  0.12 

100 yr  1.38  1.87 
The 2, 10 and 25‐year storms were considered as design storms for the analysis.  The 100‐

  year storm was also analyzed to investigate the possibility of flooding or other detrimental 
  impacts at the individual points of analysis.  

  Table 2.19B: Peak Runoff Rates and Volumes for Entire Site 

Location  Storm 
(freq.) 

Existing Peak 
Runoff (CFS) 

Proposed Peak 
Runoff (CFS) 

Entire Site  2 yr  0.18  0.24 

10 yr  1.78  1.78 

25 yr  3.86  3.85 

100 yr  12.13  13.40 
The 2, 10 and 25‐year storms were considered as design storms for the analysis.  The 100‐

  year storm was also analyzed to investigate the possibility of flooding or other detrimental 
  impacts to the overall site and surrounding areas.  

The calculations indicate that the peak discharge rates will increase at the Northern 
  Wetland and Ipswich River points of analysis for the 2, 10 and 25‐year design storms, as 
  shown in Table 2.19A.  However, when the site is analyzed as a whole (Table 2.19B), the 
  peak discharge rates is shown to generally be equal or slightly lower for the 2, 10, and 
  25‐year storms (the increase of 0.06 CFS during the 2‐year storm is assumed to be 
  below the precision of the modeling software). 
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At the Wood Road Culvert point of analysis, the proposed peak discharge rates for the 
  design storms are also shown to generally be equal to or below existing conditions, with 
  the same 0.06 CFS increase during the 2‐year storm which is assumed to be de‐minimus. 

d. Information on construction measures used to maintain the infiltration capacity of 
the soil where any kind of infiltration is proposed 

Care will be taken by the contractor to minimize the amount of construction equipment 
that travels over the locations of the proposed bioretention area, forebay, and 
infiltration pond.  The stormwater management features are generally located on the 
northern extent of the development site, so the need for construction equipment to 
travel over the proposed areas will be minimal. 

e. Infiltration rates, where applicable 

Beals Associates, Inc. observed deep hole excavations at the approximate 
  locations of   the proposed stormwater infiltration areas on July 30, 2014.  A total of 
  two observation holes were performed in these areas, with one hole (RG1) located at 
  the top of the hill at the approximate location of the proposed rain garden, and a 
  second hole (IP1) located at the bottom of the hill at the approximate location of the 
  proposed stormwater infiltration area.  

At RG1, the soils that were encountered at the approximate depth of the proposed 
  bioretention area generally consisted of sand and loamy sand.  These types of soils 
  correspond with HSG A, and were conservatively estimated to have an infiltration 
  capacity of 2.41 inches per hour based on the Rawls Rate methodology. 

At IP1, the soils that were encountered at the depth of the proposed infiltration pond 
  generally consisted of sandy loam which corresponds with HSG B. The soils in this area 
  were estimated to have an infiltration capacity of 1.02 inches per hour based on the 
  Rawls Rate methodology. 

f. Culvert capacities 

Refer to the attached stormwater calculations. 

g. Flow velocities 

Refer to the attached stormwater calculations. 

h. Data on the increase in rate and volume of runoff for the specified design storms 

See Section 2.19C 
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i. Documentation of sources for all computation methods and field test results 

Rainfall data for this project was obtained from the Atlas of Precipitation Extremes for 
the Northeastern United States and Southeastern Canada, prepared by the Northeast 
Regional Climate Center at Cornell University.   

2.20  Timing, schedules, and sequence of development including clearing, stripping, rough 
grading, construction, final grading, vegetative controls, and other stabilization 
measures 

  The project will be sequenced to ensure that proper erosion control and stabilization 
measures are put in place in a timely manner to avoid offsite transport of sediment. 

  Below is a general outline of the construction sequence for this project: 

  1.  Preconstruction meeting 

  2.  Install crushed stone stabilized construction entrance/exit 

  3.  Install perimeter silt fencing 

  4. Install storm drainage features, including temporary inlet protection devices 

  5.  Complete subgrade preparation for driveways, houses, walkways, etc. 

  6.  Install base material as required for pavement 

  7.  Construct all improvements shown on the plans 

  8.  Remove temporary inlet protection around inlets no more than 48 hours prior to         
  placing stabilized base course 

  9.  Inspect and clean storm drainage system 

  10. Remove silt fencing after completion of paving and restoration of all exposed     
  surfaces 

  11. Remove temporary construction exist only prior to pavement construction in these 
  areas 

2.21  A description of construction and waste materials expected to be stored on‐site. The 
Plan shall include a description of controls to reduce pollutants from these materials, 
including storage practices to minimize exposure of the materials to stormwater, and 
spill prevention and response; 

  A Stormwater Pollution Prevention Plan (SWPPP) will be prepared for this project in 
order to comply with the EPA Construction General Permit. This document will include 
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full provisions for stormwater runoff and pollutant control. A copy of this document will 
be submitted to the Town of Hamilton prior to construction. 

2.22  A maintenance schedule for the period of construction 

See the attached Construction Period Operation and Maintenance Plan. 

2.23   A description of provisions for phasing the project where one acre of area or greater is 
to be altered or disturbed 

  See Section 2.20 

2.24   Plans must be stamped and certified by a qualified Professional Engineer registered in 
Massachusetts 

See attached plans. 

2.25   Low Impact Development Techniques 

This development will be constructed using the most current ecologically‐friendly Low 

Impact Development (LID) approaches to site development and storm‐water 

management. LID designs aim to mimic natural hydrology and mitigate development 

impacts to land, water and air.  This project utilizes a grassed swales, rain garden and 

infiltration area to naturally replenish groundwater and improve water quality.  The soil 

conditions at this site are ideal for the LID concept.  The project proponent also intends 

to use recycled construction materials for roadwork and building preparation including 

crushed concrete.   

Soft methods of stormwater management include the implementation of bio filtration 

and rain gardens to treat runoff from paved surfaces.  The majority of runoff will be 

infiltrated, providing groundwater recharge.  All surface runoff from paved and 

impervious surfaces will be directed away from natural resource areas.  The proposed 

roadway includes a continuous cross slope to allow the surface to shed runoff with 

minimal use of hard structures such as catch basins and manholes. 

The proposed roadway has been designed to be 24 feet wide which provides a degree of 

safety for traffic passing in both directions without adding excess pavement for 

breakdown lanes.  Grassed shoulders will also be installed for increased runoff 

infiltration.  The proposed cul‐de‐sac has been designed to the minimum diameter 

possible in order to provide a safe travel way for fire department apparatus while 

minimizing the use of pavement. 

The development features twelve (12) dwelling units clustered into nine (9) individual 

buildings and one triplex. This results in a much smaller development footprint than a 
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traditional residential subdivision that would feature twelve individual lots and single 

family homes. 

The subsurface wastewater disposal system has been design to accommodate the entire 

development in one system rather than feature individual systems for each unit or 

building.  This helps reduce the overall footprint of the project. 

3.0  Erosion and Sediment Control 

3.1  Erosion/Sediment Control Devices 

The  following  erosion  and  sediment  control  devices  shall  be  implemented  by  the 

Contractor as part of the site development.  These devices shall be installed as indicated 

on  the  final  construction  plans  and  details.  For  additional  reference,  refer  to  the 

Stormwater Pollution Prevention Plan (SWPPP) for the project. 

 Siltation  fence  shall  be  installed  downstream  of  any  disturbed  areas  to  trap 
runoff borne sediments until the site has been stabilized.  The silt fence shall be 
installed  per  the  details  on  the  construction  plans  and  inspected  immediately 
after each rainfall and at  least daily during prolonged rainfall.   Repairs shall be 
made  immediately  by  the  Contractor  if  there  are  any  signs  of  erosion  or 
sedimentation below the silt fence  line.   Proper placement of stakes and fabric 
into  the  ground  is  critical  for  the  filter’s  effectiveness.    If  there  are  signs  of 
undercutting  at  the  center  or  the  edges,  or  impounding  of  large  volumes  of 
water behind the fence, the barrier shall be replaced with a stone check dam. 
 

 Catch  basin  inlet  protection  shall  be  installed  in  all  on‐site  catch  basins  until 
binder is installed on proposed site access driveway 
 

 Silt  sacks  shall  be  installed  in  all  on‐site  catch  basins  following  installation  of 
binder on proposed site access driveway 
 

 Stabilized  construction  entrances  shall  be  constructed  at  the  vehicular  access 
point onto Asbury Street to prevent the tracking of soil onto public roadways. 
 

 Stone check dams shall be installed in the vegetated swale, and shall be removed 
only after the grass has matured sufficiently to protect the waterway. 
 

 Curlex  blankets  shall  be  installed  as  noted  on  the  project  plans  to  protect 
vegetated slopes adjacent to the proposed infiltration pond. 
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 Loam  and  seed  is  intended  to  serve  as  the  primary  permanent  revegetative 
measure for all denuded areas not provided with other forms of stabilization.   

 

 Dirtbag  devices  shall  be  used  for  temporary  dewatering  of  trenches  and 
foundation excavations. 

 

3.2  Temporary Erosion and Sediment Control Measures 

The following are planned as temporary erosion/sedimentation control measures during 

construction: 

 Temporary  stockpiles  shall  be  stabilized  within  seven  (7)  days  by  either 
temporarily  seeding  the  stockpile  with  a  hydro  seed  method  containing  an 
emulsified mulch tackifier or by covering the stockpile with mulch. 
 

 For work which is conducted between November 1 and April 15 of any calendar 
year, all denuded areas shall be stabilized within seven (7) days or  immediately 
in advance of a predicted rainfall event. 
 

 Asbury  Street  shall be  swept  to  control mud  and dust  as necessary.   A  street 
sweeper shall be available on immediate notice. 
 

 Temporary diversion berms may be used to direct runoff around work zones or 
to stabilize conveyance measures. 

 

3.3  Timing and Sequence of Erosion/Sediment Control Measures 

The  following  general  construction  sequence  shall  be  required  to  insure  the 

effectiveness of the erosion and sedimentation control measures will be optimized.  The 

sequence applies to all phases of construction. 

A. A preconstruction meeting shall be held by  the Owner’s engineer prior  to  land 
disturbing activities. 

B. Install  crushed  stone  stabilized  construction  entrance  as  shown  on  the 
construction plans 

C. Install perimeter fencing. 
D. Complete subgrade preparation for access driveway. 
E. Install storm drainage features, including temporary inlet protection devices. 
F. Complete subgrade preparation for driveways, houses, walkways, etc. 
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G. Install base material as required for pavement. 
H. Construct all improvements shown on the plans. 
I. Remove temporary inlet protection around inlets no more than 48 hours prior to 

placing stabilized base course. 
J. Complete final grading. 
K. Inspect and clean storm drainage system. 
L. Remove  silt  fencing only after all paving  is complete and exposed  surfaces are 

stabilized. 
M. Remove  temporary  construction  exits  only  prior  to  pavement  construction  in 

these areas. 
 

3.4  Provisions for the Maintenance of the Erosion/Sedimentation Control Features 

This  project  is  subject  to  the  requirements  of  a  US  EPA  NPDES  permit  and  an 

accompanying  Stormwater  Pollution  Prevention  Plan  (SWPPP.)    These  documents 

require the Contractor to prepare a list and designate by name, address and telephone 

number  all  individuals  who  will  be  responsible  for  implementation,  inspection  and 

maintenance  of  all  erosion  control  measures  identified  within  this  section  and  as 

contained within the contract drawings.  Specific responsibilities of the inspector(s) will 

include, but not be limited to: 

 Execution  of  the  Contractor/Subcontractor  certification  by  any  and  all  parties 
responsible for erosion control measures on the site as required by the SWPPP. 
 

 Assuring  and  certifying  the Owner’s  construction  sequence  is  in  conformance 
with  the  specified  schedule  of  this  section.    A  weekly  certification  stating 
compliance, any deviations, and corrective measures necessary  to comply with 
the erosion control requirements of this section shall be prepared and signed by 
the inspector(s). 
 

 In addition  to  the weekly  certifications,  the  inspector(s)  shall maintain written 
reports recording construction activities on site which include dates when major 
grading  activities  occur  in  a  particular  area;  dates  when  major  construction 
activities cease in a particular area, either temporary or permanent; dates when 
an area is stabilized. 
 

 Inspection of  the project work site at  least once every seven  (7) calendar days 
and before and after each significant rainfall event (0.1 inches or more in any 24‐
hour period) during construction until permanent erosion control measures have 
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been  properly  installed  and  the  site  has  been  stabilized.    Inspection  of  the 
project work site shall include: 
 

A. Identification  of  proper  erosion  control measure  installation  in 
accordance with the erosion control detail sheet or as specified in 
this section. 

B. Determine  whether  each  erosion  control  measure  is  properly 
operating.    If  not,  identify  damage  to  the  control  device  and 
determine remedial measures. 

C. Identify  areas  that  appear  vulnerable  to  erosion  and  determine 
additional  erosion  control  measures  that  should  be  used  to 
improve conditions. 

D. Inspect  areas  of  recent  seeding  to  determine  percent  catch  of 
grass.    A  minimum  catch  of  90  percent  is  required  prior  to 
removal of erosion control measures. 

E. Record date of  installation of sorbent bags  in catch basins, dates 
of paving, dates removed, and the disposal method and location. 
 

 If inspection of the site indicates a change should be made to the erosion control 
plan,  either  to  improve  effectiveness  or  correct  a  site‐specific  deficiency,  the 
inspector  shall  immediately  implement  the  corrective measure  and  notify  the 
owner of the change. 

 

Once construction has been completed,  long term maintenance of the facilities will be 

the responsibility of the applicant.   
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4.0  Long Term Stormwater Operations and Maintenance  

Stormwater  management  systems  are  an  integral  part  of  any  development  project.    The 

complexity and goals of these systems vary with the nature of the receiving water, as well as 

the  type  of  development  proposed.    In  general,  stormwater  runoff  from  developed  areas 

contains a number of contaminants which can have an adverse impact on receiving waters.  The 

installation  of  stormwater  management  systems  that  are  properly  designed,  installed  and 

maintained  can  significantly  reduce  the  non‐point  discharge  from  developed  areas  and  also 

enhance  the  stormwater  runoff  quality.  Source  control measures,  such  as  vacuuming,  litter 

removal and prohibitions on pesticides can also significantly improve water quality by reducing 

the amount of pollutants entering the system. 

This Long Term Stormwater Operations and Maintenance (O&M) Manual shall be implemented 

at the Patton Homestead development site to ensure that the stormwater management system 

functions as designed for the  life of the system.   The Owner has the primary responsibility for 

overseeing and  implementing the O&M plan and ensuring proper operation and maintenance 

of the stormwater structures.   

Future property owners shall also be notified of the presence of the stormwater management 

system and the requirements for proper implementation of the O&M plan.   

Included  in  this  manual  are  logs  and  inspection  forms  for  tracking  the  inspections  and 

maintenance.    Refer  to  the  project  plans  for  the  locations  of  stormwater  management 

structures. 

4.1  Responsibility 

The  purpose  of  the  Stormwater  Operations  and  Maintenance  Manual  is  to  ensure  the 

inspection  of  the  system,  removal  of  accumulated  sediments,  oils  and  debris,  and 

implementation of corrective action and record keeping activities.  The ongoing responsibility is 

the Owner,  its successors and assigns.   Adequate maintenance  is defined  in this document as 

good working condition. 

Contact information is provided below: 

4.2  Responsibility for Operation and Maintenance 

Name:    C.P. Berry Residences, LLC 

Address:  460 Boston Street, Suite 5 

City, State:  Topsfield, Massachusetts, 01983 

Telephone:  978.887.1188 
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4.3  Documentation 

An  Inspection  and  Maintenance  Record  Log  and  Schedule  shall  be  kept  by  the  Owner  or 

Property Manager  summarizing  inspections, maintenance,  repairs  and  any  corrective  actions 

taken.    The  log  will  include  the  date  on  which  each  inspection  or  maintenance  task  was 

performed, a description of the  inspection findings or maintenance completed, and the name 

of the inspector or maintenance personnel performing the task.  If a maintenance task requires 

the  clean‐out  of  any  sediments  or  debris,  the  location where  the  sediment  and  debris was 

disposed after removal will be indicated.  Inspection and Maintenance Logs shall be kept on file 

at the property management office. 

4.4  Maintenance Program 

The  Owner,  Property  Manager  and  maintenance  staff  shall  conduct  the  Operation  and 

Maintenance program set forth in this document.  The Owner or Property Manager will ensure 

that inspections and record keeping are timely and accurate and that cleaning and maintenance 

are  performed  in  accordance  with  the  recommended  frequency  for  each  stormwater 

component.    Inspection and Maintenance Log Forms  (provided herein)  shall  include  the date 

and  amount of  the  last  significant  storm  event  in  excess of on  (1)  inch of  rain  in  a  24‐hour 

period,  physical  conditions  of  structures,  depth  of  sediment  in  structures,  evidence  of 

overtopping or debris blockage and maintenance  required of each  structure.   The estimated 

annual cost of the Maintenance Program is approximately $5,000. 

The  following  areas,  facilities  and  measures  will  be  inspected  by  the  Owner  or  Property 

Manager  and  maintained  as  specified  below.    Identified  deficiencies  will  be  corrected.  

Accumulated  sediments  and  debris  will  be  properly  handled  and  disposed  of  off‐site,  in 

accordance with  local,  state  and  federal  guidelines  and  regulations.    Refer  to  the  attached 

Stormwater Management O&M  Plan  for  the  location  of  the  components  of  the  stormwater 

management system. 

4.4.1  Routine Maintenance Tasks 

 Routine maintenance of  lawns, gardens, and other  landscaped areas shall occur 
as necessary  to maintain  the property  in a neat and orderly  fashion.   Clippings 
and/or mulch shall not be washed into the drainage infrastructure. 
 

 Maintenance  of  the  Stormwater Management  System  shall  be  in  accordance 
with the Operations and Maintenance Checklist below. 
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 Snow  shall  be  stored  in  a  manner  that  does  not  impact  the  stormwater 
management system.   
 

 Good  housekeeping  –  all  areas  should  be  kept  free  of  trash  and  debris.   Any 
storage  of  materials  and  waste  products  shall  be  inside  or  under  cover.  
Fertilizers, herbicides and pesticides,  if  stored on  site,  shall be  stored properly 
contained and under over.   Storage of salt or deicing chemicals,  if any, shall be 
on impervious area, covered and protected from runoff. 

4.4.2  Catch Basins and Manholes 

Regular maintenance  of  catch  basins  and manholes  is  an  essential  piece  of  a  stormwater 

operation and maintenance  routine.   Deep  sump catch basins must be cleaned  frequently  in 

order  to  remain effective at  removing pollutants.   Once 50% of  the  sump volume  is  filled, a 

catch basin may not be able to retain additional sediment. 

Deep sumps should be cleaned at  least  four times per year and at the end of the  foliage and 

snow  removal seasons.   Sediments should also be  removed  four  times per year or whenever 

the depth of deposits  is greater  than or equal  to one half  the depth  from  the bottom of  the 

invert of the lowest pipe in the basin.   

Clamshell  buckets  are  typically  used  to  remove  sediment;  however,  vacuum  trucks  are 

preferable.  Vacuum trucks remove more trapped sediment than clamshells, they are faster at 

removing sediment, and are less likely to damage the hood within the deep sump catch basin. 

The safety of the staff cleaning deep sump catch basins should always be considered.  Cleaning 

a deep sump catch basin within an active roadway or parking lot can be dangerous, and a police 

detail may be necessary to ensure the safety of workers. 

Although  catch  basin  debris  often  contains  oil  and  hazardous  material  such  as  petroleum 

hydrocarbons  and metals, MassDEP  classifies  the  debris  as  solid waste.   MassDEP  does  not 

require catch basin debris to be tested prior to disposal unless there is clear evidence that the 

debris  has  been  contaminated.    Contaminated  catch  basin  debris  must  be  evaluated  in 

accordance with the Hazardous Waste Regulations, 310 CMR 30.000, and handled as hazardous 

waste.  
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In the absence of evidence of contamination, catch basin debris may be taken to a  landfill or 
other  facility  permitted  by  MassDEP  to  accept  solid  waste  without  any  prior  approval  by 
MassDEP.  However, some landfills may require testing before they accept the debris. 

4.4.3  Street Sweeping 

Paved areas within the site shall be swept once a year after snowmelt to prevent clogging of 

catch basins and manholes.  The Owner shall be responsible for street sweeping. 

4.4.4  Infiltration Pond, Biofiltration Area, and Forebay 

These areas shall be inspected yearly during wet weather to ensure that they are functioning as 

designed. At least twice during the growing season, basin side slopes, emergency spillways and 

embankments should be mowed and accumulated trash and debris removed.  Sediment shall 

be removed as necessary, but not less than once every 10 years.  

The flared end outlets should be inspected bi‐monthly the first year, and accumulated sediment 

shall be removed. Vegetated slopes at the outlets should be inspected for erosion, and any 

depressions or channels should be repaired. Bare areas should be seeded.  

Responsibility for the long term maintenance of the detention basins will be that of the owner. 

4.4.5  Vegetated Swales / Grass Channels 

Swales shall be inspected on a semi‐annual basis for slope integrity, soil moisture, vegetative 

health, soil stability, soil compaction, soil erosion, ponding and sedimentation.  

Regular maintenance should include mowing, pruning, and weed/pest control. Swales should 

be mowed at least once per year. Grass should not be cut shorter than four (4) inches.  

Sediment and debris should be removed manually at least once per year, or when the sediment 

depth reaches three (3) inches. Periodic reseeding may be required.  

Responsibility for the long term maintenance of the vegetated swales and grass channels will be 

that of the owner. 

4.5  Winter Maintenance Program 

Ensure structures are not blocked by ice, snow, debris or trash during winter months.  Snow 

shall be stored in a manner that does not impact the stormwater management system.   
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4.6  Fertilizer  

The goal of fertilizer use should be to enhance the ground cover of the facility, but not result in 

adverse water quality impacts.  The following guidelines are recommended. 

4.6.1  Fertilizer Selection 

Only slow‐release organic  low phosphorus  fertilizers shall be used  in any  landscaped areas to 

limit the amount of nutrients that could enter the stormwater management system. 

4.6.2  Fertilizer Storage 

Fertilizer  should  be  stored  in  a weatherproof  area with  containers  protected  from  damage.  

Fertilizer  from  any  damaged  containers  should  be  placed  in  appropriate  weatherproof 

containers. 

4.6.3  Fertilizer Application 

Fertilizer  should  be  applied  with  appropriate mechanical  equipment  properly  calibrated  to 

meet the recommended application rates of the soil tests and manufacturer.  The Owner or his 

agents should instruct personnel on the use of equipment and the proper measurement of the 

fertilizer. 

Personnel  assigned  to  application  of  fertilizer  should  be  instructed  that  over‐application  of 

fertilizer  can have adverse  impacts on  the  landscaped areas and  the environment.   Fertilizer 

should  not  be  applied  to  steep  slopes,  saturated  ground,  during  periods  of  precipitation,  or 

immediately prior to major rain events. 
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Stormwater Management System  
Maintenance Program  
Summary Checklist 

Item  Commentary 

Frequency 

Monthly Quarterly

Semi‐

Annual  Annual 

Catch Basins 
and Manholes 

Inspect for sediment 

quarterly; inspect at tend of 

foliage and at end of 

snowmelt; remove upon 

accumulation   

X 

 

     

Infiltration 

Basin 

Inspect for accumulated 

sediment immediately after 

construction; inspect semi‐

annually thereafter 

     

 

X 

 

 

Biofiltration 
Area 

Inspect for accumulated 

sediment immediately after 

construction; inspect semi‐

annually thereafter 

     

 

X 

 

Forebays  Inspect for accumulated 

sediment immediately after 

construction; inspect semi‐

annually thereafter 

     

X 

 

Grass Channel  Inspect for accumulated 

sediment immediately after 

construction; inspect semi‐

annually thereafter 

     

X 

 

Street 
Sweeping 

Inspect daily for accumulated 

sediment in roadways near 

construction entrance/exit 

       

X 
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STORMWATER MANAGEMENT SYSTEM 
OPERATIONS AND MAINTENANCE MANUAL 

PATTON HOMESTEAD 

CATCH BASINS/MANHOLES 
 

Name of Inspector:  ___________________ Title of Inspector:  ___________________________ 

Inspector’s Signature:     

   

Inspection Date  

Satisfactory 

 
Location 

 

Maintenance Needed and 

Description 

 

Implementation 

Date of 

Maintenance 
Yes  No  N/A 

             

             

             

             

             

             

             

             

             

             

             

             

             

             



       
2 THIRTEENTH STREET  CHARLESTOWN, MA  02129 
PHONE: 617‐242‐1120   FAX: 617‐242‐1190 

 

 
Patton Homestead Development    Page 24    
Stormwater Management Report 
November 26, 2014 
 

STORMWATER MANAGEMENT SYSTEM 
OPERATIONS AND MAINTENANCE MANUAL 

PATTON HOMESTEAD 

BIOFILTRATION AREA AND FOREBAY 
 

Name of Inspector:  ___________________Title of Inspector:  ___________________________ 

Inspector’s Signature:     

Inspection Date  

Satisfactory 

 
Location 

 

Maintenance Needed and 

Description 

 

Implementation 

Date of 

Maintenance 
Yes  No  N/A 
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STORMWATER MANAGEMENT SYSTEM 
OPERATIONS AND MAINTENANCE MANUAL 

PATTON HOMESTEAD 

DETENTION POND AND FOREBAY 
 

Name of Inspector:  ___________________Title of Inspector:  ___________________________ 

Inspector’s Signature:     

Inspection Date  

Satisfactory 

 
Location 

 

Maintenance Needed and 

Description 

 

Implementation 

Date of 

Maintenance 
Yes  No  N/A 
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STORMWATER MANAGEMENT SYSTEM 
OPERATIONS AND MAINTENANCE MANUAL 

PATTON HOMESTEAD 

VEGETATED SWALES/GRASS CHANNELS 
 

Name of Inspector:  ___________________Title of Inspector:  ___________________________ 

Inspector’s Signature:     

Inspection Date  

Satisfactory 

 
Location 

 

Maintenance Needed and 

Description 

 

Implementation 

Date of 

Maintenance 
Yes  No  N/A 
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands Program 

Checklist for Stormwater Report  
 

 A. Introduction 
Important: When 
filling out forms 
on the computer, 
use only the tab 
key to move your 
cursor - do not 
use the return 
key. 

 

A Stormwater Report must be submitted with the Notice of Intent permit application to document 
compliance with the Stormwater Management Standards. The following checklist is NOT a substitute for 
the Stormwater Report (which should provide more substantive and detailed information) but is offered 
here as a tool to help the applicant organize their Stormwater Management documentation for their 
Report and for the reviewer to assess this information in a consistent format. As noted in the Checklist, 
the Stormwater Report must contain the engineering computations and supporting information set forth in 
Volume 3 of the Massachusetts Stormwater Handbook. The Stormwater Report must be prepared and 
certified by a Registered Professional Engineer (RPE) licensed in the Commonwealth. 
 
The Stormwater Report must include: 

 The Stormwater Checklist completed and stamped by a Registered Professional Engineer (see 
page 2) that certifies that the Stormwater Report contains all required submittals.1 This Checklist 
is to be used as the cover for the completed Stormwater Report. 

 Applicant/Project Name 
 Project Address 
 Name of Firm and Registered Professional Engineer that prepared the Report 
 Long-Term Pollution Prevention Plan required by Standards 4-6 
 Construction Period Pollution Prevention and Erosion and Sedimentation Control Plan required 

by Standard 82 
 Operation and Maintenance Plan required by Standard 9 

 
In addition to all plans and supporting information, the Stormwater Report must include a brief narrative 
describing stormwater management practices, including environmentally sensitive site design and LID 
techniques, along with a diagram depicting runoff through the proposed BMP treatment train.  Plans are 
required to show existing and proposed conditions, identify all wetland resource areas, NRCS soil types, 
critical areas, Land Uses with Higher Potential Pollutant Loads (LUHPPL), and any areas on the site 
where infiltration rate is greater than 2.4 inches per hour.   The Plans shall identify the drainage areas for 
both existing and proposed conditions at a scale that enables verification of supporting calculations.   

 
As noted in the Checklist, the Stormwater Management Report shall document compliance with each of 
the Stormwater Management Standards as provided in the Massachusetts Stormwater Handbook.  The 
soils evaluation and calculations shall be done using the methodologies set forth in Volume 3 of the 
Massachusetts Stormwater Handbook.   
 
To ensure that the Stormwater Report is complete, applicants are required to fill in the Stormwater Report 
Checklist by checking the box to indicate that the specified information has been included in the 
Stormwater Report.  If any of the information specified in the checklist has not been submitted, the 
applicant must provide an explanation.  The completed Stormwater Report Checklist and Certification 
must be submitted with the Stormwater Report. 

 

 

 

 

 

 

 

 

 

 

 

  

   

  
1 The Stormwater Report may also include the Illicit Discharge Compliance Statement required by Standard 10.  If not included in 
the Stormwater Report, the Illicit Discharge Compliance Statement must be submitted prior to the discharge of stormwater runoff to 
the post-construction best management practices. 
 
2 For some complex projects, it may not be possible to include the Construction Period Erosion and Sedimentation Control Plan in 
the Stormwater Report.  In that event, the issuing authority has the discretion to issue an Order of Conditions that approves the 
project and includes a condition requiring the proponent to submit the Construction Period Erosion and Sedimentation Control Plan 
before commencing any land disturbance activity on the site. 
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands Program 

Checklist for Stormwater Report  
 

 Checklist (continued) 
 LID Measures:  Stormwater Standards require LID measures to be considered.  Document what 

environmentally sensitive design and LID Techniques were considered during the planning and design of 
the project:  

 
 No disturbance to any Wetland Resource Areas 

 
 Site Design Practices (e.g. clustered development, reduced frontage setbacks) 

 
 Reduced Impervious Area (Redevelopment Only) 

 
 Minimizing disturbance to existing trees and shrubs 

 
 LID Site Design Credit Requested: 

 
  Credit 1    

 
  Credit 2 

 
  Credit 3 

 
 Use of “country drainage” versus curb and gutter conveyance and pipe 

 
 Bioretention Cells (includes Rain Gardens) 

 
 Constructed Stormwater Wetlands (includes Gravel Wetlands designs) 

 
 Treebox Filter 

 
 Water Quality Swale 

 
 Grass Channel 

 
 Green Roof 

 
 Other (describe): 

       
 

 
 

 
Standard 1: No New Untreated Discharges 

 
 No new untreated discharges 

  Outlets have been designed so there is no erosion or scour to wetlands and waters of the 
Commonwealth 

 
 Supporting calculations specified in Volume 3 of the Massachusetts Stormwater Handbook included. 
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands Program 

Checklist for Stormwater Report  
 

 Checklist (continued) 
 

Standard 2:  Peak Rate Attenuation 

  Standard 2 waiver requested because the project is located in land subject to coastal storm flowage 
and stormwater discharge is to a wetland subject to coastal flooding. 

  Evaluation provided to determine whether off-site flooding increases during the 100-year 24-hour 
storm. 

 
 Calculations provided to show that post-development peak discharge rates do not exceed pre-

development rates for the 2-year and 10-year 24-hour storms.  If evaluation shows that off-site 
flooding increases during the 100-year 24-hour storm, calculations are also provided to show that 
post-development peak discharge rates do not exceed pre-development rates for the 100-year 24-
hour storm. 

 

 

 
Standard 3: Recharge 

 
 Soil Analysis provided. 

 
 Required Recharge Volume calculation provided. 

 
 Required Recharge volume reduced through use of the LID site Design Credits. 

 
 Sizing the infiltration, BMPs is based on the following method:  Check the method used. 

 
  Static   Simple Dynamic   Dynamic Field1 

 
 Runoff from all impervious areas at the site discharging to the infiltration BMP. 

 
 Runoff from all impervious areas at the site is not discharging to the infiltration BMP and calculations 

are provided showing that the drainage area contributing runoff to the infiltration BMPs is sufficient to 
generate the required recharge volume. 

 

 
 Recharge BMPs have been sized to infiltrate the Required Recharge Volume. 

  Recharge BMPs have been sized to infiltrate the Required Recharge Volume only to the maximum 
extent practicable for the following reason: 

 
  Site is comprised solely of C and D soils and/or bedrock at the land surface 

 
  M.G.L. c. 21E sites pursuant to 310 CMR 40.0000 

 
  Solid Waste Landfill pursuant to 310 CMR 19.000 

   Project is otherwise subject to Stormwater Management Standards only to the maximum extent 
 practicable. 

 
 Calculations showing that the infiltration BMPs will drain in 72 hours are provided. 

 
 Property includes a M.G.L. c. 21E site or a solid waste landfill and a mounding analysis is included. 

 
  

 
1 80% TSS removal is required prior to discharge to infiltration BMP if Dynamic Field method is used. 
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands Program 

Checklist for Stormwater Report  
 

 Checklist (continued) 
 

Standard 3: Recharge (continued) 

 
 The infiltration BMP is used to attenuate peak flows during storms greater than or equal to the 10-

year 24-hour storm and separation to seasonal high groundwater is less than 4 feet and a mounding 
analysis is provided. 

 

  Documentation is provided showing that infiltration BMPs do not adversely impact nearby wetland 
resource areas. 

 
Standard 4: Water Quality 

 
The Long-Term Pollution Prevention Plan typically includes the following: 
 Good housekeeping practices;  
 Provisions for storing materials and waste products inside or under cover; 
 Vehicle washing controls; 
 Requirements for routine inspections and maintenance of stormwater BMPs;  
 Spill prevention and response plans;  
 Provisions for maintenance of lawns, gardens, and other landscaped areas;  
 Requirements for storage and use of fertilizers, herbicides, and pesticides; 
 Pet waste management provisions;  
 Provisions for operation and management of septic systems;  
 Provisions for solid waste management; 
 Snow disposal and plowing plans relative to Wetland Resource Areas; 
 Winter Road Salt and/or Sand Use and Storage restrictions; 
 Street sweeping schedules; 
 Provisions for prevention of illicit discharges to the stormwater management system; 
 Documentation that Stormwater BMPs are designed to provide for shutdown and containment in the 

event of a spill or discharges to or near critical areas or from LUHPPL; 
 Training for staff or personnel involved with implementing Long-Term Pollution Prevention Plan;  
 List of Emergency contacts for implementing Long-Term Pollution Prevention Plan. 

 

 

 

 

 

 

 

 

 

  A Long-Term Pollution Prevention Plan is attached to Stormwater Report and is included as an 
attachment to the Wetlands Notice of Intent. 

  Treatment BMPs subject to the 44% TSS removal pretreatment requirement and the one inch rule for 
calculating the water quality volume are included, and discharge: 

 
  is within the Zone II or Interim Wellhead Protection Area 

 
  is near or to other critical areas 

 
  is within soils with a rapid infiltration rate (greater than 2.4 inches per hour) 

 
  involves runoff from land uses with higher potential pollutant loads. 

 
 The Required Water Quality Volume is reduced through use of the LID site Design Credits. 

  Calculations documenting that the treatment train meets the 80% TSS removal requirement and, if 
applicable, the 44% TSS removal pretreatment requirement, are provided. 
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands Program 

Checklist for Stormwater Report  
 

 Checklist (continued) 
 

Standard 4: Water Quality (continued) 

 
 The BMP is sized (and calculations provided) based on: 

 
  The ½” or 1” Water Quality Volume or 

   The equivalent flow rate associated with the Water Quality Volume and documentation is 
 provided showing that the BMP treats the required water quality volume. 

 
 The applicant proposes to use proprietary BMPs, and documentation supporting use of proprietary 

BMP and proposed TSS removal rate is provided.  This documentation may be in the form of the 
propriety BMP checklist found in Volume 2, Chapter 4 of the Massachusetts Stormwater Handbook 
and submitting copies of the TARP Report, STEP Report, and/or other third party studies verifying 
performance of the proprietary BMPs. 

 

 

 
 A TMDL exists that indicates a need to reduce pollutants other than TSS and documentation showing 

that the BMPs selected are consistent with the TMDL is provided. 

 Standard 5: Land Uses With Higher Potential Pollutant Loads (LUHPPLs) 

 
 The NPDES Multi-Sector General Permit covers the land use and the Stormwater Pollution 

Prevention Plan (SWPPP) has been included with the Stormwater Report. 

 
 The NPDES Multi-Sector General Permit covers the land use and the SWPPP will be submitted prior 

to the discharge of stormwater to the post-construction stormwater BMPs. 

  The NPDES Multi-Sector General Permit does not cover the land use. 

  LUHPPLs are located at the site and industry specific source control and pollution prevention 
measures have been proposed to reduce or eliminate the exposure of LUHPPLs to rain, snow, snow 
melt and runoff, and been included in the long term Pollution Prevention Plan.  

  All exposure has been eliminated. 

  All exposure has not been eliminated and all BMPs selected are on MassDEP LUHPPL list. 

  The LUHPPL has the potential to generate runoff with moderate to higher concentrations of oil and 
grease (e.g. all parking lots with >1000 vehicle trips per day) and the treatment train includes an oil 
grit separator, a filtering bioretention area, a sand filter or equivalent.  

 Standard 6: Critical Areas 

 
 The discharge is near or to a critical area and the treatment train includes only BMPs that MassDEP 

has approved for stormwater discharges to or near that particular class of critical area. 

  Critical areas and BMPs are identified in the Stormwater Report. 
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands Program 

Checklist for Stormwater Report  
 

 Checklist (continued) 

 
Standard 7: Redevelopments and Other Projects Subject to the Standards only to the maximum 
extent practicable 

 
 The project is subject to the Stormwater Management Standards only to the maximum Extent 

Practicable as a: 

   Limited Project 

 
  Small Residential Projects: 5-9 single family houses or 5-9 units in a multi-family development 

 provided there is no discharge that may potentially affect a critical area. 

 
  Small Residential Projects: 2-4 single family houses or 2-4 units in a multi-family development  
 with a discharge to a critical area 

 
  Marina and/or boatyard provided the hull painting, service and maintenance areas are protected 

 from exposure to rain, snow, snow melt and runoff 

   Bike Path and/or Foot Path 

   Redevelopment Project 

   Redevelopment portion of mix of new and redevelopment. 

 
 Certain standards are not fully met (Standard No. 1, 8, 9, and 10 must always be fully met) and an 

explanation of why these standards are not met is contained in the Stormwater Report. 

  The project involves redevelopment and a description of all measures that have been taken to 
improve existing conditions is provided in the Stormwater Report.  The redevelopment checklist found 
in Volume 2 Chapter 3 of the Massachusetts Stormwater Handbook may be used to document that 
the proposed stormwater management system (a) complies with Standards 2, 3 and the pretreatment 
and structural BMP requirements of Standards 4-6 to the maximum extent practicable and (b) 
improves existing conditions. 

 

 

 Standard 8: Construction Period Pollution Prevention and Erosion and Sedimentation Control 

 A Construction Period Pollution Prevention and Erosion and Sedimentation Control Plan must include the 
following information: 
 

 Narrative; 
 Construction Period Operation and Maintenance Plan; 
 Names of Persons or Entity Responsible for Plan Compliance; 
 Construction Period Pollution Prevention Measures; 
 Erosion and Sedimentation Control Plan Drawings; 
 Detail drawings and specifications for erosion control BMPs, including sizing calculations; 
 Vegetation Planning; 
 Site Development Plan; 
 Construction Sequencing Plan; 
 Sequencing of Erosion and Sedimentation Controls; 
 Operation and Maintenance of Erosion and Sedimentation Controls; 
 Inspection Schedule; 
 Maintenance Schedule; 
 Inspection and Maintenance Log Form. 

 

 

 

 

 

 

 

 

 
 A Construction Period Pollution Prevention and Erosion and Sedimentation Control Plan containing 

the information set forth above has been included in the Stormwater Report. 
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Checklist for Stormwater Report  
 

 Checklist (continued) 

 
Standard 8: Construction Period Pollution Prevention and Erosion and Sedimentation Control 
(continued) 

  The project is highly complex and information is included in the Stormwater Report that explains why 
it is not possible to submit the Construction Period Pollution Prevention and Erosion and 
Sedimentation Control Plan with the application. A Construction Period Pollution Prevention and 
Erosion and Sedimentation Control has not been included in the Stormwater Report but will be 
submitted before land disturbance begins. 

 

 

  The project is not covered by a NPDES Construction General Permit. 

 
 The project is covered by a NPDES Construction General Permit and a copy of the SWPPP is in the 

Stormwater Report. 

 
 The project is covered by a NPDES Construction General Permit but no SWPPP been submitted.  

The SWPPP will be submitted BEFORE land disturbance begins. 

 Standard 9: Operation and Maintenance Plan 

 
 The Post Construction Operation and Maintenance Plan is included in the Stormwater Report and 

includes the following information: 

   Name of the stormwater management system owners; 

   Party responsible for operation and maintenance; 

   Schedule for implementation of routine and non-routine maintenance tasks; 

   Plan showing the location of all stormwater BMPs maintenance access areas; 

   Description and delineation of public safety features; 

   Estimated operation and maintenance budget; and 

   Operation and Maintenance Log Form. 

 
 The responsible party is not the owner of the parcel where the BMP is located and the Stormwater 

Report includes the following submissions: 

   A copy of the legal instrument (deed, homeowner’s association, utility trust or other legal entity) 
 that establishes the terms of and legal responsibility for the operation and maintenance of the 
 project site stormwater BMPs;  

 
  A plan and easement deed that allows site access for the legal entity to operate and maintain 

 BMP functions. 

 Standard 10: Prohibition of Illicit Discharges 

  The Long-Term Pollution Prevention Plan includes measures to prevent illicit discharges; 

  An Illicit Discharge Compliance Statement is attached; 

 
 NO Illicit Discharge Compliance Statement is attached but will be submitted prior to the discharge of 

any stormwater to post-construction BMPs. 
 



Appendix B 

Documenting Compliance 
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Documenting Compliance  
 
Items in bold below indicate how the proposed project will comply with each of the Stormwater 
Management Standards.   
 
REQUIRED DOCUMENTATION INCLUDING COMPUTATIONS FOR EACH 
STORMWATER STANDARD 

 
STANDARD 1.  NO UNTREATED DISCHARGES OR EROSION TO WETLANDS 
 

Applicants must demonstrate that there are no new untreated discharges.  To demonstrate 
that all new discharges are adequately treated, applicants may rely on the computations 
required to demonstrate compliance with Standards 4 through 6.  No additional 
computations are required. 

 
To demonstrate that new discharges do not cause or contribute to erosion in wetlands or 
waters of the Commonwealth, the following computations are provided. 

 
To evaluate whether the discharge will cause erosion or scour, the first step is to 
determine the stormwater discharge velocity at each outlet.  The second step is to perform 
computations and select materials or practices to reduce that velocity or armor the ground 
to withstand the shearing force caused by the discharged stormwater.   

 
Stormwater Discharge Velocity:  Determine maximum discharge or velocity at each 
outlet for all conveyances.  The maximum discharge or velocity is dependent on the size 
of the conveyance. Include gravitational forces in the computations when proposing to 
discharge stormwater above the receiving practice.  Tailwater conditions in the receiving 
wetland must also be factored into the analysis.  For sheet flow, the maximum velocity to 
evaluate is the runoff from the 2-year 24-hour storm.  Engineers shall select an accepted 
method to determine maximum velocity. 
 

 All new stormwater discharges are routed into forebays prior to discharge to the 
 infiltration pond.  Additional detail related to the treatment train can be found in 
 the computations demonstrating compliance with Standards 4 and 6 within this 
 document. 

 
The outfall discharge velocities have been calculated for each stormwater catchment 
area. A table of outlets and their associated velocities are listed below. 
 
 

Outlet Max Velocity 
Wood Road Culvert (POA#1) 0.8 
Northern Wetland (POA#2) 1.8 

Ipswich River (POA#3) 2.3 
*Velocity units in feet per second (fps) 
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Ability of Ground Surface to Resist Erosion:  Determine ability of ground or lining 
materials to resist erosion from the velocity computed in part (a). Banks opposite a 
stormwater discharge point may need to be evaluated to assess their ability to resist scour 
when banks are close to the outlets (e.g., a narrow stream channel). This may be done by 
performing computations to estimate the size/weight of stone or bioengineered materials 
needed to resist the force of water or comparing the discharge velocity against a 
“permissible velocity table” that provides information on the ability of different types of 
materials/vegetation to resist shear.   

 
All new stormwater discharges have been calculated. Beals Associates, Inc. has 
proposed to loam and seed all disturbed surfaces to protect against scour and 
erosion of lawn areas. 

 
The references that follow include several different computational methods and permissible 
velocity tables that are acceptable. 

 
Channel Slope Lining 1 

 
Permissible Velocity 
(feet/second) 

0 - 5% Tall fescue 
Kentucky bluegrass 
 
Grass-legume mixture 
 
Red fescue 
Redtop 
Sericea lespedeza 
Annual lespedeza 
Small grains 

5 
 
 
4 
 
 
2.5 

5 - 10% Tall fescue 
Kentucky bluegrass 
 
Grass-legume mixture 

4 
 
 
3 

Greater Than 10% Tall fescue 
Kentucky bluegrass 

 
3 

Table 2.3.1: Example of Permissible Velocity Table, Modified from Soil and Water 
Conservation Engineering, 1992, Schwab et al, John Wiley and Sons  
 

 
All new stormwater discharges have been calculated. Beals Associates, Inc. has 
proposed to loam and seed all disturbed surfaces to protect against scour and 
erosion of lawn areas.  

 
 
 

                                                 
1 Before selecting a vegetated lining, consult the list of plants banned for sale, trade, purchase, or distribution in Massachusetts by the 

Department of Agricultural Resources, pursuant to M.G.L. Chapter 128 Section 2 and Sections 16 through 31A.  See 

http://www.mass.gov/agr/farmproducts/proposed_prohibited_plant_list_v12-12-05.htm 
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STANDARD 2. PEAK RATE ATTENUATION 
 

The stormwater management system was designed to manage post development 
peak runoff to not exceed pre-development peak runoff for the 2, 10, and 25 year 
storms. The 100-year storm was also analyzed to assess for potential flooding or 
other detrimental impacts to the site and surrounding areas.  Please see the attached 
HydroCAD analysis for details. The table below is a summary of the peak runoff 
rates at each discharge point.  

 
Table 3- Peak rates of Runoff 

 
Drainage 

Area 
2-year 
2.79” 

10-year 
4.15” 

25-year 
5.19” 

100-year 
7.34” 

Pre Post Pre Post Pre Post Pre Post    
Wood 
Road 

Culvert 

0.18 0.24 1.78 1.78 3.85 3.61 9.51 10.66 

Northern 
Wetland 

0.00 0.00 0.02 0.03 0.10 0.15 1.27 1.45 

Ipswich 
River 

0.00 0.00 0.01 0.02 0.09 0.12 1.38 1.87 

Entire 
Site 

0.18 0.24 1.78 1.78 3.86 3.85 12.13 13.40 

The table shows that over the entire site, peak discharges during the 2, 10, and 25-year 
storms under the proposed conditions are generally equal to or below the existing 
conditions. The increase of 0.06 CFS during the 2-year storm is assumed to be below 
the precision of the modeling software. 

 
STANDARD 3.  STORMWATER RECHARGE 

 
Required Computations or Demonstrations: 

 
Multiple computations are necessary: 

a. Impervious Area 
b. Required Recharge Volume 
c. Bottom Area Sizing for Infiltration Structures 

 
See below and MassDEP Hydrology Handbook for Conservation Commissioners, Chapter 8. 
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RECHARGE REQUIREMENTS 
 Minimum infiltration rate: Must be at least 0.17 inches/hour at the actual location where 

infiltration is proposed on site soil.  No stormwater recharge systems shall be sited in soils 
that infiltrate lower than 0.17 inches/hour2 due to the potential for failure.  
o When “Static” or “ Simple Dynamic" Methods are used to size the recharge practice: 

whether the soils exfiltrate faster than 0.17 inches/hour is determined based on a soil 
textural analysis (see Soil Evaluation Section in this Chapter) and the rates specified by 
Rawls 1982 (See Table 2.3.3).  

o When the “Dynamic Field” method is used: whether the soils exfiltrate faster than 0.17 
inches/hour is based on 50% of the actual in-situ saturated hydraulic conductivity rate. 
(See Soil Evaluation Section in this Chapter). 

 Rapid Infiltration Rate: Rapid infiltration rate for purposes of stormwater infiltration is 
considered to be saturated hydraulic conductivity greater than 2.4 inches/hour (25 mpi) at the 
specific location(s) where infiltration is proposed. 
o When “Static” or “ Simple Dynamic” Methods are used for design, use rate specified by 

Rawls 1982 (see Table 2.3.3) for the soil type at the location where infiltration is 
proposed based on a soil textual analysis (see Soil Evaluation Section of this Chapter) to 
determine whether soil is classified as having a rapid infiltration rate. 

o When the "Dynamic Field" Method is used for design: 50% of the actual in-situ saturated 
hydraulic conductivity rate is used to determine whether the soil has a rapid infiltration 
rate. 
 Example: If the in-situ rate established by field-testing is 5.1 inches/hour (11.8 mpi), 

50% of that rate = 2.55 inches/hour (23.6 mpi). The soil has a rapid infiltration rate, 
since 2.55 inches/hour>2.4 inches/hour.  

 TSS Pretreatment: Stormwater Infiltration BMPs are infiltration basins, infiltration trenches, 
dry wells, subsurface infiltration structures and bioretention cells configured specifically to 
exfiltrate.  
o At least 44% TSS pretreatment is required prior to discharge to the stormwater 

infiltration BMP when: 
 The infiltration BMP is located within an area with a rapid infiltration  
 Runoff from a land use with a higher potential pollutant load (LUHPPL) is directed to 

the infiltration BMP. 
 The infiltration BMP is located within a Zone II or an Interim Wellhead Protection 

Area (IWPA) of a Public Drinking Water Source/Supply. 
 The discharge from the infiltration BMP is to or near another critical area. These 

critical areas are Outstanding Resource Waters, Special Resource Waters, shellfish 
growing areas, bathing beaches, and cold-water fisheries. 

o At least 80% TSS pretreatment is required prior to discharge to stormwater infiltration 
BMP when: 
 The “Dynamic Field" method is proposed for sizing purposes.  

 
 

                                                 
2 According to Rawls 1982, the lower end of soils assigned to Hydrologic Soil Group C have an average infiltration rate of  0.17 inches per hour.  
See Table 2.3.3.  Hydrologic Soil Groups A and B are more conducive to stormwater recharge than  “C” soils, so care must be exercised when 
designing stormwater recharge system in “C” soils. 
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SOIL EVALUATION 
 

An evaluation must be undertaken to classify the Hydrologic Soil Groups (HSG) soils on site 
using classification methodologies developed by U.S. Natural Resources Conservation Service 
(NRCS).   The Hydrologic Soil Groups are used in conjunction with impervious areas on a site to 
calculate the Required Recharge Volume. The following steps are required, and were performed, 
to identify the Hydrologic Soil Groups at English Common:  
 
STAGE 1) Review NRCS (formerly SCS) Soil Surveys 
 

A review of the NRCS Soil Survey was conducted, and results are included within 
the Stormwater Management Report. The soils at the site were classified as 
Hydrologic Groups A, B, C and D.  Please find a description of the soils from the 
NRCS Web Soil Survey within this report.  
 

STAGE 1A) Site Visit 
 
After completion of STAGE 1, a “Competent Soils Professional3” must conduct a site visit to 
confirm the NRCS soil survey.   The site visit will allow for observation of noticeable deviations 
in site conditions (i.e., bedrock outcrops, open gravel/sand areas, recent filling).  The site visit 
must establish whether the on-site soils have been disturbed, filled, or altered in a way that 
affects the natural drainage of the site.   
 
The “Competent Soils Professional” shall perform the following tasks: 
 
a. Conduct site visit. Determine whether any noticeable deviations on site exist from the NRCS 

Soil Survey (i.e., bedrock outcrops, open gravel/sand areas, recent filling).  Determine 
whether the on-site soils have been disturbed, filled, or altered in any way. 

 
Beals Associates, Inc. performed numerous visits to the site throughout the design 
process.  Both visual observations and historical accounts indicate that the proposed 
development area has previously been cleared, and soil excavation is likely to have 
taken place during the site’s use as a sand and gravel deposit.  

 
b. Review any existing field test pit data and available boring logs and compare with NRCS 

information published in the Soil Survey. Boring logs and test pit data often indicate the soil 
textural class and varying soil strata (i.e., restrictive layers) and may assist in further 
refinements of soil delineations. 

 
Beals Associates, Inc. observed deep hole excavations at the approximate locations 
of the proposed stormwater infiltration areas on July 30, 2014.     

                                                 
3 A Competent Soils Professional is an individual with demonstrated expertise in soil science, including, but not limited to, a Massachusetts 
Registered Professional Engineer, Engineer in Training (EIT certificate) with a concentration in civil, sanitary or environmental engineering, or 
Bachelor of Arts or Sciences degree or more advanced degree in Soil Science, Geology, or Groundwater Hydrology from an accredited college or 
university. 
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c. Review any existing USGS geologic maps for general rock types and bedrock depths. The 

presence of bedrock, including rock outcrops, is a significant factor in the potential for 
groundwater recharge.  Knowledge of the bedrock and rock type at the site will be beneficial 
in further characterizing existing recharge conditions.  

 
Data from USGS geologic maps, visual observations, and subsurface explorations 
were was used to determine the location and extent of bedrock within the proposed 
development site. Bedrock is expected generally be present at depths greater than 60 
inches throughout the site. 

 
d. Review available aerial photographs.  If a detailed site map is not available at the time of the 

initial investigation, an aerial photograph may provide additional information for delineating 
impervious and pervious areas. 

 
Aerial photographs have been reviewed and verified by site visits and on the ground 
survey of the project area. Aerial photography from 2008 shows the existing 
development area. Previously this area was used as a sand and gravel deposit. 

 
e. When the Soil Survey does not identify the Hydrologic Soil Group(s) at the site or when the 

site conditions are not consistent with the NRCS Soil Survey, the Competent Soils 
Professional shall complete STAGE 1B.  When the NRCS Soil Survey identifies the 
Hydrologic Soil Group(s) at the site, and the STAGE 1A investigation indicates site 
conditions are consistent with the NRCS Soil Survey, proceed to STAGE 2. 

 
The Stage 1A investigation indicated that site conditions are generally consistent 
with the NRCS soil survey.     

 
STAGE 1B) Additional Measures When the NRCS Soil Survey Does Not Identify Hydrologic 
Soil Group(s) At the Site or When Site Conditions Are Found That Are Inconsistent with the 
NRCS Soil Survey 
 
 
STAGE 2) Determine Site Conditions at Specific Location Where Recharge is Proposed 
 

The areas of proposed recharge are currently covered by a mowed meadow.  

STAGE 3) Identify Hydrologic Soil Groups On-site and At Location Where Recharge Proposed 
 

Beals Associates, Inc. observed deep hole excavations at the approximate 
 locations of the proposed stormwater infiltration areas on July 30, 2014.  A total 
 of two  observation holes were performed in these areas, with one hole (RG1) located 
 at the top of the hill at the approximate location of the proposed rain garden,  and a 
 second hole (IP1) located at the bottom of the hill at the approximate location of 
 the proposed stormwater infiltration area.  
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At RG1, the soils that were encountered at the approximate depth of the proposed 
 bioretention area generally consisted of sand and loamy sand.  These types of soils 
 correspond with Hydrologic Soil Group A. 

 
At IP1, the soils that were encountered at the depth of the proposed infiltration 

 pond generally consisted of sandy loam which corresponds with Hydrologic Soil 
 Group B. 
 
STAGE 4: Prepare a Plan identifying Hydrologic Soil Groups for the Site 
 

Refer to Sheet C-303 Existing Watershed Plan and Sheet C-304 Proposed 
Watershed Plan of the project plans which identify Hydrologic Soil Groups for the 
site. 

 
CONTRIBUTING DRAINAGE AREA 

 
The contributing drainage area must be determined for purposes of determining compliance with 
Standards 2, 3, and 4. The contributing drainage area for Standard 2 includes all areas 
contributing drainage to a site, including off-site locations.  For purposes of Standards 3 and 4, 
only the impervious areas on the project site are used for purposes of calculating the Required 
Recharge Volume and the Required Water Quality Volumes. 
 

Refer to Sheet C-303 Existing Watershed Plan and Sheet C-304 Proposed 
Watershed Plan of the project plans which identify contributing drainage areas for 
the existing and proposed conditions. 

 
IMPERVIOUS AREA 
 

Impervious area must be determined in order to calculate the Required Recharge Volume and 
the Required Water Quality Volume.  The impervious area is a subset of the contributing 
drainage area.  For purposes of Standards 3 and 4, impervious surfaces include roads, 
rooftops, parking lots, and sidewalks, when they are paved with concrete, asphalt, or brick 
pavers.  Various credits can be used to reduce the Required Recharge Volume and the 
Required Water Quality Volume, for Standards 3 and 4.  See LID Site Design Credit Section 
of this Chapter.  
 
Porous pavement is considered to be an impervious surface for purposes of calculating the   
Required Water Quality Volume and the Required Recharge Volume. When using porous 
pavement, the larger of the Required Water Quality Volume or Required Recharge Volume 
must be used to size the storage media under the porous pavement. 
 
Similarly, a green roof is considered to be an impervious surface for purposes of sizing the 
growing media that treats the Required Water Quality Volume and determining the total 
Required Recharge Volume for the site.  A green roof is a treatment device and does not 
recharge the groundwater. 
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RECHARGE VOLUME 
 

STEP 1) REQUIRED RECHARGE VOLUME 
 

Calculate Required Recharge Volume.4  The Required Recharge Volume equals a depth of 
runoff corresponding to the soil type times the impervious areas covering that soil type at the 
post-development site. 
 
Rv = F x impervious area Equation (1) 
 
Rv    = Required Recharge Volume, expressed in Ft3, cubic yards, or acre-feet 
F   = Target Depth Factor associated with each Hydrologic Soil Group  
Impervious Area = pavement and rooftop area on site 
 
Attention must be given to ensure consistency in units.  In particular, the Target Depth 
Factors must be converted to feet. 
 
 

NRCS 
HYDROLOGIC 
SOIL TYPE 

APPROX. 
SOIL TEXTURE 

TARGET DEPTH 
FACTOR (F) 

A sand 0.6-inch 
B loam 0.35-inch 
C silty loam 0.25-inch 
D clay 0.1-inch 

    Table 2.3.2: Recharge Target Depth by Hydrologic Soil Group 
 
 

The proposed project contains approximately 75,934 S.F. of impervious surface, 
including buildings, parking, driveways and walkways. The soils underlying the site 
are classified as Hydrologic Soil Type B, based on NRCS Soil Survey of site soils. 
The calculations below determine the required volume of recharge based on a target 
depth factor of 0.35 inches for Type B soils.  

 
 Calculated required recharge volume: 

 
   Class B impervious Areas = 75,934 s.f. x (0.35 in.) x (1 ft / 12 in.) = 2,215 c.f. 
    
   Total = 2,215 c.f. recharge 

 
Evaluate Where Recharge Is Directed 

                                                 
4  MassDEP recognizes that along MassHighway Projects, because of right-of-way limitations it may be difficult to recharge the Required 
Recharge Volume at every point along redevelopment and add-a-lane projects.  MassHighway may use a macro approach to meet this 
requirement by recharging more than the Required Recharge Volume at certain locations within a subwatershed  (rest stops, exit ramps, median 
strips) to compensate for other locations within the same subwatershed where it is not able to infiltrate the Required Recharge Volume.  MassDEP 
and MassHighway intend to work together to revise the 2004 MassHighway Handbook for Highways and Bridges to elaborate on this approach 
as it applies to redevelopment and add-a-lane projects and to reflect the 2008 changes to the Stormwater Management Standards. 
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The infiltration BMP must be evaluated to determine if the proposed recharge location will 
alter a Wetland Resource Area by causing changes to the hydrologic regime.  For example, if 
Watershed “A” contains a vernal pool within a Bordering Vegetated Wetland, and the vernal 
pool is fed by groundwater, and runoff from Watershed “A” is proposed to be directed to 
Watershed “B” for infiltration, an evaluation is necessary to determine if redirecting the 
runoff will cause an alteration to the vernal pool.  In such instances, Water Budgeting using 
the Thornthwaite method or equivalent must be employed.  TR-20/TR-55 methods are not 
sufficient for water budgeting purposes.  Water budgeting analysis is not required, if the 
recharge is directed to the same subwatershed where the impervious surfaces are proposed. 
 
STEP 2) SIZING STORAGE VOLUME 

 
Determine the Storage Volume. The Storage Volume is the volume of the basin, chamber, or 
voids that must be constructed in order to hold the Required Recharge Volume.  Three 
methods may be used to determine the Storage Volume:  
 
1. The "Static" Method; 
2. The "Simple Dynamic" Method; or  
3. The "Dynamic Field" Method.  
 
The "Static" Method assumes that there is no exfiltration until the entire recharge device is 
filled to the elevation associated with the Required Recharge Volume.  
 
The two "Dynamic" Methods assume stormwater exfiltrates into the groundwater as the 
storage chamber is filling. 5 The "Simple Dynamic" Method assumes that the Required 
Recharge Volume is discharged to the infiltration BMP over 2 hours and exfiltrates over the 
2-hour period at the Rawls Rate.   
 
The "Dynamic Field" Method assumes that the Required Recharge Volume discharges to the 
infiltration BMP over 12 hours and infiltrates at no more than 50% of the in-situ saturated 
hydraulic conductivity rate.6  The "Static" Method produces a larger storage volume than 
either Dynamic Method and produces the most conservative result.  The "Dynamic Field" 
Method may be used only for sizing an infiltration BMP that is used solely for disposal of 
stormwater (i.e., 80% TSS removal must occur prior to directing runoff to the infiltration 
BMP)7.  
 

                                                 
5 Rich Claytor, Bethany Eisenberg, and Tom Maguire were instrumental in the development of the two Dynamic Methods. 
6 

50% is used as a factor of safety to represent the anticipated long-term exfiltration rate due to clogging of the underlying media/soil that occurs 
over time. 
7
 Even if 80 % TSS removal is not required because the “Dynamic Field” Method has been used to size the infiltration BMP, 44% TSS removal 

may be required prior to discharge to the infiltration BMP.  44% TSS removal is required prior to discharge to an infiltration BMP if the 
saturated hydraulic conductivity is greater than 2.4 inches/hour based on the Rawls Rate for the "Static" and "Simple Dynamic" Methods.  44% 
TSS removal is also required prior to discharge to the infiltration BMP if runoff is from a LUHPPL or directed to a Zone II or IWPA, or near or 
to another critical area.  
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When using the "Static" or "Simple Dynamic" Methods, only a textural soil analysis is 
required to determine the corresponding Hydrologic Soil Group. Textural soil analysis is 
explained in the Hydrologic Soil Group Section above. The "Dynamic Field" Method 
requires more soil testing to determine the in-situ saturated hydraulic conductivity.   
 
STEP 3) STATIC METHOD: 

 
a. Assume the entire Required Recharge Volume determined by following the procedures 

set forth in STEP 1 is discharged to infiltration device before infiltration begins. 
 
b. Size the volume of the basin, chamber or total voids to hold the Required Recharge 

Volume determined under STEP 1. 
 
c. Go to STEP 5 to confirm that the bottom of the infiltration BMP is large enough to 

ensure that the system will completely drain in 72 hours or less.   
 
STEP 4) Dynamic Method.  
 
STEP 5) DRAWDOWN WITHIN 72 HOURS 
 
Use the same infiltration rate that is used for sizing the infiltration BMP to confirm that the 
infiltration BMP will drain completely within 72 hours. For the "Static" and "Simple 
Dynamic" Methods, the Rawls Rates associated with the slowest of the Hydrologic Soil 
Groups determined to exist at the point where recharge is actually proposed shall be used.  
For the "Dynamic Field" Method, 50% of the lowest value obtained from the test results for 
saturated hydraulic conductivity measured in the field at the actual location and soil layer 
where recharge is proposed shall be used. 
 
a. For infiltration BMPs sized using the "Static" Method or the “Simple Dynamic” Method, 

the drawdown analysis is based on the Required Recharge Volume exfiltrating at the 
Rawls Rates based on the soil textural analysis conducted at the proposed exfiltration 
location. The slowest Rawls Rate (1982) at the actual location where the recharge is 
proposed is used for purposes of the drawdown analysis. 

b. For infiltration BMPs sized using the "Dynamic Field" Method, the drawdown analysis 
must be based on the Required Recharge Volume infiltrating at 50% of the lowest in-situ 
saturated hydraulic conductivity rate at the location and specific soil layer where 
exfiltration is proposed. 

c. The infiltration rate shall be assumed to be constant for purposes of the drawdown 
analysis. 8 

d. Only the bottom surface shall be considered. No credit shall be afforded to sidewall 
exfiltration. 

e. If the drawdown analysis indicates the entire volume cannot be drawn down within 72 
hours, the bottom area of the infiltration BMP must be increased or the Required 

                                                 
8  The drawdown analysis also assumes that the water table does not fluctuate during the draw down period. 
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Recharge Volume must be reduced. The Required Recharge Volume may be reduced by 
reducing the amount of impervious surfaces on the site or by taking advantage of the Low 
Impact Development Site Design Credits. 

 
To determine whether an infiltration BMP will drain within 72 hours, the following formula 
must be used9: 

  
))(( AreaBottomK

Rv
Timedrawdown   

Where: 
Rv = Required Recharge Volume 
K  = Saturated Hydraulic Conductivity For “Static” and “Simple Dynamic” Methods, use 
Rawls Rate (see Table 2.3.3). For “Dynamic Field” Method, use 50% of the in-situ saturated 
hydraulic conductivity.  
Bottom Area = Bottom Area of Recharge Structure10 
 
The required recharge will be routed from roofs, paved areas, and grassed areas 
through a closed drainage system as well as a vegetated swale into an infiltration pond.  
A Rawls Infiltration Rate of 1.02 inches per hour was assumed for the following 
calculation. This was based on the results of direct observations of soil characteristics at 
the approximate location of infiltration during deep hole testing. 
 
 
Drawdown Time =         2,215 c.f.    = 17.86 hours 

     (1.02 inch/hr) x (1 foot/12 inch) x (1,459 s.f.)   
 
 
 
 
 
 
 
 
 
 
 
 

                                                 
9  In some cases, the infiltration structure may be designed to treat the Required Water Quality Volume and/or to attenuate peak discharges in 
addition to infiltrating the Required Recharge Volume.  In that event, the storage volume of the structure must be used in the formula for 
determining drawdown time in place of  the Required Recharge Volume. 

10  To account for the porosity of the stone, a different formula is required to determine whether the Required Recharge Volume drains 
within 72 hours if the infiltration structure is a trench filled with stone.  In that event, the drawdown time would be calculated as follows 
with n = porosity of the stone: 

))()(( nAreaBottomTrenchK

Rv
drawdownTime   
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Table 2.3.3. 1982 Rawls Rates11 
 

Texture Class NRCS Hydrologic Soil Group 
(HSG) 

Infiltration Rate 
Inches/Hour 

Sand A 8.27 
Loamy Sand A 2.41 
Sandy Loam B 1.02 
Loam B 0.52 
Silt Loam C 0.27 
Sandy Clay Loam C 0.17 
Clay Loam D 0.09 
Silty Clay Loam D 0.06 
Sandy Clay D 0.05 
Silty Clay D 0.04 
Clay D 0.02 

 
 

OTHER CONSIDERATIONS FOR STANDARD 3 
CAPTURE AREA ADJUSTMENT:  DETERMINING IF ENOUGH RUNOFF IS DIRECTED 

TO THE RECHARGE PRACTICE12 
 

Sufficient runoff must be directed to the infiltration BMPs to ensure infiltration of the 
Required Recharge Volume.   
 

 
MOUNDING ANALYSIS 

 
Mounding analysis is required when the vertical separation from the bottom of an exfiltration 
system to seasonal high groundwater is less than four (4) feet and the recharge system is 
proposed to attenuate the peak discharge from a 10-year or higher 24-hour storm (e.g., 10-
year, 25-year, 50-year, or 100-year 24-hour storm).   
 

Initial soil testing to the south of the proposed infiltration pond indicates that 
redoxymorphic features were present at approximately 31 inches below the ground 
surface. Based on these results, a mounding analysis may be required. Additional 
soil testing will be performed prior to obtaining a stormwater management permit 
from the Town of Hamilton which will confirm or refute these assumptions. 

 
STANDARD 4.  WATER QUALITY 

 
Source Control and Pollution Prevention Measures must be identified in the 
Pollution Prevention Plan13 
 

                                                 
11  Rawls, Brakensiek and Saxton, 1982 
12 A similar adjustment must be made if runoff from all impervious surfaces is not directed to the treatment BMPs. 
13 See Volume 1, Chapter 1 and Volume 2, Chapter 1. 
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Computations that are or may be necessary: 
a. Required Water Quality Volume 
b. TSS removal rate 
c. Weight determination 

 
WATER QUALITY TREATMENT VOLUME14 
 

VWQ =  (DWQ/12 inches/foot) * (AIMP * 43,560 square feet/acre)   Equation (2) 
 
VWQ = Required Water Quality Volume (in cubic feet) 

DWQ = Water Quality Depth: one-inch for discharges within a Zone II or 
Interim Wellhead Protection Area, to or near another critical area, runoff 
from a LUHPPL, or exfiltration to soils with infiltration rate greater than 
2.4 inches/hour or greater; ½-inch for discharges near or to other areas.  

AIMP = Impervious Area (in acres) 
 
 
TSS REMOVAL PERCENTAGE COMPUTATIONS 

  
Treatment 
Train 

Structure Starting 
Load 

TSS 
Removal 

Remaining 
Load 

1 Upper 
Forebay 

100% 25% 75% 

Rain 
Garden 

75% 90% 7.5% 

Lower 
Forebay 

7.5% 25% 5.6% 

Infiltration 
Pond 

5.6% 80% 1.1% 

2 Lower 
Forebay 

100% 25% 75% 

Infiltration 
Pond 

75% 80% 15% 

 
For stormwater discharges that require 44% TSS pretreatment (e.g., within areas with rapid 
infiltration rates, Zone IIs, Interim Wellhead Protection Areas, or near or to other Critical 
Areas), the form must also be submitted to demonstrate that 44% TSS removal has been 
achieved prior to discharge to an infiltration BMP.  
 

The proposed development site is located within a Zone II Wellhead Protection 
Area. See the TSS Removal Calculations provided above. 

 

                                                 
14 Some proprietary BMPs are sized based on a flow rate.  Applicants proposing such BMPs must provide documentation that the BMPs have 
been sized to treat the Required Water Quality Volume.  MassDEP intends to provide detailed guidance on how to convert a flow rate to the 
Required Water Quality Volume.  
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STANDARD 5. LAND USES WITH HIGHER POTENTIAL POLLUTANT LOADS 

 
The single family residences proposed at the site are not considered to be a land use 
with higher pollutant loads. 
 

STANDARD 6. CRITICAL AREAS 
 
Required Computations or Demonstrations 

 
Standard 6 applies to discharges within Zone II, Interim Wellhead Protection Areas or near 
or to other Critical Areas: Shellfish Growing Areas, Bathing Beaches, Outstanding Resource 
Waters, Special Resource Waters, and Cold-Water Fisheries. 
 
Source control and pollution prevention prevention measures must be identified in a long-
term pollution prevention plan.  
 
Use BMPs determined to be suitable for the particular critical area. 
One-inch rule is used to calculate the Required Water Quality Volume.   
44% TSS removal must be achieved prior to discharge to the infiltration BMP. 

 
 The site is located within a Zone II Wellhead Protection Area. TSS Removal 

Calculations are provided below: 
 

Treatment 
Train 

Structure Starting 
Load 

TSS 
Removal 

Remaining 
Load 

1 Upper 
Forebay 

100% 25% 75% 

Rain 
Garden 

75% 90% 7.5% 

Lower 
Forebay 

7.5% 25% 5.6% 

Infiltration 
Pond 

5.6% 80% 1.1% 

2 Lower 
Forebay 

100% 25% 75% 

Infiltration 
Pond 

75% 80% 15% 

 
 
STANDARD 7.   REDEVELOPMENT 

 
This project will not be considered a redevelopment project. 

 
STANDARD 8. CONSTRUCTION PERIOD CONTROLS 
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Construction Period Pollution Prevention and Erosion and Sedimentation Control Plan as 
required by Standard 8.15 

 
A Construction Period Storm Water Pollution Prevention Plan and Erosion and 
Sedimentation Control Plan have been prepared for the project.  Copies of the plans 
are attached to this document. 

 
STANDARD 9. OPERATION AND MAINTENANCE PLAN 
 

Operation and Maintenance Plan as required by Standard 9 must be submitted.16 
 
A Long Term Operation and Maintenance Plan has been prepared for the project. 
A copy is attached to the Stormwater Management Report. 
 
No computations are necessary. 

 
 
STANDARD 10. ILLICIT DISCHARGES TO DRAINAGE SYSTEM 
 

Measures to prevent illicit discharges must be included in Pollution Prevention Plan. Illicit 
Discharge Compliance Statement must be submitted17. 

 
No illicit discharges to the drainage system have been made. An illicit discharge 
statement is attached to this document. 
 

No computations are necessary. 
 
LOW IMPACT DEVELOPMENT SITE DESIGN CREDITS 
 

Low impact development site design credits are not being requested.  

                                                 
15 For projects subject to jurisdiction under the Wetlands Protection Act, the construction period pollution prevention erosion and sedimentation 
control plan should be included as part of the Stormwater Report submitted with the Notice of Intent.  For highly complex projects where the 
proponent demonstrates that submission with the Notice of Intent is not possible, the issuing authority has discretion to issue an Order of 
Conditions authorizing the project prior to submission of the construction period erosion and sedimentation control plan.  All Orders of 
Conditions shall provide that the construction period erosion and sedimentation control plan shall be submitted prior to the commencement of any 
land disturbance activity.  Information on the erosion and sedimentation control plan is set forth in Volume 2, Chapter 1. 
16 Information on the Operation and Maintenance Plan is set forth in Volume 1, Chapter 1 and Volume 2, Chapter 1. 
17 For projects subject to jurisdiction under the Wetlands Protection Act, the Illicit Discharge Compliance Statement may be included in the 
Stormwater Report submitted with the Notice of Intent.  The Illicit Discharge Compliance Statement must be submitted before stormwater is 
discharged to the post-construction stormwater BMPs. 
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Preface
Soil surveys contain information that affects land use planning in survey areas. They
highlight soil limitations that affect various land uses and provide information about
the properties of the soils in the survey areas. Soil surveys are designed for many
different users, including farmers, ranchers, foresters, agronomists, urban planners,
community officials, engineers, developers, builders, and home buyers. Also,
conservationists, teachers, students, and specialists in recreation, waste disposal,
and pollution control can use the surveys to help them understand, protect, or enhance
the environment.

Various land use regulations of Federal, State, and local governments may impose
special restrictions on land use or land treatment. Soil surveys identify soil properties
that are used in making various land use or land treatment decisions. The information
is intended to help the land users identify and reduce the effects of soil limitations on
various land uses. The landowner or user is responsible for identifying and complying
with existing laws and regulations.

Although soil survey information can be used for general farm, local, and wider area
planning, onsite investigation is needed to supplement this information in some cases.
Examples include soil quality assessments (http://www.nrcs.usda.gov/wps/portal/
nrcs/main/soils/health/) and certain conservation and engineering applications. For
more detailed information, contact your local USDA Service Center (http://
offices.sc.egov.usda.gov/locator/app?agency=nrcs) or your NRCS State Soil
Scientist (http://www.nrcs.usda.gov/wps/portal/nrcs/detail/soils/contactus/?
cid=nrcs142p2_053951).

Great differences in soil properties can occur within short distances. Some soils are
seasonally wet or subject to flooding. Some are too unstable to be used as a
foundation for buildings or roads. Clayey or wet soils are poorly suited to use as septic
tank absorption fields. A high water table makes a soil poorly suited to basements or
underground installations.

The National Cooperative Soil Survey is a joint effort of the United States Department
of Agriculture and other Federal agencies, State agencies including the Agricultural
Experiment Stations, and local agencies. The Natural Resources Conservation
Service (NRCS) has leadership for the Federal part of the National Cooperative Soil
Survey.

Information about soils is updated periodically. Updated information is available
through the NRCS Web Soil Survey, the site for official soil survey information.

The U.S. Department of Agriculture (USDA) prohibits discrimination in all its programs
and activities on the basis of race, color, national origin, age, disability, and where
applicable, sex, marital status, familial status, parental status, religion, sexual
orientation, genetic information, political beliefs, reprisal, or because all or a part of an
individual's income is derived from any public assistance program. (Not all prohibited
bases apply to all programs.) Persons with disabilities who require alternative means

2

http://www.nrcs.usda.gov/wps/portal/nrcs/main/soils/health/
http://www.nrcs.usda.gov/wps/portal/nrcs/main/soils/health/
http://offices.sc.egov.usda.gov/locator/app?agency=nrcs
http://offices.sc.egov.usda.gov/locator/app?agency=nrcs
http://www.nrcs.usda.gov/wps/portal/nrcs/detail/soils/contactus/?cid=nrcs142p2_053951
http://www.nrcs.usda.gov/wps/portal/nrcs/detail/soils/contactus/?cid=nrcs142p2_053951


for communication of program information (Braille, large print, audiotape, etc.) should
contact USDA's TARGET Center at (202) 720-2600 (voice and TDD). To file a
complaint of discrimination, write to USDA, Director, Office of Civil Rights, 1400
Independence Avenue, S.W., Washington, D.C. 20250-9410 or call (800) 795-3272
(voice) or (202) 720-6382 (TDD). USDA is an equal opportunity provider and
employer.
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How Soil Surveys Are Made
Soil surveys are made to provide information about the soils and miscellaneous areas
in a specific area. They include a description of the soils and miscellaneous areas and
their location on the landscape and tables that show soil properties and limitations
affecting various uses. Soil scientists observed the steepness, length, and shape of
the slopes; the general pattern of drainage; the kinds of crops and native plants; and
the kinds of bedrock. They observed and described many soil profiles. A soil profile is
the sequence of natural layers, or horizons, in a soil. The profile extends from the
surface down into the unconsolidated material in which the soil formed or from the
surface down to bedrock. The unconsolidated material is devoid of roots and other
living organisms and has not been changed by other biological activity.

Currently, soils are mapped according to the boundaries of major land resource areas
(MLRAs). MLRAs are geographically associated land resource units that share
common characteristics related to physiography, geology, climate, water resources,
soils, biological resources, and land uses (USDA, 2006). Soil survey areas typically
consist of parts of one or more MLRA.

The soils and miscellaneous areas in a survey area occur in an orderly pattern that is
related to the geology, landforms, relief, climate, and natural vegetation of the area.
Each kind of soil and miscellaneous area is associated with a particular kind of
landform or with a segment of the landform. By observing the soils and miscellaneous
areas in the survey area and relating their position to specific segments of the
landform, a soil scientist develops a concept, or model, of how they were formed. Thus,
during mapping, this model enables the soil scientist to predict with a considerable
degree of accuracy the kind of soil or miscellaneous area at a specific location on the
landscape.

Commonly, individual soils on the landscape merge into one another as their
characteristics gradually change. To construct an accurate soil map, however, soil
scientists must determine the boundaries between the soils. They can observe only
a limited number of soil profiles. Nevertheless, these observations, supplemented by
an understanding of the soil-vegetation-landscape relationship, are sufficient to verify
predictions of the kinds of soil in an area and to determine the boundaries.

Soil scientists recorded the characteristics of the soil profiles that they studied. They
noted soil color, texture, size and shape of soil aggregates, kind and amount of rock
fragments, distribution of plant roots, reaction, and other features that enable them to
identify soils. After describing the soils in the survey area and determining their
properties, the soil scientists assigned the soils to taxonomic classes (units).
Taxonomic classes are concepts. Each taxonomic class has a set of soil
characteristics with precisely defined limits. The classes are used as a basis for
comparison to classify soils systematically. Soil taxonomy, the system of taxonomic
classification used in the United States, is based mainly on the kind and character of
soil properties and the arrangement of horizons within the profile. After the soil
scientists classified and named the soils in the survey area, they compared the
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individual soils with similar soils in the same taxonomic class in other areas so that
they could confirm data and assemble additional data based on experience and
research.

The objective of soil mapping is not to delineate pure map unit components; the
objective is to separate the landscape into landforms or landform segments that have
similar use and management requirements. Each map unit is defined by a unique
combination of soil components and/or miscellaneous areas in predictable
proportions. Some components may be highly contrasting to the other components of
the map unit. The presence of minor components in a map unit in no way diminishes
the usefulness or accuracy of the data. The delineation of such landforms and
landform segments on the map provides sufficient information for the development of
resource plans. If intensive use of small areas is planned, onsite investigation is
needed to define and locate the soils and miscellaneous areas.

Soil scientists make many field observations in the process of producing a soil map.
The frequency of observation is dependent upon several factors, including scale of
mapping, intensity of mapping, design of map units, complexity of the landscape, and
experience of the soil scientist. Observations are made to test and refine the soil-
landscape model and predictions and to verify the classification of the soils at specific
locations. Once the soil-landscape model is refined, a significantly smaller number of
measurements of individual soil properties are made and recorded. These
measurements may include field measurements, such as those for color, depth to
bedrock, and texture, and laboratory measurements, such as those for content of
sand, silt, clay, salt, and other components. Properties of each soil typically vary from
one point to another across the landscape.

Observations for map unit components are aggregated to develop ranges of
characteristics for the components. The aggregated values are presented. Direct
measurements do not exist for every property presented for every map unit
component. Values for some properties are estimated from combinations of other
properties.

While a soil survey is in progress, samples of some of the soils in the area generally
are collected for laboratory analyses and for engineering tests. Soil scientists interpret
the data from these analyses and tests as well as the field-observed characteristics
and the soil properties to determine the expected behavior of the soils under different
uses. Interpretations for all of the soils are field tested through observation of the soils
in different uses and under different levels of management. Some interpretations are
modified to fit local conditions, and some new interpretations are developed to meet
local needs. Data are assembled from other sources, such as research information,
production records, and field experience of specialists. For example, data on crop
yields under defined levels of management are assembled from farm records and from
field or plot experiments on the same kinds of soil.

Predictions about soil behavior are based not only on soil properties but also on such
variables as climate and biological activity. Soil conditions are predictable over long
periods of time, but they are not predictable from year to year. For example, soil
scientists can predict with a fairly high degree of accuracy that a given soil will have
a high water table within certain depths in most years, but they cannot predict that a
high water table will always be at a specific level in the soil on a specific date.

After soil scientists located and identified the significant natural bodies of soil in the
survey area, they drew the boundaries of these bodies on aerial photographs and
identified each as a specific map unit. Aerial photographs show trees, buildings, fields,
roads, and rivers, all of which help in locating boundaries accurately.

Custom Soil Resource Report
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Soil Map
The soil map section includes the soil map for the defined area of interest, a list of soil
map units on the map and extent of each map unit, and cartographic symbols
displayed on the map. Also presented are various metadata about data used to
produce the map, and a description of each soil map unit.
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MAP LEGEND MAP INFORMATION

Area of Interest (AOI)
Area of Interest (AOI)

Soils
Soil Map Unit Polygons

Soil Map Unit Lines

Soil Map Unit Points

Special Point Features
Blowout

Borrow Pit

Clay Spot

Closed Depression

Gravel Pit

Gravelly Spot

Landfill

Lava Flow

Marsh or swamp

Mine or Quarry

Miscellaneous Water

Perennial Water

Rock Outcrop

Saline Spot

Sandy Spot

Severely Eroded Spot

Sinkhole

Slide or Slip

Sodic Spot

Spoil Area

Stony Spot

Very Stony Spot

Wet Spot

Other

Special Line Features

Water Features
Streams and Canals

Transportation
Rails

Interstate Highways

US Routes

Major Roads

Local Roads

Background
Aerial Photography

The soil surveys that comprise your AOI were mapped at 1:15,800.

Warning: Soil Map may not be valid at this scale.

Enlargement of maps beyond the scale of mapping can cause
misunderstanding of the detail of mapping and accuracy of soil line
placement. The maps do not show the small areas of contrasting
soils that could have been shown at a more detailed scale.

Please rely on the bar scale on each map sheet for map
measurements.

Source of Map:  Natural Resources Conservation Service
Web Soil Survey URL:  http://websoilsurvey.nrcs.usda.gov
Coordinate System:  Web Mercator (EPSG:3857)

Maps from the Web Soil Survey are based on the Web Mercator
projection, which preserves direction and shape but distorts
distance and area. A projection that preserves area, such as the
Albers equal-area conic projection, should be used if more accurate
calculations of distance or area are required.

This product is generated from the USDA-NRCS certified data as of
the version date(s) listed below.

Soil Survey Area:  Essex County, Massachusetts, Northern Part
Survey Area Data:  Version 9, Dec 17, 2013

Soil Survey Area:  Essex County, Massachusetts, Southern Part
Survey Area Data:  Version 10, Dec 17, 2013

Your area of interest (AOI) includes more than one soil survey area.
These survey areas may have been mapped at different scales, with
a different land use in mind, at different times, or at different levels
of detail. This may result in map unit symbols, soil properties, and
interpretations that do not completely agree across soil survey area
boundaries.

Soil map units are labeled (as space allows) for map scales 1:50,000
or larger.

Date(s) aerial images were photographed:  Jun 20, 2010—May 1,
2011

The orthophoto or other base map on which the soil lines were
compiled and digitized probably differs from the background
imagery displayed on these maps. As a result, some minor shifting
of map unit boundaries may be evident.

Custom Soil Resource Report
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Map Unit Legend

Essex County, Massachusetts, Northern Part (MA605)

Map Unit Symbol Map Unit Name Acres in AOI Percent of AOI

1 Water 0.2 0.3%

52A Freetown muck, 0 to 1 percent
slopes

1.3 2.2%

253C Hinckley loamy sand, 8 to 15
percent slopes

0.0 0.0%

Subtotals for Soil Survey Area 1.5 2.5%

Totals for Area of Interest 59.3 100.0%

Essex County, Massachusetts, Southern Part (MA606)

Map Unit Symbol Map Unit Name Acres in AOI Percent of AOI

1 Water 0.2 0.3%

52A Freetown muck, 0 to 1 percent
slopes

6.0 10.1%

102C Chatfield-Hollis-Rock outcrop
complex, 3 to 15 percent
slopes

5.2 8.7%

242B Hinckley gravelly fine sandy
loam, 3 to 8 percent slopes

5.0 8.4%

242D Hinckley gravelly fine sandy
loam, 15 to 25 percent slopes

3.6 6.1%

242E Hinckley gravelly fine sandy
loam, 25 to 45 percent slopes

4.6 7.8%

254B Merrimac fine sandy loam, 3 to 8
percent slopes

10.1 17.0%

256A Deerfield loamy fine sand, 0 to 3
percent slopes

3.1 5.3%

260B Sudbury fine sandy loam, 3 to 8
percent slopes

0.3 0.5%

306D Paxton fine sandy loam, 15 to 25
percent slopes, very stony

1.1 1.8%

310B Woodbridge fine sandy loam, 3
to 8 percent slopes

6.6 11.1%

311C Woodbridge fine sandy loam, 8
to 15 percent slopes, very
stony

2.0 3.4%

392E Paxton and Montauk fine sandy
loams, 25 to 45 percent
slopes, extremely stony

0.7 1.2%

602 Urban land 0.0 0.0%

616A Fluvaquents, frequently flooded,
0 to 3 percent slopes

9.3 15.7%

Subtotals for Soil Survey Area 57.8 97.5%

Totals for Area of Interest 59.3 100.0%

Custom Soil Resource Report
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Map Unit Descriptions
The map units delineated on the detailed soil maps in a soil survey represent the soils
or miscellaneous areas in the survey area. The map unit descriptions, along with the
maps, can be used to determine the composition and properties of a unit.

A map unit delineation on a soil map represents an area dominated by one or more
major kinds of soil or miscellaneous areas. A map unit is identified and named
according to the taxonomic classification of the dominant soils. Within a taxonomic
class there are precisely defined limits for the properties of the soils. On the landscape,
however, the soils are natural phenomena, and they have the characteristic variability
of all natural phenomena. Thus, the range of some observed properties may extend
beyond the limits defined for a taxonomic class. Areas of soils of a single taxonomic
class rarely, if ever, can be mapped without including areas of other taxonomic
classes. Consequently, every map unit is made up of the soils or miscellaneous areas
for which it is named and some minor components that belong to taxonomic classes
other than those of the major soils.

Most minor soils have properties similar to those of the dominant soil or soils in the
map unit, and thus they do not affect use and management. These are called
noncontrasting, or similar, components. They may or may not be mentioned in a
particular map unit description. Other minor components, however, have properties
and behavioral characteristics divergent enough to affect use or to require different
management. These are called contrasting, or dissimilar, components. They generally
are in small areas and could not be mapped separately because of the scale used.
Some small areas of strongly contrasting soils or miscellaneous areas are identified
by a special symbol on the maps. If included in the database for a given area, the
contrasting minor components are identified in the map unit descriptions along with
some characteristics of each. A few areas of minor components may not have been
observed, and consequently they are not mentioned in the descriptions, especially
where the pattern was so complex that it was impractical to make enough observations
to identify all the soils and miscellaneous areas on the landscape.

The presence of minor components in a map unit in no way diminishes the usefulness
or accuracy of the data. The objective of mapping is not to delineate pure taxonomic
classes but rather to separate the landscape into landforms or landform segments that
have similar use and management requirements. The delineation of such segments
on the map provides sufficient information for the development of resource plans. If
intensive use of small areas is planned, however, onsite investigation is needed to
define and locate the soils and miscellaneous areas.

An identifying symbol precedes the map unit name in the map unit descriptions. Each
description includes general facts about the unit and gives important soil properties
and qualities.

Soils that have profiles that are almost alike make up a soil series. Except for
differences in texture of the surface layer, all the soils of a series have major horizons
that are similar in composition, thickness, and arrangement.

Soils of one series can differ in texture of the surface layer, slope, stoniness, salinity,
degree of erosion, and other characteristics that affect their use. On the basis of such
differences, a soil series is divided into soil phases. Most of the areas shown on the
detailed soil maps are phases of soil series. The name of a soil phase commonly
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indicates a feature that affects use or management. For example, Alpha silt loam, 0
to 2 percent slopes, is a phase of the Alpha series.

Some map units are made up of two or more major soils or miscellaneous areas.
These map units are complexes, associations, or undifferentiated groups.

A complex consists of two or more soils or miscellaneous areas in such an intricate
pattern or in such small areas that they cannot be shown separately on the maps. The
pattern and proportion of the soils or miscellaneous areas are somewhat similar in all
areas. Alpha-Beta complex, 0 to 6 percent slopes, is an example.

An association is made up of two or more geographically associated soils or
miscellaneous areas that are shown as one unit on the maps. Because of present or
anticipated uses of the map units in the survey area, it was not considered practical
or necessary to map the soils or miscellaneous areas separately. The pattern and
relative proportion of the soils or miscellaneous areas are somewhat similar. Alpha-
Beta association, 0 to 2 percent slopes, is an example.

An undifferentiated group is made up of two or more soils or miscellaneous areas that
could be mapped individually but are mapped as one unit because similar
interpretations can be made for use and management. The pattern and proportion of
the soils or miscellaneous areas in a mapped area are not uniform. An area can be
made up of only one of the major soils or miscellaneous areas, or it can be made up
of all of them. Alpha and Beta soils, 0 to 2 percent slopes, is an example.

Some surveys include miscellaneous areas. Such areas have little or no soil material
and support little or no vegetation. Rock outcrop is an example.
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Essex County, Massachusetts, Northern Part

1—Water

Map Unit Setting
Frost-free period: 125 to 165 days

Map Unit Composition
Water: 100 percent

52A—Freetown muck, 0 to 1 percent slopes

Map Unit Setting
Elevation: 0 to 1,110 feet
Mean annual precipitation: 36 to 71 inches
Mean annual air temperature: 39 to 55 degrees F
Frost-free period: 140 to 240 days

Map Unit Composition
Freetown and similar soils: 85 percent
Minor components: 15 percent

Description of Freetown

Setting
Landform: Depressions, depressions, swamps, bogs, marshes, kettles
Landform position (two-dimensional): Toeslope
Landform position (three-dimensional): Tread, dip
Down-slope shape: Concave
Across-slope shape: Concave
Parent material: Highly decomposed organic material

Properties and qualities
Slope: 0 to 1 percent
Surface area covered with cobbles, stones or boulders: 0.0 percent
Depth to restrictive feature: More than 80 inches
Drainage class: Very poorly drained
Capacity of the most limiting layer to transmit water (Ksat): Moderately high to high

(0.57 to 5.95 in/hr)
Depth to water table: About 0 to 6 inches
Frequency of flooding: Rare
Frequency of ponding: Frequent
Available water capacity: Very high (about 19.2 inches)

Interpretive groups
Farmland classification: Farmland of unique importance
Land capability (nonirrigated): 5w
Hydrologic Soil Group: A/D

Typical profile
0 to 2 inches: Mucky peat
2 to 79 inches: Muck
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Minor Components

Whitman
Percent of map unit: 5 percent
Landform: Drainageways, depressions
Landform position (two-dimensional): Toeslope
Landform position (three-dimensional): Base slope
Down-slope shape: Concave
Across-slope shape: Concave

Scarboro
Percent of map unit: 5 percent
Landform: Drainageways, depressions
Landform position (two-dimensional): Toeslope
Landform position (three-dimensional): Base slope, tread, dip
Down-slope shape: Concave
Across-slope shape: Concave

Swansea
Percent of map unit: 5 percent
Landform: Kettles, depressions, marshes, swamps, bogs
Landform position (two-dimensional): Toeslope
Landform position (three-dimensional): Talf
Down-slope shape: Concave
Across-slope shape: Concave

253C—Hinckley loamy sand, 8 to 15 percent slopes

Map Unit Setting
Elevation: 0 to 1,000 feet
Mean annual precipitation: 45 to 54 inches
Mean annual air temperature: 43 to 54 degrees F
Frost-free period: 145 to 240 days

Map Unit Composition
Hinckley and similar soils: 80 percent
Minor components: 20 percent

Description of Hinckley

Setting
Landform: Terraces, drainageways, kames
Landform position (two-dimensional): Backslope
Landform position (three-dimensional): Side slope, riser
Down-slope shape: Linear
Across-slope shape: Convex
Parent material: Loose sandy and gravelly glaciofluvial deposits

Properties and qualities
Slope: 8 to 15 percent
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Depth to restrictive feature: More than 80 inches
Drainage class: Excessively drained
Capacity of the most limiting layer to transmit water (Ksat): High to very high (6.00

to 20.00 in/hr)
Depth to water table: More than 80 inches
Frequency of flooding: None
Frequency of ponding: None
Available water capacity: Low (about 3.1 inches)

Interpretive groups
Farmland classification: Not prime farmland
Land capability (nonirrigated): 4s
Hydrologic Soil Group: A

Typical profile
0 to 1 inches: Muck
1 to 8 inches: Loamy sand
8 to 20 inches: Very gravelly loamy sand
20 to 60 inches: Stratified cobbly coarse sand to very gravelly loamy fine sand

Minor Components

Windsor
Percent of map unit: 15 percent

Carver
Percent of map unit: 2 percent

Sudbury
Percent of map unit: 1 percent

Swansea
Percent of map unit: 1 percent
Landform: Bogs

Wareham
Percent of map unit: 1 percent
Landform: Terraces
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Essex County, Massachusetts, Southern Part

1—Water

Map Unit Setting
Frost-free period: 145 to 175 days

Map Unit Composition
Water: 100 percent

52A—Freetown muck, 0 to 1 percent slopes

Map Unit Setting
Elevation: 0 to 1,110 feet
Mean annual precipitation: 36 to 71 inches
Mean annual air temperature: 39 to 55 degrees F
Frost-free period: 140 to 240 days

Map Unit Composition
Freetown and similar soils: 85 percent
Minor components: 15 percent

Description of Freetown

Setting
Landform: Bogs, marshes, kettles, depressions, depressions, swamps
Landform position (two-dimensional): Toeslope
Landform position (three-dimensional): Tread, dip
Down-slope shape: Concave
Across-slope shape: Concave
Parent material: Highly decomposed organic material

Properties and qualities
Slope: 0 to 1 percent
Surface area covered with cobbles, stones or boulders: 0.0 percent
Depth to restrictive feature: More than 80 inches
Drainage class: Very poorly drained
Capacity of the most limiting layer to transmit water (Ksat): Moderately high to high

(0.57 to 5.95 in/hr)
Depth to water table: About 0 to 6 inches
Frequency of flooding: Rare
Frequency of ponding: Frequent
Available water capacity: Very high (about 19.2 inches)

Interpretive groups
Farmland classification: Farmland of unique importance
Land capability (nonirrigated): 5w
Hydrologic Soil Group: A/D

Typical profile
0 to 2 inches: Mucky peat
2 to 79 inches: Muck
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Minor Components

Scarboro
Percent of map unit: 5 percent
Landform: Drainageways, depressions
Landform position (two-dimensional): Toeslope
Landform position (three-dimensional): Base slope, tread, dip
Down-slope shape: Concave
Across-slope shape: Concave

Swansea
Percent of map unit: 5 percent
Landform: Swamps, bogs, kettles, depressions, marshes
Landform position (two-dimensional): Toeslope
Landform position (three-dimensional): Talf
Down-slope shape: Concave
Across-slope shape: Concave

Whitman
Percent of map unit: 5 percent
Landform: Drainageways, depressions
Landform position (two-dimensional): Toeslope
Landform position (three-dimensional): Base slope
Down-slope shape: Concave
Across-slope shape: Concave

102C—Chatfield-Hollis-Rock outcrop complex, 3 to 15 percent slopes

Map Unit Setting
Elevation: 100 to 1,000 feet
Mean annual precipitation: 45 to 54 inches
Mean annual air temperature: 43 to 54 degrees F
Frost-free period: 145 to 240 days

Map Unit Composition
Chatfield and similar soils: 40 percent
Hollis and similar soils: 25 percent
Rock outcrop: 20 percent
Minor components: 15 percent

Description of Chatfield

Setting
Landform: Hills
Landform position (two-dimensional): Backslope
Landform position (three-dimensional): Side slope
Down-slope shape: Linear
Across-slope shape: Convex
Parent material: Friable, moderately deep coarse-loamy basal till derived from

granite and gneiss over granite and gneiss
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Properties and qualities
Slope: 8 to 15 percent
Surface area covered with cobbles, stones or boulders: 9.0 percent
Depth to restrictive feature: 20 to 40 inches to lithic bedrock
Drainage class: Well drained
Capacity of the most limiting layer to transmit water (Ksat): Very low to moderately

low (0.00 to 0.06 in/hr)
Depth to water table: More than 80 inches
Frequency of flooding: None
Frequency of ponding: None
Available water capacity: Low (about 4.3 inches)

Interpretive groups
Farmland classification: Not prime farmland
Land capability (nonirrigated): 7s
Hydrologic Soil Group: B

Typical profile
0 to 5 inches: Fine sandy loam
5 to 34 inches: Gravelly very fine sandy loam
34 to 60 inches: Unweathered bedrock

Description of Hollis

Setting
Landform: Ridges on hills
Landform position (two-dimensional): Backslope
Landform position (three-dimensional): Side slope
Down-slope shape: Linear
Across-slope shape: Convex
Parent material: Friable, shallow loamy basal till derived from granite and gneiss over

granite and gneiss

Properties and qualities
Slope: 8 to 15 percent
Surface area covered with cobbles, stones or boulders: 9.0 percent
Depth to restrictive feature: 10 to 20 inches to lithic bedrock
Drainage class: Somewhat excessively drained
Capacity of the most limiting layer to transmit water (Ksat): Very low to moderately

low (0.00 to 0.06 in/hr)
Depth to water table: More than 80 inches
Frequency of flooding: None
Frequency of ponding: None
Available water capacity: Very low (about 2.1 inches)

Interpretive groups
Farmland classification: Not prime farmland
Land capability (nonirrigated): 7s
Hydrologic Soil Group: C/D

Typical profile
0 to 2 inches: Muck
2 to 5 inches: Fine sandy loam
5 to 20 inches: Gravelly fine sandy loam
20 to 60 inches: Unweathered bedrock
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Description of Rock Outcrop

Properties and qualities
Slope: 8 to 15 percent
Depth to restrictive feature: 0 inches to lithic bedrock

Interpretive groups
Farmland classification: Not prime farmland
Land capability (nonirrigated): 8s
Hydrologic Soil Group: D

Minor Components

Canton
Percent of map unit: 4 percent

Woodbridge
Percent of map unit: 2 percent

Montauk
Percent of map unit: 2 percent

Paxton
Percent of map unit: 2 percent

Whitman
Percent of map unit: 2 percent
Landform: Depressions

Freetown
Percent of map unit: 1 percent
Landform: Bogs

Ridgebury
Percent of map unit: 1 percent
Landform: Depressions

Swansea
Percent of map unit: 1 percent
Landform: Bogs

242B—Hinckley gravelly fine sandy loam, 3 to 8 percent slopes

Map Unit Setting
Elevation: 0 to 1,000 feet
Mean annual precipitation: 45 to 54 inches
Mean annual air temperature: 43 to 54 degrees F
Frost-free period: 145 to 240 days

Custom Soil Resource Report

19



Map Unit Composition
Hinckley and similar soils: 85 percent
Minor components: 15 percent

Description of Hinckley

Setting
Landform: Flood plains
Landform position (two-dimensional): Shoulder
Landform position (three-dimensional): Tread
Down-slope shape: Convex
Across-slope shape: Convex
Parent material: Friable sandy and gravelly glaciofluvial deposits derived from

granite and gneiss

Properties and qualities
Slope: 3 to 8 percent
Depth to restrictive feature: More than 80 inches
Drainage class: Excessively drained
Capacity of the most limiting layer to transmit water (Ksat): High to very high (6.00

to 20.00 in/hr)
Depth to water table: More than 80 inches
Frequency of flooding: None
Frequency of ponding: None
Available water capacity: Low (about 3.1 inches)

Interpretive groups
Farmland classification: Farmland of statewide importance
Land capability (nonirrigated): 3s
Hydrologic Soil Group: A

Typical profile
0 to 8 inches: Gravelly fine sandy loam
8 to 17 inches: Gravelly loamy sand
17 to 60 inches: Stratified cobbly coarse sand to very gravelly loamy fine sand

Minor Components

Windsor
Percent of map unit: 10 percent

Sudbury
Percent of map unit: 3 percent

Wareham
Percent of map unit: 1 percent
Landform: Terraces

Swansea
Percent of map unit: 1 percent
Landform: Bogs
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242D—Hinckley gravelly fine sandy loam, 15 to 25 percent slopes

Map Unit Setting
Elevation: 0 to 1,000 feet
Mean annual precipitation: 45 to 54 inches
Mean annual air temperature: 43 to 54 degrees F
Frost-free period: 145 to 240 days

Map Unit Composition
Hinckley and similar soils: 100 percent

Description of Hinckley

Setting
Landform: Ridges, hills
Landform position (two-dimensional): Backslope
Landform position (three-dimensional): Side slope
Down-slope shape: Linear
Across-slope shape: Convex
Parent material: Friable sandy and gravelly glaciofluvial deposits derived from

granite and gneiss

Properties and qualities
Slope: 15 to 25 percent
Depth to restrictive feature: More than 80 inches
Drainage class: Excessively drained
Capacity of the most limiting layer to transmit water (Ksat): High to very high (6.00

to 20.00 in/hr)
Depth to water table: More than 80 inches
Frequency of flooding: None
Frequency of ponding: None
Available water capacity: Low (about 3.1 inches)

Interpretive groups
Farmland classification: Not prime farmland
Land capability (nonirrigated): 6s
Hydrologic Soil Group: A

Typical profile
0 to 8 inches: Gravelly fine sandy loam
8 to 17 inches: Gravelly loamy sand
17 to 60 inches: Stratified cobbly coarse sand to very gravelly loamy fine sand
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242E—Hinckley gravelly fine sandy loam, 25 to 45 percent slopes

Map Unit Setting
Elevation: 0 to 1,000 feet
Mean annual precipitation: 45 to 54 inches
Mean annual air temperature: 43 to 54 degrees F
Frost-free period: 145 to 240 days

Map Unit Composition
Hinckley and similar soils: 85 percent
Minor components: 15 percent

Description of Hinckley

Setting
Landform: Ridges, hills
Landform position (two-dimensional): Backslope
Landform position (three-dimensional): Side slope
Down-slope shape: Linear
Across-slope shape: Convex
Parent material: Friable sandy and gravelly glaciofluvial deposits derived from

granite and gneiss

Properties and qualities
Slope: 25 to 35 percent
Depth to restrictive feature: More than 80 inches
Drainage class: Excessively drained
Capacity of the most limiting layer to transmit water (Ksat): High to very high (6.00

to 20.00 in/hr)
Depth to water table: More than 80 inches
Frequency of flooding: None
Frequency of ponding: None
Available water capacity: Low (about 3.1 inches)

Interpretive groups
Farmland classification: Not prime farmland
Land capability (nonirrigated): 7s
Hydrologic Soil Group: A

Typical profile
0 to 8 inches: Gravelly fine sandy loam
8 to 17 inches: Gravelly loamy sand
17 to 60 inches: Stratified cobbly coarse sand to very gravelly loamy fine sand

Minor Components

Swansea
Percent of map unit: 15 percent
Landform: Bogs
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254B—Merrimac fine sandy loam, 3 to 8 percent slopes

Map Unit Setting
Mean annual precipitation: 45 to 54 inches
Mean annual air temperature: 43 to 54 degrees F
Frost-free period: 145 to 240 days

Map Unit Composition
Merrimac and similar soils: 85 percent
Minor components: 15 percent

Description of Merrimac

Setting
Landform: Terraces, flats
Landform position (two-dimensional): Shoulder
Landform position (three-dimensional): Tread, rise
Down-slope shape: Convex
Across-slope shape: Convex
Parent material: Friable loamy eolian deposits over loose sandy and gravelly

glaciofluvial deposits derived from granite and gneiss

Properties and qualities
Slope: 3 to 8 percent
Depth to restrictive feature: More than 80 inches
Drainage class: Somewhat excessively drained
Capacity of the most limiting layer to transmit water (Ksat): High (2.00 to 6.00 in/hr)
Depth to water table: More than 80 inches
Frequency of flooding: None
Frequency of ponding: None
Available water capacity: Low (about 4.6 inches)

Interpretive groups
Farmland classification: All areas are prime farmland
Land capability (nonirrigated): 2s
Hydrologic Soil Group: A

Typical profile
0 to 10 inches: Fine sandy loam
10 to 15 inches: Gravelly fine sandy loam
15 to 22 inches: Gravelly sandy loam
22 to 60 inches: Stratified very gravelly coarse sand to sand

Minor Components

Sudbury
Percent of map unit: 10 percent

Hinckley
Percent of map unit: 3 percent
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Walpole
Percent of map unit: 2 percent
Landform: Terraces

256A—Deerfield loamy fine sand, 0 to 3 percent slopes

Map Unit Setting
Elevation: 0 to 1,000 feet
Mean annual precipitation: 45 to 54 inches
Mean annual air temperature: 43 to 54 degrees F
Frost-free period: 145 to 240 days

Map Unit Composition
Deerfield and similar soils: 85 percent
Minor components: 15 percent

Description of Deerfield

Setting
Landform: Terraces
Landform position (two-dimensional): Footslope
Landform position (three-dimensional): Tread
Down-slope shape: Concave
Across-slope shape: Concave
Parent material: Loose sandy glaciofluvial deposits derived from granite and gneiss

Properties and qualities
Slope: 0 to 3 percent
Depth to restrictive feature: More than 80 inches
Drainage class: Moderately well drained
Capacity of the most limiting layer to transmit water (Ksat): High to very high (6.00

to 20.00 in/hr)
Depth to water table: About 18 to 36 inches
Frequency of flooding: None
Frequency of ponding: None
Available water capacity: Low (about 3.7 inches)

Interpretive groups
Farmland classification: Farmland of statewide importance
Land capability (nonirrigated): 3w
Hydrologic Soil Group: B

Typical profile
0 to 2 inches: Muck
2 to 7 inches: Loamy fine sand
7 to 26 inches: Loamy fine sand
26 to 60 inches: Fine sand
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Minor Components

Windsor
Percent of map unit: 10 percent

Wareham
Percent of map unit: 5 percent
Landform: Terraces

260B—Sudbury fine sandy loam, 3 to 8 percent slopes

Map Unit Setting
Elevation: 0 to 2,100 feet
Mean annual precipitation: 45 to 54 inches
Mean annual air temperature: 43 to 54 degrees F
Frost-free period: 145 to 240 days

Map Unit Composition
Sudbury and similar soils: 85 percent
Minor components: 15 percent

Description of Sudbury

Setting
Landform: Flats, drainageways
Landform position (two-dimensional): Footslope
Landform position (three-dimensional): Dip
Down-slope shape: Linear
Across-slope shape: Concave
Parent material: Friable loamy eolian deposits over loose sandy glaciofluvial

deposits derived from granite and gneiss

Properties and qualities
Slope: 3 to 8 percent
Depth to restrictive feature: More than 80 inches
Drainage class: Moderately well drained
Capacity of the most limiting layer to transmit water (Ksat): High (2.00 to 6.00 in/hr)
Depth to water table: About 18 to 36 inches
Frequency of flooding: None
Frequency of ponding: None
Available water capacity: Low (about 5.0 inches)

Interpretive groups
Farmland classification: All areas are prime farmland
Land capability (nonirrigated): 2e
Hydrologic Soil Group: B

Typical profile
0 to 13 inches: Fine sandy loam
13 to 19 inches: Sandy loam
19 to 26 inches: Gravelly coarse sand
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26 to 60 inches: Stratified very gravelly coarse sand

Minor Components

Merrimac
Percent of map unit: 10 percent

Walpole
Percent of map unit: 5 percent
Landform: Terraces

306D—Paxton fine sandy loam, 15 to 25 percent slopes, very stony

Map Unit Setting
Mean annual precipitation: 45 to 54 inches
Mean annual air temperature: 43 to 54 degrees F
Frost-free period: 145 to 240 days

Map Unit Composition
Paxton and similar soils: 85 percent
Minor components: 15 percent

Description of Paxton

Setting
Landform: Hills
Landform position (two-dimensional): Backslope
Landform position (three-dimensional): Side slope
Down-slope shape: Linear
Across-slope shape: Convex
Parent material: Friable coarse-loamy eolian deposits over dense coarse-loamy

lodgment till derived from granite and gneiss

Properties and qualities
Slope: 15 to 25 percent
Surface area covered with cobbles, stones or boulders: 1.6 percent
Depth to restrictive feature: 15 to 38 inches to densic material
Drainage class: Well drained
Capacity of the most limiting layer to transmit water (Ksat): Very low to moderately

high (0.00 to 0.20 in/hr)
Depth to water table: About 18 to 36 inches
Frequency of flooding: None
Frequency of ponding: None
Available water capacity: Very low (about 3.0 inches)

Interpretive groups
Farmland classification: Not prime farmland
Land capability (nonirrigated): 6s
Hydrologic Soil Group: C

Typical profile
0 to 4 inches: Fine sandy loam
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4 to 23 inches: Fine sandy loam
23 to 60 inches: Gravelly fine sandy loam

Minor Components

Woodbridge
Percent of map unit: 15 percent

310B—Woodbridge fine sandy loam, 3 to 8 percent slopes

Map Unit Setting
Mean annual precipitation: 45 to 54 inches
Mean annual air temperature: 43 to 54 degrees F
Frost-free period: 145 to 240 days

Map Unit Composition
Woodbridge and similar soils: 85 percent
Minor components: 15 percent

Description of Woodbridge

Setting
Landform: Flats
Landform position (two-dimensional): Footslope
Landform position (three-dimensional): Base slope, rise
Down-slope shape: Linear
Across-slope shape: Concave
Parent material: Friable coarse-loamy eolian deposits over dense coarse-loamy

lodgment till derived from granite and gneiss

Properties and qualities
Slope: 3 to 8 percent
Depth to restrictive feature: 20 to 38 inches to densic material
Drainage class: Moderately well drained
Capacity of the most limiting layer to transmit water (Ksat): Very low to moderately

high (0.00 to 0.20 in/hr)
Depth to water table: About 18 to 36 inches
Frequency of flooding: None
Frequency of ponding: None
Available water capacity: Low (about 3.4 inches)

Interpretive groups
Farmland classification: All areas are prime farmland
Land capability (nonirrigated): 2e
Hydrologic Soil Group: C

Typical profile
0 to 6 inches: Fine sandy loam
6 to 25 inches: Fine sandy loam
25 to 60 inches: Gravelly fine sandy loam
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Minor Components

Ridgebury
Percent of map unit: 10 percent
Landform: Depressions

Whitman
Percent of map unit: 5 percent
Landform: Depressions

311C—Woodbridge fine sandy loam, 8 to 15 percent slopes, very stony

Map Unit Setting
Mean annual precipitation: 45 to 54 inches
Mean annual air temperature: 43 to 54 degrees F
Frost-free period: 145 to 240 days

Map Unit Composition
Woodbridge and similar soils: 90 percent
Minor components: 10 percent

Description of Woodbridge

Setting
Landform: Ridges, hills
Landform position (two-dimensional): Backslope
Landform position (three-dimensional): Side slope
Down-slope shape: Linear
Across-slope shape: Concave
Parent material: Friable coarse-loamy eolian deposits over dense coarse-loamy

lodgment till derived from granite and gneiss

Properties and qualities
Slope: 8 to 15 percent
Surface area covered with cobbles, stones or boulders: 1.6 percent
Depth to restrictive feature: 20 to 38 inches to densic material
Drainage class: Moderately well drained
Capacity of the most limiting layer to transmit water (Ksat): Very low to moderately

high (0.00 to 0.20 in/hr)
Depth to water table: About 18 to 36 inches
Frequency of flooding: None
Frequency of ponding: None
Available water capacity: Low (about 3.3 inches)

Interpretive groups
Farmland classification: Farmland of statewide importance
Land capability (nonirrigated): 6s
Hydrologic Soil Group: C

Typical profile
0 to 6 inches: Fine sandy loam
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6 to 25 inches: Fine sandy loam
25 to 60 inches: Gravelly fine sandy loam

Minor Components

Paxton
Percent of map unit: 7 percent

Ridgebury
Percent of map unit: 3 percent
Landform: Depressions

392E—Paxton and Montauk fine sandy loams, 25 to 45 percent slopes,
extremely stony

Map Unit Setting
Elevation: 0 to 400 feet
Mean annual precipitation: 45 to 54 inches
Mean annual air temperature: 43 to 54 degrees F
Frost-free period: 145 to 240 days

Map Unit Composition
Paxton and similar soils: 65 percent
Montauk and similar soils: 20 percent
Minor components: 15 percent

Description of Paxton

Setting
Landform: Ridges, hills
Landform position (two-dimensional): Backslope
Landform position (three-dimensional): Side slope
Down-slope shape: Linear
Across-slope shape: Convex
Parent material: Friable coarse-loamy eolian deposits over dense coarse-loamy

lodgment till derived from granite and gneiss

Properties and qualities
Slope: 25 to 35 percent
Surface area covered with cobbles, stones or boulders: 9.0 percent
Depth to restrictive feature: 15 to 38 inches to densic material
Drainage class: Well drained
Capacity of the most limiting layer to transmit water (Ksat): Very low to moderately

high (0.00 to 0.20 in/hr)
Depth to water table: About 18 to 36 inches
Frequency of flooding: None
Frequency of ponding: None
Available water capacity: Very low (about 3.0 inches)

Interpretive groups
Farmland classification: Not prime farmland
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Land capability (nonirrigated): 7s
Hydrologic Soil Group: C

Typical profile
0 to 4 inches: Fine sandy loam
4 to 23 inches: Fine sandy loam
23 to 60 inches: Gravelly fine sandy loam

Description of Montauk

Setting
Landform: Ridges, hills
Landform position (two-dimensional): Backslope
Landform position (three-dimensional): Side slope
Down-slope shape: Linear
Across-slope shape: Convex
Parent material: Friable coarse-loamy eolian deposits over dense sandy lodgment

till derived from granite and gneiss

Properties and qualities
Slope: 25 to 35 percent
Surface area covered with cobbles, stones or boulders: 9.0 percent
Depth to restrictive feature: 20 to 36 inches to densic material
Drainage class: Well drained
Capacity of the most limiting layer to transmit water (Ksat): Moderately low to

moderately high (0.06 to 0.60 in/hr)
Depth to water table: About 24 to 30 inches
Frequency of flooding: None
Frequency of ponding: None
Available water capacity: Low (about 3.4 inches)

Interpretive groups
Farmland classification: Not prime farmland
Land capability (nonirrigated): 7s
Hydrologic Soil Group: C

Typical profile
0 to 2 inches: Fine sandy loam
2 to 22 inches: Fine sandy loam
22 to 60 inches: Gravelly sandy loam

Minor Components

Hollis
Percent of map unit: 15 percent

602—Urban land

Map Unit Setting
Frost-free period: 145 to 175 days
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Map Unit Composition
Urban land: 80 percent
Minor components: 20 percent

Description of Urban Land

Setting
Parent material: Excavated, filled, and made land

Minor Components

Udorthents
Percent of map unit: 7 percent

Hollis
Percent of map unit: 5 percent

Whitman
Percent of map unit: 3 percent
Landform: Depressions

Maybid
Percent of map unit: 1 percent
Landform: Depressions

Swansea
Percent of map unit: 1 percent
Landform: Bogs

Whately variant
Percent of map unit: 1 percent
Landform: Glacial lakes (relict)

Scarboro
Percent of map unit: 1 percent
Landform: Terraces

Freetown
Percent of map unit: 1 percent
Landform: Bogs

616A—Fluvaquents, frequently flooded, 0 to 3 percent slopes

Map Unit Setting
Mean annual precipitation: 45 to 54 inches
Mean annual air temperature: 43 to 54 degrees F
Frost-free period: 145 to 240 days

Map Unit Composition
Fluvaquents and similar soils: 85 percent
Minor components: 15 percent
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Description of Fluvaquents

Setting
Landform: Alluvial flats
Landform position (two-dimensional): Toeslope
Landform position (three-dimensional): Talf
Down-slope shape: Linear
Across-slope shape: Concave
Parent material: Friable loamy alluvium over friable sandy eolian deposits

Properties and qualities
Slope: 0 to 3 percent
Depth to restrictive feature: More than 80 inches
Drainage class: Very poorly drained
Depth to water table: About 0 to 12 inches
Frequency of flooding: Frequent
Frequency of ponding: None

Minor Components

Swansea
Percent of map unit: 10 percent
Landform: Bogs

Unnamed soils
Percent of map unit: 5 percent
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Commonwealth of Massachusetts 
City/Town of Hamilton 
Percolation Test  
Form 12  
 

 Percolation test results must be submitted with the Soil Suitability Assessment for On-site Sewage 
Disposal. DEP has provided this form for use by local Boards of Health.  Other forms may be used, but 
the information must be substantially the same as that provided here.  Before using this form, check with 
the local Board of Health to determine the form they use.   

A. Site Information 

 Town of Hamilton 
Owner Name 

 650 Asbury Street 
Street Address or Lot # 

 Hamilton 
City/Town  

 MA 
State  

 01936 
Zip Code 

 Todd Morey, PE  
Contact Person (if different from Owner) 

 (617) 242-1120 
Telephone Number 

Important: 
When filling out 
forms on the 
computer, use 
only the tab key 
to move your 
cursor - do not 
use the return 
key. 

B. Test Results 
 

 
 7-30-14 

Date 
 12:25 

Time 
       

Date 
       

Time 

 
 Observation Hole # 

 IP1 
 

       
 

 
 Depth of Perc 

 30" 
 

       
 

 
 Start Pre-Soak 

 12:30 
 

       
 

 
 End Pre-Soak 

 12:47 
 

       
 

 
 Time at 12” 

 12:51 
 

       
 

 
 Time at 9” 

 12:56 
 

       
 

 
 Time at 6” 

 1:01 
 

       
 

 
 Time (9”-6”) 

 5-min 
 

       
 

 
  Rate (Min./Inch) 

 1.67 min/inch 
 

       
 

 
                                                   

 Test Passed:             
Test Failed:   

 Test Passed:   
 Test Failed:   

  Christian O. Smith, PE 
Test Performed By: 

  Leslie Whelan 
Witnessed By: 

 
 Comments: 

 

 

 use <2min/inch for design 
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Rainfall Data 

 

   



































































































Appendix F 

Runoff Calculations ‐ Existing 

 

 

   



Drainage Diagram for C-840 Existing Condition
Prepared by Beals Associates, Inc.        11/25/2014

HydroCAD® 7.10  s/n 001754  © 2005 HydroCAD Software Solutions LLC

Subcat Reach Pond Link

E1

E2

E3

4R

Total Site

1L

Wood Road Culvert
 (POA#1)

2L

Northern Wetland
 (POA#3)

3L

Ipswich River (POA#2)

Type III 24-hr 2 yr  Rainfall=3.15"C-840 Existing Condition
Page 2Prepared by Beals Associates, Inc.

11/25/2014HydroCAD® 7.10  s/n 001754  © 2005 HydroCAD Software Solutions LLC

Time span=0.00-30.00 hrs, dt=0.05 hrs, 601 points
Runoff by SCS TR-20 method, UH=SCS

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=266,375 sf   Runoff Depth=0.16"Subcatchment E1: 
   Flow Length=627'   Tc=34.2 min   CN=52   Runoff=0.18 cfs  3,582 cf

Runoff Area=179,265 sf   Runoff Depth=0.00"Subcatchment E2: 
   Flow Length=701'   Tc=26.2 min   CN=34   Runoff=0.00 cfs  0 cf

Runoff Area=256,905 sf   Runoff Depth=0.00"Subcatchment E3: 
   Flow Length=368'   Tc=16.6 min   CN=32   Runoff=0.00 cfs  0 cf

   Inflow=0.18 cfs  3,582 cfReach 4R: Total Site
   Outflow=0.18 cfs  3,582 cf

   Inflow=0.18 cfs  3,582 cfLink 1L: Wood Road Culvert (POA#1)
   Primary=0.18 cfs  3,582 cf

   Inflow=0.00 cfs  0 cfLink 2L: Northern Wetland (POA#3)
   Primary=0.00 cfs  0 cf

   Inflow=0.00 cfs  0 cfLink 3L: Ipswich River (POA#2)
   Primary=0.00 cfs  0 cf

Total Runoff Area = 702,545 sf   Runoff Volume = 3,582 cf   Average Runoff Depth = 0.06"



Type III 24-hr 2 yr  Rainfall=3.15"C-840 Existing Condition
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Subcatchment E1: 

Runoff = 0.18 cfs @ 12.92 hrs,  Volume= 3,582 cf,  Depth= 0.16"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 2 yr  Rainfall=3.15"

Area (sf) CN Description
87,667 30 Meadow, non-grazed, HSG A

103,137 58 Meadow, non-grazed, HSG B
75,571 71 Meadow, non-grazed, HSG C

266,375 52 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
23.3 100 0.0060 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
5.2 227 0.0110 0.7 Shallow Concentrated Flow, B to C

Short Grass Pasture   Kv= 7.0 fps
5.7 300 0.0230 0.9 0.01 Trap/Vee/Rect Channel Flow, C to POA1

Bot.W=0.10'  D=0.10'  Z= 0.0 & 0.5 '/'  Top.W=0.15'
n= 0.030  Earth, grassed & winding

34.2 627 Total

Subcatchment E2: 

[45] Hint: Runoff=Zero

Runoff = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf,  Depth= 0.00"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 2 yr  Rainfall=3.15"

Area (sf) CN Description
157,790 30 Meadow, non-grazed, HSG A

16,611 58 Meadow, non-grazed, HSG B
4,864 71 Meadow, non-grazed, HSG C

179,265 34 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
19.0 100 0.0100 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
7.2 601 0.0400 1.4 Shallow Concentrated Flow, B to POA 2

Short Grass Pasture   Kv= 7.0 fps
26.2 701 Total

Type III 24-hr 2 yr  Rainfall=3.15"C-840 Existing Condition
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Subcatchment E3: 

[45] Hint: Runoff=Zero

Runoff = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf,  Depth= 0.00"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 2 yr  Rainfall=3.15"

Area (sf) CN Description
246,482 30 Meadow, non-grazed, HSG A

10,423 78 Meadow, non-grazed, HSG D
256,905 32 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
14.4 100 0.0200 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
2.2 268 0.0828 2.0 Shallow Concentrated Flow, B to POA 3

Short Grass Pasture   Kv= 7.0 fps
16.6 368 Total

Reach 4R: Total Site

[40] Hint: Not Described (Outflow=Inflow)

Inflow Area = 702,545 sf,  Inflow Depth = 0.06"    for  2 yr event
Inflow = 0.18 cfs @ 12.92 hrs,  Volume= 3,582 cf
Outflow = 0.18 cfs @ 12.92 hrs,  Volume= 3,582 cf,  Atten= 0%,  Lag= 0.0 min

Routing by Stor-Ind+Trans method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Link 1L: Wood Road Culvert (POA#1)

Inflow Area = 266,375 sf,  Inflow Depth = 0.16"    for  2 yr event
Inflow = 0.18 cfs @ 12.92 hrs,  Volume= 3,582 cf
Primary = 0.18 cfs @ 12.92 hrs,  Volume= 3,582 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Link 2L: Northern Wetland (POA#3)

Inflow Area = 179,265 sf,  Inflow Depth = 0.00"    for  2 yr event
Inflow = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs



Type III 24-hr 2 yr  Rainfall=3.15"C-840 Existing Condition
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Link 3L: Ipswich River (POA#2)

Inflow Area = 256,905 sf,  Inflow Depth = 0.00"    for  2 yr event
Inflow = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Type III 24-hr 10 yr  Rainfall=4.69"C-840 Existing Condition
Page 6Prepared by Beals Associates, Inc.
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Time span=0.00-30.00 hrs, dt=0.05 hrs, 601 points
Runoff by SCS TR-20 method, UH=SCS

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=266,375 sf   Runoff Depth=0.67"Subcatchment E1: 
   Flow Length=627'   Tc=34.2 min   CN=52   Runoff=1.78 cfs  14,868 cf

Runoff Area=179,265 sf   Runoff Depth=0.03"Subcatchment E2: 
   Flow Length=701'   Tc=26.2 min   CN=34   Runoff=0.02 cfs  482 cf

Runoff Area=256,905 sf   Runoff Depth=0.01"Subcatchment E3: 
   Flow Length=368'   Tc=16.6 min   CN=32   Runoff=0.01 cfs  191 cf

   Inflow=1.78 cfs  15,541 cfReach 4R: Total Site
   Outflow=1.78 cfs  15,541 cf

   Inflow=1.78 cfs  14,868 cfLink 1L: Wood Road Culvert (POA#1)
   Primary=1.78 cfs  14,868 cf

   Inflow=0.02 cfs  482 cfLink 2L: Northern Wetland (POA#3)
   Primary=0.02 cfs  482 cf

   Inflow=0.01 cfs  191 cfLink 3L: Ipswich River (POA#2)
   Primary=0.01 cfs  191 cf

Total Runoff Area = 702,545 sf   Runoff Volume = 15,541 cf   Average Runoff Depth = 0.27"
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Subcatchment E1: 

Runoff = 1.78 cfs @ 12.62 hrs,  Volume= 14,868 cf,  Depth= 0.67"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 10 yr  Rainfall=4.69"

Area (sf) CN Description
87,667 30 Meadow, non-grazed, HSG A

103,137 58 Meadow, non-grazed, HSG B
75,571 71 Meadow, non-grazed, HSG C

266,375 52 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
23.3 100 0.0060 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
5.2 227 0.0110 0.7 Shallow Concentrated Flow, B to C

Short Grass Pasture   Kv= 7.0 fps
5.7 300 0.0230 0.9 0.01 Trap/Vee/Rect Channel Flow, C to POA1

Bot.W=0.10'  D=0.10'  Z= 0.0 & 0.5 '/'  Top.W=0.15'
n= 0.030  Earth, grassed & winding

34.2 627 Total

Subcatchment E2: 

Runoff = 0.02 cfs @ 17.48 hrs,  Volume= 482 cf,  Depth= 0.03"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 10 yr  Rainfall=4.69"

Area (sf) CN Description
157,790 30 Meadow, non-grazed, HSG A

16,611 58 Meadow, non-grazed, HSG B
4,864 71 Meadow, non-grazed, HSG C

179,265 34 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
19.0 100 0.0100 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
7.2 601 0.0400 1.4 Shallow Concentrated Flow, B to POA 2

Short Grass Pasture   Kv= 7.0 fps
26.2 701 Total

Type III 24-hr 10 yr  Rainfall=4.69"C-840 Existing Condition
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Subcatchment E3: 

Runoff = 0.01 cfs @ 23.07 hrs,  Volume= 191 cf,  Depth= 0.01"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 10 yr  Rainfall=4.69"

Area (sf) CN Description
246,482 30 Meadow, non-grazed, HSG A

10,423 78 Meadow, non-grazed, HSG D
256,905 32 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
14.4 100 0.0200 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
2.2 268 0.0828 2.0 Shallow Concentrated Flow, B to POA 3

Short Grass Pasture   Kv= 7.0 fps
16.6 368 Total

Reach 4R: Total Site

[40] Hint: Not Described (Outflow=Inflow)

Inflow Area = 702,545 sf,  Inflow Depth = 0.27"    for  10 yr event
Inflow = 1.78 cfs @ 12.62 hrs,  Volume= 15,541 cf
Outflow = 1.78 cfs @ 12.62 hrs,  Volume= 15,541 cf,  Atten= 0%,  Lag= 0.0 min

Routing by Stor-Ind+Trans method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Link 1L: Wood Road Culvert (POA#1)

Inflow Area = 266,375 sf,  Inflow Depth = 0.67"    for  10 yr event
Inflow = 1.78 cfs @ 12.62 hrs,  Volume= 14,868 cf
Primary = 1.78 cfs @ 12.62 hrs,  Volume= 14,868 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Link 2L: Northern Wetland (POA#3)

Inflow Area = 179,265 sf,  Inflow Depth = 0.03"    for  10 yr event
Inflow = 0.02 cfs @ 17.48 hrs,  Volume= 482 cf
Primary = 0.02 cfs @ 17.48 hrs,  Volume= 482 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
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Link 3L: Ipswich River (POA#2)

Inflow Area = 256,905 sf,  Inflow Depth = 0.01"    for  10 yr event
Inflow = 0.01 cfs @ 23.07 hrs,  Volume= 191 cf
Primary = 0.01 cfs @ 23.07 hrs,  Volume= 191 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Type III 24-hr 25 yr  Rainfall=5.86"C-840 Existing Condition
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Time span=0.00-30.00 hrs, dt=0.05 hrs, 601 points
Runoff by SCS TR-20 method, UH=SCS

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=266,375 sf   Runoff Depth=1.22"Subcatchment E1: 
   Flow Length=627'   Tc=34.2 min   CN=52   Runoff=3.85 cfs  27,002 cf

Runoff Area=179,265 sf   Runoff Depth=0.18"Subcatchment E2: 
   Flow Length=701'   Tc=26.2 min   CN=34   Runoff=0.10 cfs  2,732 cf

Runoff Area=256,905 sf   Runoff Depth=0.11"Subcatchment E3: 
   Flow Length=368'   Tc=16.6 min   CN=32   Runoff=0.09 cfs  2,428 cf

   Inflow=3.86 cfs  32,161 cfReach 4R: Total Site
   Outflow=3.86 cfs  32,161 cf

   Inflow=3.85 cfs  27,002 cfLink 1L: Wood Road Culvert (POA#1)
   Primary=3.85 cfs  27,002 cf

   Inflow=0.10 cfs  2,732 cfLink 2L: Northern Wetland (POA#3)
   Primary=0.10 cfs  2,732 cf

   Inflow=0.09 cfs  2,428 cfLink 3L: Ipswich River (POA#2)
   Primary=0.09 cfs  2,428 cf

Total Runoff Area = 702,545 sf   Runoff Volume = 32,161 cf   Average Runoff Depth = 0.55"
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Subcatchment E1: 

Runoff = 3.85 cfs @ 12.56 hrs,  Volume= 27,002 cf,  Depth= 1.22"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 25 yr  Rainfall=5.86"

Area (sf) CN Description
87,667 30 Meadow, non-grazed, HSG A

103,137 58 Meadow, non-grazed, HSG B
75,571 71 Meadow, non-grazed, HSG C

266,375 52 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
23.3 100 0.0060 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
5.2 227 0.0110 0.7 Shallow Concentrated Flow, B to C

Short Grass Pasture   Kv= 7.0 fps
5.7 300 0.0230 0.9 0.01 Trap/Vee/Rect Channel Flow, C to POA1

Bot.W=0.10'  D=0.10'  Z= 0.0 & 0.5 '/'  Top.W=0.15'
n= 0.030  Earth, grassed & winding

34.2 627 Total

Subcatchment E2: 

Runoff = 0.10 cfs @ 14.05 hrs,  Volume= 2,732 cf,  Depth= 0.18"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 25 yr  Rainfall=5.86"

Area (sf) CN Description
157,790 30 Meadow, non-grazed, HSG A

16,611 58 Meadow, non-grazed, HSG B
4,864 71 Meadow, non-grazed, HSG C

179,265 34 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
19.0 100 0.0100 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
7.2 601 0.0400 1.4 Shallow Concentrated Flow, B to POA 2

Short Grass Pasture   Kv= 7.0 fps
26.2 701 Total

Type III 24-hr 25 yr  Rainfall=5.86"C-840 Existing Condition
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Subcatchment E3: 

Runoff = 0.09 cfs @ 15.15 hrs,  Volume= 2,428 cf,  Depth= 0.11"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 25 yr  Rainfall=5.86"

Area (sf) CN Description
246,482 30 Meadow, non-grazed, HSG A

10,423 78 Meadow, non-grazed, HSG D
256,905 32 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
14.4 100 0.0200 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
2.2 268 0.0828 2.0 Shallow Concentrated Flow, B to POA 3

Short Grass Pasture   Kv= 7.0 fps
16.6 368 Total

Reach 4R: Total Site

[40] Hint: Not Described (Outflow=Inflow)

Inflow Area = 702,545 sf,  Inflow Depth = 0.55"    for  25 yr event
Inflow = 3.86 cfs @ 12.57 hrs,  Volume= 32,161 cf
Outflow = 3.86 cfs @ 12.57 hrs,  Volume= 32,161 cf,  Atten= 0%,  Lag= 0.0 min

Routing by Stor-Ind+Trans method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Link 1L: Wood Road Culvert (POA#1)

Inflow Area = 266,375 sf,  Inflow Depth = 1.22"    for  25 yr event
Inflow = 3.85 cfs @ 12.56 hrs,  Volume= 27,002 cf
Primary = 3.85 cfs @ 12.56 hrs,  Volume= 27,002 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Link 2L: Northern Wetland (POA#3)

Inflow Area = 179,265 sf,  Inflow Depth = 0.18"    for  25 yr event
Inflow = 0.10 cfs @ 14.05 hrs,  Volume= 2,732 cf
Primary = 0.10 cfs @ 14.05 hrs,  Volume= 2,732 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
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Link 3L: Ipswich River (POA#2)

Inflow Area = 256,905 sf,  Inflow Depth = 0.11"    for  25 yr event
Inflow = 0.09 cfs @ 15.15 hrs,  Volume= 2,428 cf
Primary = 0.09 cfs @ 15.15 hrs,  Volume= 2,428 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Type III 24-hr 100 yr  Rainfall=8.29"C-840 Existing Condition
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Time span=0.00-30.00 hrs, dt=0.05 hrs, 601 points
Runoff by SCS TR-20 method, UH=SCS

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=266,375 sf   Runoff Depth=2.65"Subcatchment E1: 
   Flow Length=627'   Tc=34.2 min   CN=52   Runoff=9.51 cfs  58,804 cf

Runoff Area=179,265 sf   Runoff Depth=0.82"Subcatchment E2: 
   Flow Length=701'   Tc=26.2 min   CN=34   Runoff=1.27 cfs  12,184 cf

Runoff Area=256,905 sf   Runoff Depth=0.65"Subcatchment E3: 
   Flow Length=368'   Tc=16.6 min   CN=32   Runoff=1.38 cfs  13,817 cf

   Inflow=12.13 cfs  84,805 cfReach 4R: Total Site
   Outflow=12.13 cfs  84,805 cf

   Inflow=9.51 cfs  58,804 cfLink 1L: Wood Road Culvert (POA#1)
   Primary=9.51 cfs  58,804 cf

   Inflow=1.27 cfs  12,184 cfLink 2L: Northern Wetland (POA#3)
   Primary=1.27 cfs  12,184 cf

   Inflow=1.38 cfs  13,817 cfLink 3L: Ipswich River (POA#2)
   Primary=1.38 cfs  13,817 cf

Total Runoff Area = 702,545 sf   Runoff Volume = 84,805 cf   Average Runoff Depth = 1.45"
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Subcatchment E1: 

Runoff = 9.51 cfs @ 12.52 hrs,  Volume= 58,804 cf,  Depth= 2.65"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 100 yr  Rainfall=8.29"

Area (sf) CN Description
87,667 30 Meadow, non-grazed, HSG A

103,137 58 Meadow, non-grazed, HSG B
75,571 71 Meadow, non-grazed, HSG C

266,375 52 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
23.3 100 0.0060 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
5.2 227 0.0110 0.7 Shallow Concentrated Flow, B to C

Short Grass Pasture   Kv= 7.0 fps
5.7 300 0.0230 0.9 0.01 Trap/Vee/Rect Channel Flow, C to POA1

Bot.W=0.10'  D=0.10'  Z= 0.0 & 0.5 '/'  Top.W=0.15'
n= 0.030  Earth, grassed & winding

34.2 627 Total

Subcatchment E2: 

Runoff = 1.27 cfs @ 12.58 hrs,  Volume= 12,184 cf,  Depth= 0.82"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 100 yr  Rainfall=8.29"

Area (sf) CN Description
157,790 30 Meadow, non-grazed, HSG A

16,611 58 Meadow, non-grazed, HSG B
4,864 71 Meadow, non-grazed, HSG C

179,265 34 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
19.0 100 0.0100 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
7.2 601 0.0400 1.4 Shallow Concentrated Flow, B to POA 2

Short Grass Pasture   Kv= 7.0 fps
26.2 701 Total

Type III 24-hr 100 yr  Rainfall=8.29"C-840 Existing Condition
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Subcatchment E3: 

Runoff = 1.38 cfs @ 12.50 hrs,  Volume= 13,817 cf,  Depth= 0.65"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 100 yr  Rainfall=8.29"

Area (sf) CN Description
246,482 30 Meadow, non-grazed, HSG A

10,423 78 Meadow, non-grazed, HSG D
256,905 32 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
14.4 100 0.0200 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
2.2 268 0.0828 2.0 Shallow Concentrated Flow, B to POA 3

Short Grass Pasture   Kv= 7.0 fps
16.6 368 Total

Reach 4R: Total Site

[40] Hint: Not Described (Outflow=Inflow)

Inflow Area = 702,545 sf,  Inflow Depth = 1.45"    for  100 yr event
Inflow = 12.13 cfs @ 12.52 hrs,  Volume= 84,805 cf
Outflow = 12.13 cfs @ 12.52 hrs,  Volume= 84,805 cf,  Atten= 0%,  Lag= 0.0 min

Routing by Stor-Ind+Trans method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Link 1L: Wood Road Culvert (POA#1)

Inflow Area = 266,375 sf,  Inflow Depth = 2.65"    for  100 yr event
Inflow = 9.51 cfs @ 12.52 hrs,  Volume= 58,804 cf
Primary = 9.51 cfs @ 12.52 hrs,  Volume= 58,804 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Link 2L: Northern Wetland (POA#3)

Inflow Area = 179,265 sf,  Inflow Depth = 0.82"    for  100 yr event
Inflow = 1.27 cfs @ 12.58 hrs,  Volume= 12,184 cf
Primary = 1.27 cfs @ 12.58 hrs,  Volume= 12,184 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs



Type III 24-hr 100 yr  Rainfall=8.29"C-840 Existing Condition
Page 17Prepared by Beals Associates, Inc.

11/25/2014HydroCAD® 7.10  s/n 001754  © 2005 HydroCAD Software Solutions LLC

Link 3L: Ipswich River (POA#2)

Inflow Area = 256,905 sf,  Inflow Depth = 0.65"    for  100 yr event
Inflow = 1.38 cfs @ 12.50 hrs,  Volume= 13,817 cf
Primary = 1.38 cfs @ 12.50 hrs,  Volume= 13,817 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
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Time span=0.00-30.00 hrs, dt=0.05 hrs, 601 points
Runoff by SCS TR-20 method, UH=SCS

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=46,973 sf   Runoff Depth=0.95"Subcatchment P1: Eastern Development Area
   Flow Length=394'   Tc=19.9 min   CN=73   Runoff=0.75 cfs  3,723 cf

Runoff Area=62,740 sf   Runoff Depth=1.18"Subcatchment P2: Western Development Area
   Flow Length=401'   Tc=15.3 min   CN=77   Runoff=1.43 cfs  6,150 cf

Runoff Area=87,233 sf   Runoff Depth=0.08"Subcatchment P3: South of Access Road
   Flow Length=278'   Tc=13.6 min   CN=48   Runoff=0.02 cfs  595 cf

Runoff Area=136,212 sf   Runoff Depth=0.29"Subcatchment P4: North of Access Road
   Flow Length=262'   Tc=25.5 min   CN=57   Runoff=0.34 cfs  3,329 cf

Runoff Area=137,163 sf   Runoff Depth=0.00"Subcatchment P5: Northwest Site
   Flow Length=549'   Tc=21.8 min   CN=36   Runoff=0.00 cfs  0 cf

Runoff Area=1,554 sf   Runoff Depth=2.92"Subcatchment P5A: Unit 11 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.11 cfs  378 cf

Runoff Area=1,554 sf   Runoff Depth=2.92"Subcatchment P5B: Unit 12 Rear Roof and Deck
   Tc=0.0 min   CN=98   Runoff=0.12 cfs  378 cf

Runoff Area=215,576 sf   Runoff Depth=0.00"Subcatchment P6: Southwest Site
   Flow Length=234'   Tc=10.9 min   CN=34   Runoff=0.00 cfs  0 cf

Runoff Area=1,554 sf   Runoff Depth=2.92"Subcatchment P6A: Unit 2 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.11 cfs  378 cf

Runoff Area=1,554 sf   Runoff Depth=2.92"Subcatchment P6B: Unit 3 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.11 cfs  378 cf

Runoff Area=3,110 sf   Runoff Depth=2.92"Subcatchment P6C: Unit 4,5,6 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.21 cfs  756 cf

Runoff Area=1,554 sf   Runoff Depth=2.92"Subcatchment P6D: Unit 7 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.11 cfs  378 cf

Runoff Area=1,554 sf   Runoff Depth=2.92"Subcatchment P6E: Unit 8 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.11 cfs  378 cf

Runoff Area=1,554 sf   Runoff Depth=2.92"Subcatchment P6F: Unit 9 Rear Roof and Deck
   Tc=0.0 min   CN=98   Runoff=0.12 cfs  378 cf

Runoff Area=1,554 sf   Runoff Depth=2.92"Subcatchment P6G: Unit 10 Rear Roof and Deck
   Tc=0.0 min   CN=98   Runoff=0.12 cfs  378 cf
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Peak Depth=0.08'   Max Vel=1.4 fps   Inflow=0.37 cfs  746 cfReach 8R: Swale
n=0.035   L=292.0'   S=0.0334 '/'   Capacity=34.69 cfs   Outflow=0.34 cfs  746 cf

   Inflow=0.24 cfs  3,943 cfReach 11R: Total Site
   Outflow=0.24 cfs  3,943 cf

Peak Depth=0.13'   Max Vel=3.1 fps   Inflow=0.23 cfs  3,348 cfReach 12R: Pipe
D=18.0"   n=0.011   L=95.0'   S=0.0151 '/'   Capacity=15.23 cfs   Outflow=0.23 cfs  3,348 cf

Peak Depth=0.06'   Max Vel=0.8 fps   Inflow=0.23 cfs  3,348 cfReach 13R: Grass Channel
n=0.035   L=240.0'   S=0.0167 '/'   Capacity=23.29 cfs   Outflow=0.23 cfs  3,348 cf

Peak Elev=7.98'  Storage=100 cf   Inflow=0.12 cfs  378 cfPond 2P: Trench 9
   Discarded=0.02 cfs  378 cf   Primary=0.00 cfs  0 cf   Outflow=0.02 cfs  378 cf

Peak Elev=7.98'  Storage=100 cf   Inflow=0.11 cfs  378 cfPond 3P: Trench 2
   Discarded=0.02 cfs  378 cf   Primary=0.00 cfs  0 cf   Outflow=0.02 cfs  378 cf

Peak Elev=43.59'  Storage=428 cf   Inflow=0.75 cfs  4,468 cfPond 4P: Forebay
   Discarded=0.01 cfs  652 cf   Primary=0.95 cfs  3,604 cf   Outflow=0.96 cfs  4,255 cf

Peak Elev=39.67'  Storage=2,278 cf   Inflow=0.95 cfs  3,604 cfPond 6P: Infiltration Pond
   Discarded=0.05 cfs  3,206 cf   Primary=0.00 cfs  22 cf   Secondary=0.00 cfs  0 cf   Outflow=0.06 cfs  3,228 cf

Peak Elev=54.56'  Storage=1,862 cf   Inflow=1.42 cfs  4,295 cfPond 7P: Bioretention Area
   Discarded=0.10 cfs  3,549 cf   Primary=0.37 cfs  746 cf   Outflow=0.47 cfs  4,295 cf

Peak Elev=7.57'  Storage=168 cf   Inflow=0.21 cfs  756 cfPond 10P: Trench 3
   Discarded=0.05 cfs  756 cf   Primary=0.00 cfs  0 cf   Outflow=0.05 cfs  756 cf

Peak Elev=40.22'  Storage=337 cf   Inflow=0.34 cfs  3,329 cfPond 11P: Field
12.0" x 18.0' Culvert   Outflow=0.23 cfs  3,326 cf

Peak Elev=7.76'  Storage=100 cf   Inflow=0.11 cfs  378 cfPond 12P: Trench 1
   Discarded=0.02 cfs  378 cf   Primary=0.00 cfs  0 cf   Outflow=0.02 cfs  378 cf

Peak Elev=7.91'  Storage=98 cf   Inflow=0.11 cfs  378 cfPond 13P: Trench 4
   Discarded=0.02 cfs  378 cf   Primary=0.00 cfs  0 cf   Outflow=0.02 cfs  378 cf

Peak Elev=7.97'  Storage=100 cf   Inflow=0.11 cfs  378 cfPond 14P: Trench 5
   Discarded=0.02 cfs  378 cf   Primary=0.00 cfs  0 cf   Outflow=0.02 cfs  378 cf

Peak Elev=8.23'  Storage=106 cf   Inflow=0.11 cfs  378 cfPond 15P: Trench 8
   Discarded=0.02 cfs  378 cf   Primary=0.00 cfs  0 cf   Outflow=0.02 cfs  378 cf

Peak Elev=7.58'  Storage=85 cf   Inflow=0.12 cfs  378 cfPond 16P: Trench 6
   Discarded=0.03 cfs  378 cf   Primary=0.00 cfs  0 cf   Outflow=0.03 cfs  378 cf

Peak Elev=54.86'  Storage=583 cf   Inflow=1.43 cfs  6,150 cfPond 17P: Upper Forebay
   Discarded=0.03 cfs  1,743 cf   Primary=1.42 cfs  4,295 cf   Outflow=1.46 cfs  6,037 cf
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Peak Elev=7.58'  Storage=85 cf   Inflow=0.12 cfs  378 cfPond 18P: Trench 7
   Discarded=0.03 cfs  378 cf   Primary=0.00 cfs  0 cf   Outflow=0.03 cfs  378 cf

   Inflow=0.24 cfs  3,943 cfLink 8L: Wood Road Culvert (POA#1)
   Primary=0.24 cfs  3,943 cf

   Inflow=0.00 cfs  0 cfLink 9L: Northern Wetland (POA#3)
   Primary=0.00 cfs  0 cf

   Inflow=0.00 cfs  0 cfLink 10L: Ipswich River (POA#2)
   Primary=0.00 cfs  0 cf

Total Runoff Area = 701,439 sf   Runoff Volume = 17,575 cf   Average Runoff Depth = 0.30"
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Subcatchment P1: Eastern Development Area

Runoff = 0.75 cfs @ 12.30 hrs,  Volume= 3,723 cf,  Depth= 0.95"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 2 yr  Rainfall=3.15"

Area (sf) CN Description
19,843 98 Paved parking & roofs
13,827 39 >75% Grass cover, Good, HSG A

2,370 61 >75% Grass cover, Good, HSG B
10,933 74 >75% Grass cover, Good, HSG C
46,973 73 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
13.9 77 0.0129 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
0.1 5 0.0150 0.7 Sheet Flow, B to C

Smooth surfaces   n= 0.011   P2= 3.15"
1.2 4 0.0150 0.1 Sheet Flow, C to D

Grass: Dense   n= 0.240   P2= 3.15"
0.2 14 0.0285 1.1 Sheet Flow, D to E

Smooth surfaces   n= 0.011   P2= 3.15"
0.1 32 0.1150 6.9 Shallow Concentrated Flow, E to F

Paved   Kv= 20.3 fps
4.4 262 0.0460 1.0 5.95 Channel Flow, F to G

Area= 6.0 sf  Perim= 9.3'  r= 0.65'
n= 0.240  Sheet flow over Dense Grass

19.9 394 Total

Subcatchment P2: Western Development Area

Runoff = 1.43 cfs @ 12.22 hrs,  Volume= 6,150 cf,  Depth= 1.18"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 2 yr  Rainfall=3.15"

Area (sf) CN Description
40,549 98 Paved parking & roofs
22,191 39 >75% Grass cover, Good, HSG A
62,740 77 Weighted Average

Type III 24-hr 2 yr  Rainfall=3.15"C-840 Proposed Condition
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
13.5 98 0.0224 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
1.2 160 0.0112 2.1 Shallow Concentrated Flow, B to C

Paved   Kv= 20.3 fps
0.6 143 0.0210 4.1 0.81 Circular Channel (pipe), C to D

Diam= 6.0"  Area= 0.2 sf  Perim= 1.6'  r= 0.13'
n= 0.013  Corrugated PE, smooth interior

15.3 401 Total

Subcatchment P3: South of Access Road

Runoff = 0.02 cfs @ 14.76 hrs,  Volume= 595 cf,  Depth= 0.08"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 2 yr  Rainfall=3.15"

Area (sf) CN Description
32,400 30 Meadow, non-grazed, HSG A
50,084 58 Meadow, non-grazed, HSG B

4,749 71 Meadow, non-grazed, HSG C
87,233 48 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.6 25 0.3200 0.3 Sheet Flow, A to B
Grass: Dense   n= 0.240   P2= 3.15"

8.7 75 0.0400 0.1 Sheet Flow, B to C
Grass: Dense   n= 0.240   P2= 3.15"

3.3 178 0.0168 0.9 Shallow Concentrated Flow, C to D
Short Grass Pasture   Kv= 7.0 fps

13.6 278 Total

Subcatchment P4: North of Access Road

Runoff = 0.34 cfs @ 12.58 hrs,  Volume= 3,329 cf,  Depth= 0.29"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 2 yr  Rainfall=3.15"

Area (sf) CN Description
31,204 30 Meadow, non-grazed, HSG A
48,458 58 Meadow, non-grazed, HSG B
56,550 71 Meadow, non-grazed, HSG C

136,212 57 Weighted Average
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
23.3 100 0.0060 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
2.2 162 0.0310 1.2 Shallow Concentrated Flow, B to C

Short Grass Pasture   Kv= 7.0 fps
25.5 262 Total

Subcatchment P5: Northwest Site

[45] Hint: Runoff=Zero

Runoff = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf,  Depth= 0.00"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 2 yr  Rainfall=3.15"

Area (sf) CN Description
102,199 30 Meadow, non-grazed, HSG A

16,611 58 Meadow, non-grazed, HSG B
5,517 71 Meadow, non-grazed, HSG C

12,836 39 >75% Grass cover, Good, HSG A
137,163 36 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
17.6 100 0.0120 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
4.2 449 0.0660 1.8 Shallow Concentrated Flow, B to POA 3

Short Grass Pasture   Kv= 7.0 fps
21.8 549 Total

Subcatchment P5A: Unit 11 Rear Roof and Deck

Runoff = 0.11 cfs @ 12.09 hrs,  Volume= 378 cf,  Depth= 2.92"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 2 yr  Rainfall=3.15"

Area (sf) CN Description
1,554 98

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min
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Subcatchment P5B: Unit 12 Rear Roof and Deck

[46] Hint: Tc=0 (Instant runoff peak depends on dt)

Runoff = 0.12 cfs @ 12.00 hrs,  Volume= 378 cf,  Depth= 2.92"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 2 yr  Rainfall=3.15"

Area (sf) CN Description
1,554 98

Subcatchment P6: Southwest Site

[45] Hint: Runoff=Zero

Runoff = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf,  Depth= 0.00"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 2 yr  Rainfall=3.15"

Area (sf) CN Description
172,547 30 Meadow, non-grazed, HSG A

11,073 78 Meadow, non-grazed, HSG D
31,956 39 >75% Grass cover, Good, HSG A

215,576 34 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.4 22 0.3180 0.3 Sheet Flow, A to B
Grass: Dense   n= 0.240   P2= 3.15"

8.3 50 0.0200 0.1 Sheet Flow, B to C
Grass: Dense   n= 0.240   P2= 3.15"

1.2 162 0.1046 2.3 Shallow Concentrated Flow, C to POA #3
Short Grass Pasture   Kv= 7.0 fps

10.9 234 Total

Subcatchment P6A: Unit 2 Rear Roof and Deck

Runoff = 0.11 cfs @ 12.09 hrs,  Volume= 378 cf,  Depth= 2.92"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 2 yr  Rainfall=3.15"

Area (sf) CN Description
1,554 98 Paved parking & roofs
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min

Subcatchment P6B: Unit 3 Rear Roof and Deck

Runoff = 0.11 cfs @ 12.09 hrs,  Volume= 378 cf,  Depth= 2.92"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 2 yr  Rainfall=3.15"

Area (sf) CN Description
1,554 98 Paved parking & roofs

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min

Subcatchment P6C: Unit 4,5,6 Rear Roof and Deck

Runoff = 0.21 cfs @ 12.09 hrs,  Volume= 756 cf,  Depth= 2.92"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 2 yr  Rainfall=3.15"

Area (sf) CN Description
3,110 98 Paved parking & roofs

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min

Subcatchment P6D: Unit 7 Rear Roof and Deck

Runoff = 0.11 cfs @ 12.09 hrs,  Volume= 378 cf,  Depth= 2.92"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 2 yr  Rainfall=3.15"

Area (sf) CN Description
1,554 98
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min

Subcatchment P6E: Unit 8 Rear Roof and Deck

Runoff = 0.11 cfs @ 12.09 hrs,  Volume= 378 cf,  Depth= 2.92"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 2 yr  Rainfall=3.15"

Area (sf) CN Description
1,554 98

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min

Subcatchment P6F: Unit 9 Rear Roof and Deck

[46] Hint: Tc=0 (Instant runoff peak depends on dt)

Runoff = 0.12 cfs @ 12.00 hrs,  Volume= 378 cf,  Depth= 2.92"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 2 yr  Rainfall=3.15"

Area (sf) CN Description
1,554 98

Subcatchment P6G: Unit 10 Rear Roof and Deck

[46] Hint: Tc=0 (Instant runoff peak depends on dt)

Runoff = 0.12 cfs @ 12.00 hrs,  Volume= 378 cf,  Depth= 2.92"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 2 yr  Rainfall=3.15"

Area (sf) CN Description
1,554 98
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Reach 8R: Swale

[65] Warning: Inlet elevation not specified

Inflow Area = 62,740 sf,  Inflow Depth = 0.14"    for  2 yr event
Inflow = 0.37 cfs @ 12.68 hrs,  Volume= 746 cf
Outflow = 0.34 cfs @ 12.81 hrs,  Volume= 746 cf,  Atten= 9%,  Lag= 7.9 min

Routing by Stor-Ind+Trans method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Max. Velocity= 1.4 fps,  Min. Travel Time= 3.6 min
Avg. Velocity = 0.6 fps,  Avg. Travel Time= 8.1 min

Peak Depth= 0.08' @ 12.74 hrs
Capacity at bank full= 34.69 cfs
3.00'  x  1.00'  deep channel,  n= 0.035  High grass
Side Slope Z-value= 3.0 '/'   Top Width= 9.00'
Length= 292.0'   Slope= 0.0334 '/'

Reach 11R: Total Site

[40] Hint: Not Described (Outflow=Inflow)

Inflow Area = 701,439 sf,  Inflow Depth > 0.07"    for  2 yr event
Inflow = 0.24 cfs @ 13.09 hrs,  Volume= 3,943 cf
Outflow = 0.24 cfs @ 13.09 hrs,  Volume= 3,943 cf,  Atten= 0%,  Lag= 0.0 min

Routing by Stor-Ind+Trans method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Reach 12R: Pipe

[52] Hint: Inlet conditions not evaluated
[81] Warning: Exceeded Pond 6P by 0.65' @ 12.60 hrs

Inflow Area = 245,925 sf,  Inflow Depth > 0.16"    for  2 yr event
Inflow = 0.23 cfs @ 12.92 hrs,  Volume= 3,348 cf
Outflow = 0.23 cfs @ 12.93 hrs,  Volume= 3,348 cf,  Atten= 0%,  Lag= 1.0 min

Routing by Stor-Ind+Trans method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Max. Velocity= 3.1 fps,  Min. Travel Time= 0.5 min
Avg. Velocity = 1.7 fps,  Avg. Travel Time= 0.9 min

Peak Depth= 0.13' @ 12.92 hrs
Capacity at bank full= 15.23 cfs
Inlet Invert= 39.53',  Outlet Invert= 38.10'
18.0" Diameter Pipe,  n= 0.011  Concrete pipe, straight & clean
Length= 95.0'   Slope= 0.0151 '/'
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Reach 13R: Grass Channel

Inflow Area = 245,925 sf,  Inflow Depth > 0.16"    for  2 yr event
Inflow = 0.23 cfs @ 12.93 hrs,  Volume= 3,348 cf
Outflow = 0.23 cfs @ 13.08 hrs,  Volume= 3,348 cf,  Atten= 1%,  Lag= 8.7 min

Routing by Stor-Ind+Trans method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Max. Velocity= 0.8 fps,  Min. Travel Time= 5.0 min
Avg. Velocity = 0.4 fps,  Avg. Travel Time= 9.6 min

Peak Depth= 0.06' @ 12.99 hrs
Capacity at bank full= 23.29 cfs
Inlet Invert= 36.00',  Outlet Invert= 32.00'
5.00'  x  1.00'  deep channel,  n= 0.035  High grass
Side Slope Z-value= 0.2 '/'   Top Width= 5.40'
Length= 240.0'   Slope= 0.0167 '/'

Pond 2P: Trench 9

Inflow Area = 1,554 sf,  Inflow Depth = 2.92"    for  2 yr event
Inflow = 0.12 cfs @ 12.00 hrs,  Volume= 378 cf
Outflow = 0.02 cfs @ 12.42 hrs,  Volume= 378 cf,  Atten= 83%,  Lag= 24.9 min
Discarded = 0.02 cfs @ 12.42 hrs,  Volume= 378 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 7.98' @ 12.42 hrs   Surf.Area= 256 sf   Storage= 100 cf
Plug-Flow detention time= 29.6 min calculated for 377 cf (100% of inflow)
Center-of-Mass det. time= 29.5 min ( 780.7 - 751.2 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 323 cf Custom Stage Data (Irregular) Listed below (Recalc)

808 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 256 136.0 0 0 256
8.00 256 136.0 256 256 392
9.00 256 136.0 256 512 528

10.00 256 136.0 256 768 664
10.01 10,000 2,000.0 40 808 317,502

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   
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Discarded OutFlow  Max=0.02 cfs @ 12.42 hrs  HW=7.98'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 3P: Trench 2

Inflow Area = 1,554 sf,  Inflow Depth = 2.92"    for  2 yr event
Inflow = 0.11 cfs @ 12.09 hrs,  Volume= 378 cf
Outflow = 0.02 cfs @ 12.51 hrs,  Volume= 378 cf,  Atten= 80%,  Lag= 25.4 min
Discarded = 0.02 cfs @ 12.51 hrs,  Volume= 378 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 7.98' @ 12.51 hrs   Surf.Area= 256 sf   Storage= 100 cf
Plug-Flow detention time= 29.6 min calculated for 377 cf (100% of inflow)
Center-of-Mass det. time= 29.6 min ( 786.3 - 756.7 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 607 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,519 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 256 136.0 0 0 256
8.00 256 136.0 256 256 392
9.00 256 136.0 256 512 528

10.00 256 136.0 256 768 664
10.10 20,000 3,000.0 751 1,519 715,389

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.02 cfs @ 12.51 hrs  HW=7.98'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)
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Pond 4P: Forebay

[88] Warning: Qout>Qin may require Finer Routing>1

Inflow Area = 109,713 sf,  Inflow Depth = 0.49"    for  2 yr event
Inflow = 0.75 cfs @ 12.30 hrs,  Volume= 4,468 cf
Outflow = 0.96 cfs @ 12.26 hrs,  Volume= 4,255 cf,  Atten= 0%,  Lag= 0.0 min
Discarded = 0.01 cfs @ 12.25 hrs,  Volume= 652 cf
Primary = 0.95 cfs @ 12.26 hrs,  Volume= 3,604 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 43.59' @ 12.25 hrs   Surf.Area= 465 sf   Storage= 428 cf
Plug-Flow detention time= 70.1 min calculated for 4,248 cf (95% of inflow)
Center-of-Mass det. time= 45.5 min ( 910.7 - 865.3 )

Volume Invert Avail.Storage Storage Description
#1 42.00' 646 cf Custom Stage Data (Prismatic) Listed below (Recalc)

Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)
42.00 119 0 0
43.00 293 206 206
44.00 586 440 646

Device Routing Invert Outlet Devices
#1 Primary 43.50' 15.0' long  x 6.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00  3.50  4.00  4.50  5.00  5.50   
Coef. (English)  2.37  2.51  2.70  2.68  2.68  2.67  2.65  2.65  2.65  2.65  
2.66  2.66  2.67  2.69  2.72  2.76  2.83   

#2 Discarded 0.00' 1.020 in/hr Exfiltration over Surface area   

Discarded OutFlow  Max=0.01 cfs @ 12.25 hrs  HW=43.59'   (Free Discharge)
2=Exfiltration  (Exfiltration Controls 0.01 cfs)

Primary OutFlow  Max=0.82 cfs @ 12.26 hrs  HW=43.58'   (Free Discharge)
1=Broad-Crested Rectangular Weir  (Weir Controls 0.82 cfs @ 0.7 fps)

Pond 6P: Infiltration Pond

Inflow Area = 109,713 sf,  Inflow Depth = 0.39"    for  2 yr event
Inflow = 0.95 cfs @ 12.26 hrs,  Volume= 3,604 cf
Outflow = 0.06 cfs @ 15.54 hrs,  Volume= 3,228 cf,  Atten= 94%,  Lag= 196.8 min
Discarded = 0.05 cfs @ 15.54 hrs,  Volume= 3,206 cf
Primary = 0.00 cfs @ 15.54 hrs,  Volume= 22 cf
Secondary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 39.67' @ 15.54 hrs   Surf.Area= 2,325 sf   Storage= 2,278 cf
Plug-Flow detention time= 436.5 min calculated for 3,228 cf (90% of inflow)
Center-of-Mass det. time= 393.2 min ( 1,246.3 - 853.1 )
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Volume Invert Avail.Storage Storage Description
#1 38.50' 18,402 cf Custom Stage Data (Prismatic) Listed below (Recalc)

Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)
38.50 1,459 0 0
39.00 1,957 854 854
40.00 2,510 2,234 3,088
41.00 3,120 2,815 5,903
42.00 3,786 3,453 9,356
43.00 4,509 4,148 13,503
44.00 5,289 4,899 18,402

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 1.020 in/hr Exfiltration over Surface area   
#2 Primary 39.63' 4.0" Vert. Orifice/Grate   C= 0.600   
#3 Primary 41.17' 5.0" Vert. Orifice/Grate   C= 0.600   
#4 Primary 42.60' 2.0' long Sharp-Crested Rectangular Weir   2 End Contraction(s)   
#5 Secondary 43.36' 10.0' long  x 5.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00  3.50  4.00  4.50  5.00  5.50   
Coef. (English)  2.34  2.50  2.70  2.68  2.68  2.66  2.65  2.65  2.65  2.65  
2.67  2.66  2.68  2.70  2.74  2.79  2.88   

Discarded OutFlow  Max=0.05 cfs @ 15.54 hrs  HW=39.67'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.05 cfs)

Primary OutFlow  Max=0.00 cfs @ 15.54 hrs  HW=39.67'   (Free Discharge)
2=Orifice/Grate  (Orifice Controls 0.00 cfs @ 0.6 fps)
3=Orifice/Grate  ( Controls 0.00 cfs)
4=Sharp-Crested Rectangular Weir  ( Controls 0.00 cfs)

Secondary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=38.50'   (Free Discharge)
5=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 7P: Bioretention Area

Inflow Area = 62,740 sf,  Inflow Depth = 0.82"    for  2 yr event
Inflow = 1.42 cfs @ 12.22 hrs,  Volume= 4,295 cf
Outflow = 0.47 cfs @ 12.68 hrs,  Volume= 4,295 cf,  Atten= 67%,  Lag= 27.3 min
Discarded = 0.10 cfs @ 12.68 hrs,  Volume= 3,549 cf
Primary = 0.37 cfs @ 12.68 hrs,  Volume= 746 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 54.56' @ 12.68 hrs   Surf.Area= 1,828 sf   Storage= 1,862 cf
Plug-Flow detention time= 191.1 min calculated for 4,295 cf (100% of inflow)
Center-of-Mass det. time= 191.0 min ( 1,009.3 - 818.3 )

Volume Invert Avail.Storage Storage Description
#1 53.00' 2,748 cf Custom Stage Data (Prismatic) Listed below (Recalc)
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Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)
53.00 593 0 0
54.00 1,350 972 972
55.00 2,202 1,776 2,748

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Surface area   
#2 Primary 54.50' 10.0' long  x 10.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60   
Coef. (English)  2.49  2.56  2.70  2.69  2.68  2.69  2.67  2.64   

Discarded OutFlow  Max=0.10 cfs @ 12.68 hrs  HW=54.56'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.10 cfs)

Primary OutFlow  Max=0.37 cfs @ 12.68 hrs  HW=54.56'   (Free Discharge)
2=Broad-Crested Rectangular Weir  (Weir Controls 0.37 cfs @ 0.6 fps)

Pond 10P: Trench 3

Inflow Area = 3,110 sf,  Inflow Depth = 2.92"    for  2 yr event
Inflow = 0.21 cfs @ 12.09 hrs,  Volume= 756 cf
Outflow = 0.05 cfs @ 12.46 hrs,  Volume= 756 cf,  Atten= 75%,  Lag= 22.4 min
Discarded = 0.05 cfs @ 12.46 hrs,  Volume= 756 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 7.57' @ 12.46 hrs   Surf.Area= 736 sf   Storage= 168 cf
Plug-Flow detention time= 18.5 min calculated for 755 cf (100% of inflow)
Center-of-Mass det. time= 18.4 min ( 775.2 - 756.7 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 1,063 cf Custom Stage Data (Irregular) Listed below (Recalc)

2,656 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 736 376.0 0 0 736
8.00 736 376.0 736 736 1,112
9.00 736 376.0 736 1,472 1,488

10.00 736 376.0 736 2,208 1,864
10.10 10,000 2,000.0 448 2,656 308,924

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.420 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   
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Discarded OutFlow  Max=0.05 cfs @ 12.46 hrs  HW=7.57'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.05 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 11P: Field

Inflow Area = 136,212 sf,  Inflow Depth = 0.29"    for  2 yr event
Inflow = 0.34 cfs @ 12.58 hrs,  Volume= 3,329 cf
Outflow = 0.23 cfs @ 12.92 hrs,  Volume= 3,326 cf,  Atten= 32%,  Lag= 19.9 min
Primary = 0.23 cfs @ 12.92 hrs,  Volume= 3,326 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 40.22' @ 12.92 hrs   Surf.Area= 2,606 sf   Storage= 337 cf
Plug-Flow detention time= 29.5 min calculated for 3,326 cf (100% of inflow)
Center-of-Mass det. time= 29.1 min ( 989.7 - 960.6 )

Volume Invert Avail.Storage Storage Description
#1 40.00' 15,029 cf Custom Stage Data (Prismatic) Listed below (Recalc)

Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)
40.00 480 0 0
41.00 10,219 5,350 5,350
41.50 28,498 9,679 15,029

Device Routing Invert Outlet Devices
#1 Primary 40.00' 12.0"  x 18.0' long Culvert   RCP, rounded edge headwall,  Ke= 0.100   

Outlet Invert= 39.77'   S= 0.0128 '/'   Cc= 0.900   
n= 0.011  Concrete pipe, straight & clean   

Primary OutFlow  Max=0.23 cfs @ 12.92 hrs  HW=40.22'   (Free Discharge)
1=Culvert  (Barrel Controls 0.23 cfs @ 2.7 fps)

Pond 12P: Trench 1

Inflow Area = 1,554 sf,  Inflow Depth = 2.92"    for  2 yr event
Inflow = 0.11 cfs @ 12.09 hrs,  Volume= 378 cf
Outflow = 0.02 cfs @ 11.70 hrs,  Volume= 378 cf,  Atten= 83%,  Lag= 0.0 min
Discarded = 0.02 cfs @ 11.70 hrs,  Volume= 378 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 7.76' @ 12.55 hrs   Surf.Area= 328 sf   Storage= 100 cf
Plug-Flow detention time= 31.3 min calculated for 377 cf (100% of inflow)
Center-of-Mass det. time= 31.3 min ( 788.0 - 756.7 )
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Volume Invert Avail.Storage Storage Description
#1 7.00' 555 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,389 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 328 172.0 0 0 328
8.00 328 172.0 328 328 500
9.00 328 172.0 328 656 672

10.00 328 172.0 328 984 844
10.10 10,000 2,000.0 405 1,389 316,800

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Surface area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.02 cfs @ 11.70 hrs  HW=7.03'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 13P: Trench 4

Inflow Area = 1,554 sf,  Inflow Depth = 2.92"    for  2 yr event
Inflow = 0.11 cfs @ 12.09 hrs,  Volume= 378 cf
Outflow = 0.02 cfs @ 12.50 hrs,  Volume= 378 cf,  Atten= 79%,  Lag= 25.0 min
Discarded = 0.02 cfs @ 12.50 hrs,  Volume= 378 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 7.91' @ 12.50 hrs   Surf.Area= 268 sf   Storage= 98 cf
Plug-Flow detention time= 27.8 min calculated for 377 cf (100% of inflow)
Center-of-Mass det. time= 27.8 min ( 784.5 - 756.7 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 480 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,201 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 268 142.0 0 0 268
8.00 268 142.0 268 268 410
9.00 268 142.0 268 536 552

10.00 268 142.0 268 804 694
10.10 10,000 2,000.0 397 1,201 317,399
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Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.420 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.02 cfs @ 12.50 hrs  HW=7.91'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 14P: Trench 5

Inflow Area = 1,554 sf,  Inflow Depth = 2.92"    for  2 yr event
Inflow = 0.11 cfs @ 12.09 hrs,  Volume= 378 cf
Outflow = 0.02 cfs @ 12.51 hrs,  Volume= 378 cf,  Atten= 80%,  Lag= 25.3 min
Discarded = 0.02 cfs @ 12.51 hrs,  Volume= 378 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 7.97' @ 12.51 hrs   Surf.Area= 256 sf   Storage= 100 cf
Plug-Flow detention time= 29.4 min calculated for 377 cf (100% of inflow)
Center-of-Mass det. time= 29.4 min ( 786.1 - 756.7 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 465 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,163 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 256 136.0 0 0 256
8.00 256 136.0 256 256 392
9.00 256 136.0 256 512 528

10.00 256 136.0 256 768 664
10.10 10,000 2,000.0 395 1,163 317,502

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.420 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.02 cfs @ 12.51 hrs  HW=7.97'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)
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Pond 15P: Trench 8

Inflow Area = 1,554 sf,  Inflow Depth = 2.92"    for  2 yr event
Inflow = 0.11 cfs @ 12.09 hrs,  Volume= 378 cf
Outflow = 0.02 cfs @ 12.53 hrs,  Volume= 378 cf,  Atten= 81%,  Lag= 26.4 min
Discarded = 0.02 cfs @ 12.53 hrs,  Volume= 378 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 8.23' @ 12.53 hrs   Surf.Area= 216 sf   Storage= 106 cf
Plug-Flow detention time= 35.7 min calculated for 377 cf (100% of inflow)
Center-of-Mass det. time= 35.7 min ( 792.4 - 756.7 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 415 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,038 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 216 116.0 0 0 216
8.00 216 116.0 216 216 332
9.00 216 116.0 216 432 448

10.00 216 116.0 216 648 564
10.10 10,000 2,000.0 390 1,038 317,803

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.420 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.02 cfs @ 12.53 hrs  HW=8.23'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 16P: Trench 6

Inflow Area = 1,554 sf,  Inflow Depth = 2.92"    for  2 yr event
Inflow = 0.12 cfs @ 12.00 hrs,  Volume= 378 cf
Outflow = 0.03 cfs @ 12.37 hrs,  Volume= 378 cf,  Atten= 79%,  Lag= 22.0 min
Discarded = 0.03 cfs @ 12.37 hrs,  Volume= 378 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 7.58' @ 12.37 hrs   Surf.Area= 364 sf   Storage= 85 cf
Plug-Flow detention time= 18.8 min calculated for 377 cf (100% of inflow)
Center-of-Mass det. time= 18.8 min ( 770.0 - 751.2 )
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Volume Invert Avail.Storage Storage Description
#1 7.00' 600 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,501 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 364 190.0 0 0 364
8.00 364 190.0 364 364 554
9.00 364 190.0 364 728 744

10.00 364 190.0 364 1,092 934
10.10 10,000 2,000.0 409 1,501 316,371

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.03 cfs @ 12.37 hrs  HW=7.58'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.03 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 17P: Upper Forebay

[88] Warning: Qout>Qin may require Finer Routing>1

Inflow Area = 62,740 sf,  Inflow Depth = 1.18"    for  2 yr event
Inflow = 1.43 cfs @ 12.22 hrs,  Volume= 6,150 cf
Outflow = 1.46 cfs @ 12.22 hrs,  Volume= 6,037 cf,  Atten= 0%,  Lag= 0.0 min
Discarded = 0.03 cfs @ 12.22 hrs,  Volume= 1,743 cf
Primary = 1.42 cfs @ 12.22 hrs,  Volume= 4,295 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 54.86' @ 12.22 hrs   Surf.Area= 544 sf   Storage= 583 cf
Plug-Flow detention time= 76.0 min calculated for 6,027 cf (98% of inflow)
Center-of-Mass det. time= 66.1 min ( 928.0 - 861.9 )

Volume Invert Avail.Storage Storage Description
#1 53.00' 644 cf Custom Stage Data (Prismatic) Listed below

Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)
53.00 88 0 0
54.00 309 199 199
55.00 581 445 644
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Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Surface area   
#2 Primary 54.75' 15.0' long  x 3.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00  3.50  4.00  4.50   
Coef. (English)  2.44  2.58  2.68  2.67  2.65  2.64  2.64  2.68  2.68  2.72  
2.81  2.92  2.97  3.07  3.32   

Discarded OutFlow  Max=0.03 cfs @ 12.22 hrs  HW=54.86'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.03 cfs)

Primary OutFlow  Max=1.39 cfs @ 12.22 hrs  HW=54.86'   (Free Discharge)
2=Broad-Crested Rectangular Weir  (Weir Controls 1.39 cfs @ 0.8 fps)

Pond 18P: Trench 7

Inflow Area = 1,554 sf,  Inflow Depth = 2.92"    for  2 yr event
Inflow = 0.12 cfs @ 12.00 hrs,  Volume= 378 cf
Outflow = 0.03 cfs @ 12.37 hrs,  Volume= 378 cf,  Atten= 79%,  Lag= 22.0 min
Discarded = 0.03 cfs @ 12.37 hrs,  Volume= 378 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 7.58' @ 12.37 hrs   Surf.Area= 364 sf   Storage= 85 cf
Plug-Flow detention time= 18.8 min calculated for 378 cf (100% of inflow)
Center-of-Mass det. time= 18.7 min ( 769.9 - 751.2 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 453 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,133 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 364 190.0 0 0 364
8.00 364 190.0 364 364 554
9.00 364 190.0 364 728 744

10.00 364 190.0 364 1,092 934
10.01 10,000 2,000.0 41 1,133 316,371

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.03 cfs @ 12.37 hrs  HW=7.58'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.03 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)
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Link 8L: Wood Road Culvert (POA#1)

Inflow Area = 333,158 sf,  Inflow Depth > 0.14"    for  2 yr event
Inflow = 0.24 cfs @ 13.09 hrs,  Volume= 3,943 cf
Primary = 0.24 cfs @ 13.09 hrs,  Volume= 3,943 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Link 9L: Northern Wetland (POA#3)

Inflow Area = 140,271 sf,  Inflow Depth = 0.00"    for  2 yr event
Inflow = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Link 10L: Ipswich River (POA#2)

Inflow Area = 228,010 sf,  Inflow Depth = 0.00"    for  2 yr event
Inflow = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Type III 24-hr 10 yr  Rainfall=4.69"C-840 Proposed Condition
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Time span=0.00-30.00 hrs, dt=0.05 hrs, 601 points
Runoff by SCS TR-20 method, UH=SCS

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=46,973 sf   Runoff Depth=2.04"Subcatchment P1: Eastern Development Area
   Flow Length=394'   Tc=19.9 min   CN=73   Runoff=1.71 cfs  7,986 cf

Runoff Area=62,740 sf   Runoff Depth=2.37"Subcatchment P2: Western Development Area
   Flow Length=401'   Tc=15.3 min   CN=77   Runoff=2.98 cfs  12,369 cf

Runoff Area=87,233 sf   Runoff Depth=0.48"Subcatchment P3: South of Access Road
   Flow Length=278'   Tc=13.6 min   CN=48   Runoff=0.44 cfs  3,465 cf

Runoff Area=136,212 sf   Runoff Depth=0.94"Subcatchment P4: North of Access Road
   Flow Length=262'   Tc=25.5 min   CN=57   Runoff=1.71 cfs  10,711 cf

Runoff Area=137,163 sf   Runoff Depth=0.07"Subcatchment P5: Northwest Site
   Flow Length=549'   Tc=21.8 min   CN=36   Runoff=0.03 cfs  778 cf

Runoff Area=1,554 sf   Runoff Depth=4.45"Subcatchment P5A: Unit 11 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.16 cfs  577 cf

Runoff Area=1,554 sf   Runoff Depth=4.45"Subcatchment P5B: Unit 12 Rear Roof and Deck
   Tc=0.0 min   CN=98   Runoff=0.19 cfs  577 cf

Runoff Area=215,576 sf   Runoff Depth=0.03"Subcatchment P6: Southwest Site
   Flow Length=234'   Tc=10.9 min   CN=34   Runoff=0.02 cfs  580 cf

Runoff Area=1,554 sf   Runoff Depth=4.45"Subcatchment P6A: Unit 2 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.16 cfs  577 cf

Runoff Area=1,554 sf   Runoff Depth=4.45"Subcatchment P6B: Unit 3 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.16 cfs  577 cf

Runoff Area=3,110 sf   Runoff Depth=4.45"Subcatchment P6C: Unit 4,5,6 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.32 cfs  1,154 cf

Runoff Area=1,554 sf   Runoff Depth=4.45"Subcatchment P6D: Unit 7 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.16 cfs  577 cf

Runoff Area=1,554 sf   Runoff Depth=4.45"Subcatchment P6E: Unit 8 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.16 cfs  577 cf

Runoff Area=1,554 sf   Runoff Depth=4.45"Subcatchment P6F: Unit 9 Rear Roof and Deck
   Tc=0.0 min   CN=98   Runoff=0.19 cfs  577 cf

Runoff Area=1,554 sf   Runoff Depth=4.45"Subcatchment P6G: Unit 10 Rear Roof and Deck
   Tc=0.0 min   CN=98   Runoff=0.19 cfs  577 cf
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Peak Depth=0.26'   Max Vel=2.7 fps   Inflow=2.67 cfs  5,584 cfReach 8R: Swale
n=0.035   L=292.0'   S=0.0334 '/'   Capacity=34.69 cfs   Outflow=2.61 cfs  5,584 cf

   Inflow=1.78 cfs  23,490 cfReach 11R: Total Site
   Outflow=1.78 cfs  23,490 cf

Peak Depth=0.33'   Max Vel=5.6 fps   Inflow=1.58 cfs  18,667 cfReach 12R: Pipe
D=18.0"   n=0.011   L=95.0'   S=0.0151 '/'   Capacity=15.23 cfs   Outflow=1.58 cfs  18,667 cf

Peak Depth=0.18'   Max Vel=1.7 fps   Inflow=1.58 cfs  18,667 cfReach 13R: Grass Channel
n=0.035   L=240.0'   S=0.0167 '/'   Capacity=23.29 cfs   Outflow=1.58 cfs  18,667 cf

Peak Elev=8.69'  Storage=173 cf   Inflow=0.19 cfs  577 cfPond 2P: Trench 9
   Discarded=0.03 cfs  577 cf   Primary=0.00 cfs  0 cf   Outflow=0.03 cfs  577 cf

Peak Elev=8.69'  Storage=173 cf   Inflow=0.16 cfs  577 cfPond 3P: Trench 2
   Discarded=0.03 cfs  577 cf   Primary=0.00 cfs  0 cf   Outflow=0.03 cfs  577 cf

Peak Elev=43.74'  Storage=504 cf   Inflow=4.24 cfs  13,570 cfPond 4P: Forebay
   Discarded=0.01 cfs  694 cf   Primary=4.26 cfs  12,661 cf   Outflow=4.27 cfs  13,355 cf

Peak Elev=41.22'  Storage=6,590 cf   Inflow=4.26 cfs  12,661 cfPond 6P: Infiltration Pond
   Discarded=0.08 cfs  3,748 cf   Primary=0.51 cfs  7,959 cf   Secondary=0.00 cfs  0 cf   Outflow=0.59 cfs  11,708 cf

Peak Elev=54.72'  Storage=2,174 cf   Inflow=2.95 cfs  10,379 cfPond 7P: Bioretention Area
   Discarded=0.11 cfs  4,795 cf   Primary=2.67 cfs  5,584 cf   Outflow=2.78 cfs  10,379 cf

Peak Elev=8.04'  Storage=306 cf   Inflow=0.32 cfs  1,154 cfPond 10P: Trench 3
   Discarded=0.06 cfs  1,154 cf   Primary=0.00 cfs  0 cf   Outflow=0.06 cfs  1,154 cf

Peak Elev=40.53'  Storage=1,625 cf   Inflow=1.71 cfs  10,711 cfPond 11P: Field
12.0" x 18.0' Culvert   Outflow=1.11 cfs  10,708 cf

Peak Elev=8.39'  Storage=182 cf   Inflow=0.16 cfs  577 cfPond 12P: Trench 1
   Discarded=0.02 cfs  577 cf   Primary=0.00 cfs  0 cf   Outflow=0.02 cfs  577 cf

Peak Elev=8.59'  Storage=170 cf   Inflow=0.16 cfs  577 cfPond 13P: Trench 4
   Discarded=0.03 cfs  577 cf   Primary=0.00 cfs  0 cf   Outflow=0.03 cfs  577 cf

Peak Elev=8.69'  Storage=173 cf   Inflow=0.16 cfs  577 cfPond 14P: Trench 5
   Discarded=0.03 cfs  577 cf   Primary=0.00 cfs  0 cf   Outflow=0.03 cfs  577 cf

Peak Elev=9.10'  Storage=181 cf   Inflow=0.16 cfs  577 cfPond 15P: Trench 8
   Discarded=0.03 cfs  577 cf   Primary=0.00 cfs  0 cf   Outflow=0.03 cfs  577 cf

Peak Elev=8.06'  Storage=154 cf   Inflow=0.19 cfs  577 cfPond 16P: Trench 6
   Discarded=0.03 cfs  577 cf   Primary=0.00 cfs  0 cf   Outflow=0.03 cfs  577 cf

Peak Elev=54.94'  Storage=615 cf   Inflow=2.98 cfs  12,369 cfPond 17P: Upper Forebay
   Discarded=0.03 cfs  1,875 cf   Primary=2.95 cfs  10,379 cf   Outflow=2.98 cfs  12,254 cf
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Peak Elev=8.06'  Storage=154 cf   Inflow=0.19 cfs  577 cfPond 18P: Trench 7
   Discarded=0.03 cfs  577 cf   Primary=0.00 cfs  0 cf   Outflow=0.03 cfs  577 cf

   Inflow=1.78 cfs  22,132 cfLink 8L: Wood Road Culvert (POA#1)
   Primary=1.78 cfs  22,132 cf

   Inflow=0.03 cfs  778 cfLink 9L: Northern Wetland (POA#3)
   Primary=0.03 cfs  778 cf

   Inflow=0.02 cfs  580 cfLink 10L: Ipswich River (POA#2)
   Primary=0.02 cfs  580 cf

Total Runoff Area = 701,439 sf   Runoff Volume = 41,657 cf   Average Runoff Depth = 0.71"
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Subcatchment P1: Eastern Development Area

Runoff = 1.71 cfs @ 12.29 hrs,  Volume= 7,986 cf,  Depth= 2.04"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 10 yr  Rainfall=4.69"

Area (sf) CN Description
19,843 98 Paved parking & roofs
13,827 39 >75% Grass cover, Good, HSG A

2,370 61 >75% Grass cover, Good, HSG B
10,933 74 >75% Grass cover, Good, HSG C
46,973 73 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
13.9 77 0.0129 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
0.1 5 0.0150 0.7 Sheet Flow, B to C

Smooth surfaces   n= 0.011   P2= 3.15"
1.2 4 0.0150 0.1 Sheet Flow, C to D

Grass: Dense   n= 0.240   P2= 3.15"
0.2 14 0.0285 1.1 Sheet Flow, D to E

Smooth surfaces   n= 0.011   P2= 3.15"
0.1 32 0.1150 6.9 Shallow Concentrated Flow, E to F

Paved   Kv= 20.3 fps
4.4 262 0.0460 1.0 5.95 Channel Flow, F to G

Area= 6.0 sf  Perim= 9.3'  r= 0.65'
n= 0.240  Sheet flow over Dense Grass

19.9 394 Total

Subcatchment P2: Western Development Area

Runoff = 2.98 cfs @ 12.22 hrs,  Volume= 12,369 cf,  Depth= 2.37"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 10 yr  Rainfall=4.69"

Area (sf) CN Description
40,549 98 Paved parking & roofs
22,191 39 >75% Grass cover, Good, HSG A
62,740 77 Weighted Average
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
13.5 98 0.0224 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
1.2 160 0.0112 2.1 Shallow Concentrated Flow, B to C

Paved   Kv= 20.3 fps
0.6 143 0.0210 4.1 0.81 Circular Channel (pipe), C to D

Diam= 6.0"  Area= 0.2 sf  Perim= 1.6'  r= 0.13'
n= 0.013  Corrugated PE, smooth interior

15.3 401 Total

Subcatchment P3: South of Access Road

Runoff = 0.44 cfs @ 12.39 hrs,  Volume= 3,465 cf,  Depth= 0.48"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 10 yr  Rainfall=4.69"

Area (sf) CN Description
32,400 30 Meadow, non-grazed, HSG A
50,084 58 Meadow, non-grazed, HSG B

4,749 71 Meadow, non-grazed, HSG C
87,233 48 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.6 25 0.3200 0.3 Sheet Flow, A to B
Grass: Dense   n= 0.240   P2= 3.15"

8.7 75 0.0400 0.1 Sheet Flow, B to C
Grass: Dense   n= 0.240   P2= 3.15"

3.3 178 0.0168 0.9 Shallow Concentrated Flow, C to D
Short Grass Pasture   Kv= 7.0 fps

13.6 278 Total

Subcatchment P4: North of Access Road

Runoff = 1.71 cfs @ 12.43 hrs,  Volume= 10,711 cf,  Depth= 0.94"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 10 yr  Rainfall=4.69"

Area (sf) CN Description
31,204 30 Meadow, non-grazed, HSG A
48,458 58 Meadow, non-grazed, HSG B
56,550 71 Meadow, non-grazed, HSG C

136,212 57 Weighted Average
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
23.3 100 0.0060 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
2.2 162 0.0310 1.2 Shallow Concentrated Flow, B to C

Short Grass Pasture   Kv= 7.0 fps
25.5 262 Total

Subcatchment P5: Northwest Site

Runoff = 0.03 cfs @ 15.54 hrs,  Volume= 778 cf,  Depth= 0.07"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 10 yr  Rainfall=4.69"

Area (sf) CN Description
102,199 30 Meadow, non-grazed, HSG A

16,611 58 Meadow, non-grazed, HSG B
5,517 71 Meadow, non-grazed, HSG C

12,836 39 >75% Grass cover, Good, HSG A
137,163 36 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
17.6 100 0.0120 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
4.2 449 0.0660 1.8 Shallow Concentrated Flow, B to POA 3

Short Grass Pasture   Kv= 7.0 fps
21.8 549 Total

Subcatchment P5A: Unit 11 Rear Roof and Deck

Runoff = 0.16 cfs @ 12.09 hrs,  Volume= 577 cf,  Depth= 4.45"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 10 yr  Rainfall=4.69"

Area (sf) CN Description
1,554 98

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min
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Subcatchment P5B: Unit 12 Rear Roof and Deck

[46] Hint: Tc=0 (Instant runoff peak depends on dt)

Runoff = 0.19 cfs @ 12.00 hrs,  Volume= 577 cf,  Depth= 4.45"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 10 yr  Rainfall=4.69"

Area (sf) CN Description
1,554 98

Subcatchment P6: Southwest Site

Runoff = 0.02 cfs @ 17.23 hrs,  Volume= 580 cf,  Depth= 0.03"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 10 yr  Rainfall=4.69"

Area (sf) CN Description
172,547 30 Meadow, non-grazed, HSG A

11,073 78 Meadow, non-grazed, HSG D
31,956 39 >75% Grass cover, Good, HSG A

215,576 34 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.4 22 0.3180 0.3 Sheet Flow, A to B
Grass: Dense   n= 0.240   P2= 3.15"

8.3 50 0.0200 0.1 Sheet Flow, B to C
Grass: Dense   n= 0.240   P2= 3.15"

1.2 162 0.1046 2.3 Shallow Concentrated Flow, C to POA #3
Short Grass Pasture   Kv= 7.0 fps

10.9 234 Total

Subcatchment P6A: Unit 2 Rear Roof and Deck

Runoff = 0.16 cfs @ 12.09 hrs,  Volume= 577 cf,  Depth= 4.45"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 10 yr  Rainfall=4.69"

Area (sf) CN Description
1,554 98 Paved parking & roofs

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min
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Subcatchment P6B: Unit 3 Rear Roof and Deck

Runoff = 0.16 cfs @ 12.09 hrs,  Volume= 577 cf,  Depth= 4.45"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 10 yr  Rainfall=4.69"

Area (sf) CN Description
1,554 98 Paved parking & roofs

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min

Subcatchment P6C: Unit 4,5,6 Rear Roof and Deck

Runoff = 0.32 cfs @ 12.09 hrs,  Volume= 1,154 cf,  Depth= 4.45"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 10 yr  Rainfall=4.69"

Area (sf) CN Description
3,110 98 Paved parking & roofs

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min

Subcatchment P6D: Unit 7 Rear Roof and Deck

Runoff = 0.16 cfs @ 12.09 hrs,  Volume= 577 cf,  Depth= 4.45"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 10 yr  Rainfall=4.69"

Area (sf) CN Description
1,554 98

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min
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Subcatchment P6E: Unit 8 Rear Roof and Deck

Runoff = 0.16 cfs @ 12.09 hrs,  Volume= 577 cf,  Depth= 4.45"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 10 yr  Rainfall=4.69"

Area (sf) CN Description
1,554 98

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min

Subcatchment P6F: Unit 9 Rear Roof and Deck

[46] Hint: Tc=0 (Instant runoff peak depends on dt)

Runoff = 0.19 cfs @ 12.00 hrs,  Volume= 577 cf,  Depth= 4.45"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 10 yr  Rainfall=4.69"

Area (sf) CN Description
1,554 98

Subcatchment P6G: Unit 10 Rear Roof and Deck

[46] Hint: Tc=0 (Instant runoff peak depends on dt)

Runoff = 0.19 cfs @ 12.00 hrs,  Volume= 577 cf,  Depth= 4.45"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 10 yr  Rainfall=4.69"

Area (sf) CN Description
1,554 98

Reach 8R: Swale

[65] Warning: Inlet elevation not specified

Inflow Area = 62,740 sf,  Inflow Depth = 1.07"    for  10 yr event
Inflow = 2.67 cfs @ 12.28 hrs,  Volume= 5,584 cf
Outflow = 2.61 cfs @ 12.35 hrs,  Volume= 5,584 cf,  Atten= 2%,  Lag= 4.5 min
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Routing by Stor-Ind+Trans method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Max. Velocity= 2.7 fps,  Min. Travel Time= 1.8 min
Avg. Velocity = 0.9 fps,  Avg. Travel Time= 5.3 min

Peak Depth= 0.26' @ 12.31 hrs
Capacity at bank full= 34.69 cfs
3.00'  x  1.00'  deep channel,  n= 0.035  High grass
Side Slope Z-value= 3.0 '/'   Top Width= 9.00'
Length= 292.0'   Slope= 0.0334 '/'

Reach 11R: Total Site

[40] Hint: Not Described (Outflow=Inflow)

Inflow Area = 701,439 sf,  Inflow Depth > 0.40"    for  10 yr event
Inflow = 1.78 cfs @ 12.82 hrs,  Volume= 23,490 cf
Outflow = 1.78 cfs @ 12.82 hrs,  Volume= 23,490 cf,  Atten= 0%,  Lag= 0.0 min

Routing by Stor-Ind+Trans method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Reach 12R: Pipe

[52] Hint: Inlet conditions not evaluated
[81] Warning: Exceeded Pond 6P by 0.64' @ 12.20 hrs
[79] Warning: Submerged Pond 11P Primary device # 1 OUTLET by 0.09'

Inflow Area = 245,925 sf,  Inflow Depth > 0.91"    for  10 yr event
Inflow = 1.58 cfs @ 12.79 hrs,  Volume= 18,667 cf
Outflow = 1.58 cfs @ 12.79 hrs,  Volume= 18,667 cf,  Atten= 0%,  Lag= 0.4 min

Routing by Stor-Ind+Trans method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Max. Velocity= 5.6 fps,  Min. Travel Time= 0.3 min
Avg. Velocity = 2.6 fps,  Avg. Travel Time= 0.6 min

Peak Depth= 0.33' @ 12.78 hrs
Capacity at bank full= 15.23 cfs
Inlet Invert= 39.53',  Outlet Invert= 38.10'
18.0" Diameter Pipe,  n= 0.011  Concrete pipe, straight & clean
Length= 95.0'   Slope= 0.0151 '/'

Reach 13R: Grass Channel

Inflow Area = 245,925 sf,  Inflow Depth > 0.91"    for  10 yr event
Inflow = 1.58 cfs @ 12.79 hrs,  Volume= 18,667 cf
Outflow = 1.58 cfs @ 12.86 hrs,  Volume= 18,667 cf,  Atten= 0%,  Lag= 4.1 min

Routing by Stor-Ind+Trans method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Max. Velocity= 1.7 fps,  Min. Travel Time= 2.4 min
Avg. Velocity = 0.7 fps,  Avg. Travel Time= 5.7 min
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Peak Depth= 0.18' @ 12.82 hrs
Capacity at bank full= 23.29 cfs
Inlet Invert= 36.00',  Outlet Invert= 32.00'
5.00'  x  1.00'  deep channel,  n= 0.035  High grass
Side Slope Z-value= 0.2 '/'   Top Width= 5.40'
Length= 240.0'   Slope= 0.0167 '/'

Pond 2P: Trench 9

Inflow Area = 1,554 sf,  Inflow Depth = 4.45"    for  10 yr event
Inflow = 0.19 cfs @ 12.00 hrs,  Volume= 577 cf
Outflow = 0.03 cfs @ 12.45 hrs,  Volume= 577 cf,  Atten= 86%,  Lag= 27.2 min
Discarded = 0.03 cfs @ 12.45 hrs,  Volume= 577 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 8.69' @ 12.45 hrs   Surf.Area= 256 sf   Storage= 173 cf
Plug-Flow detention time= 46.0 min calculated for 577 cf (100% of inflow)
Center-of-Mass det. time= 45.9 min ( 789.4 - 743.5 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 323 cf Custom Stage Data (Irregular) Listed below (Recalc)

808 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 256 136.0 0 0 256
8.00 256 136.0 256 256 392
9.00 256 136.0 256 512 528

10.00 256 136.0 256 768 664
10.01 10,000 2,000.0 40 808 317,502

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.03 cfs @ 12.45 hrs  HW=8.69'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.03 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)
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Pond 3P: Trench 2

Inflow Area = 1,554 sf,  Inflow Depth = 4.45"    for  10 yr event
Inflow = 0.16 cfs @ 12.09 hrs,  Volume= 577 cf
Outflow = 0.03 cfs @ 12.55 hrs,  Volume= 577 cf,  Atten= 83%,  Lag= 27.9 min
Discarded = 0.03 cfs @ 12.55 hrs,  Volume= 577 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 8.69' @ 12.55 hrs   Surf.Area= 256 sf   Storage= 173 cf
Plug-Flow detention time= 46.0 min calculated for 576 cf (100% of inflow)
Center-of-Mass det. time= 45.9 min ( 795.0 - 749.1 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 607 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,519 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 256 136.0 0 0 256
8.00 256 136.0 256 256 392
9.00 256 136.0 256 512 528

10.00 256 136.0 256 768 664
10.10 20,000 3,000.0 751 1,519 715,389

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.03 cfs @ 12.55 hrs  HW=8.69'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.03 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 4P: Forebay

[88] Warning: Qout>Qin may require Finer Routing>1

Inflow Area = 109,713 sf,  Inflow Depth = 1.48"    for  10 yr event
Inflow = 4.24 cfs @ 12.34 hrs,  Volume= 13,570 cf
Outflow = 4.27 cfs @ 12.35 hrs,  Volume= 13,355 cf,  Atten= 0%,  Lag= 0.4 min
Discarded = 0.01 cfs @ 12.35 hrs,  Volume= 694 cf
Primary = 4.26 cfs @ 12.35 hrs,  Volume= 12,661 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
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Peak Elev= 43.74' @ 12.35 hrs   Surf.Area= 510 sf   Storage= 504 cf
Plug-Flow detention time= 24.8 min calculated for 13,355 cf (98% of inflow)
Center-of-Mass det. time= 15.5 min ( 840.3 - 824.8 )

Volume Invert Avail.Storage Storage Description
#1 42.00' 646 cf Custom Stage Data (Prismatic) Listed below (Recalc)

Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)
42.00 119 0 0
43.00 293 206 206
44.00 586 440 646

Device Routing Invert Outlet Devices
#1 Primary 43.50' 15.0' long  x 6.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00  3.50  4.00  4.50  5.00  5.50   
Coef. (English)  2.37  2.51  2.70  2.68  2.68  2.67  2.65  2.65  2.65  2.65  
2.66  2.66  2.67  2.69  2.72  2.76  2.83   

#2 Discarded 0.00' 1.020 in/hr Exfiltration over Surface area   

Discarded OutFlow  Max=0.01 cfs @ 12.35 hrs  HW=43.74'   (Free Discharge)
2=Exfiltration  (Exfiltration Controls 0.01 cfs)

Primary OutFlow  Max=4.25 cfs @ 12.35 hrs  HW=43.74'   (Free Discharge)
1=Broad-Crested Rectangular Weir  (Weir Controls 4.25 cfs @ 1.2 fps)

Pond 6P: Infiltration Pond

Inflow Area = 109,713 sf,  Inflow Depth = 1.38"    for  10 yr event
Inflow = 4.26 cfs @ 12.35 hrs,  Volume= 12,661 cf
Outflow = 0.59 cfs @ 13.24 hrs,  Volume= 11,708 cf,  Atten= 86%,  Lag= 53.2 min
Discarded = 0.08 cfs @ 13.24 hrs,  Volume= 3,748 cf
Primary = 0.51 cfs @ 13.24 hrs,  Volume= 7,959 cf
Secondary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 41.22' @ 13.24 hrs   Surf.Area= 3,263 sf   Storage= 6,590 cf
Plug-Flow detention time= 213.2 min calculated for 11,708 cf (92% of inflow)
Center-of-Mass det. time= 180.7 min ( 1,001.4 - 820.7 )

Volume Invert Avail.Storage Storage Description
#1 38.50' 18,402 cf Custom Stage Data (Prismatic) Listed below (Recalc)
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Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)
38.50 1,459 0 0
39.00 1,957 854 854
40.00 2,510 2,234 3,088
41.00 3,120 2,815 5,903
42.00 3,786 3,453 9,356
43.00 4,509 4,148 13,503
44.00 5,289 4,899 18,402

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 1.020 in/hr Exfiltration over Surface area   
#2 Primary 39.63' 4.0" Vert. Orifice/Grate   C= 0.600   
#3 Primary 41.17' 5.0" Vert. Orifice/Grate   C= 0.600   
#4 Primary 42.60' 2.0' long Sharp-Crested Rectangular Weir   2 End Contraction(s)   
#5 Secondary 43.36' 10.0' long  x 5.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00  3.50  4.00  4.50  5.00  5.50   
Coef. (English)  2.34  2.50  2.70  2.68  2.68  2.66  2.65  2.65  2.65  2.65  
2.67  2.66  2.68  2.70  2.74  2.79  2.88   

Discarded OutFlow  Max=0.08 cfs @ 13.24 hrs  HW=41.22'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.08 cfs)

Primary OutFlow  Max=0.51 cfs @ 13.24 hrs  HW=41.22'   (Free Discharge)
2=Orifice/Grate  (Orifice Controls 0.50 cfs @ 5.7 fps)
3=Orifice/Grate  (Orifice Controls 0.01 cfs @ 0.7 fps)
4=Sharp-Crested Rectangular Weir  ( Controls 0.00 cfs)

Secondary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=38.50'   (Free Discharge)
5=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 7P: Bioretention Area

Inflow Area = 62,740 sf,  Inflow Depth = 1.99"    for  10 yr event
Inflow = 2.95 cfs @ 12.22 hrs,  Volume= 10,379 cf
Outflow = 2.78 cfs @ 12.28 hrs,  Volume= 10,379 cf,  Atten= 6%,  Lag= 3.6 min
Discarded = 0.11 cfs @ 12.28 hrs,  Volume= 4,795 cf
Primary = 2.67 cfs @ 12.28 hrs,  Volume= 5,584 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 54.72' @ 12.28 hrs   Surf.Area= 1,968 sf   Storage= 2,174 cf
Plug-Flow detention time= 113.2 min calculated for 10,361 cf (100% of inflow)
Center-of-Mass det. time= 113.4 min ( 938.3 - 824.9 )

Volume Invert Avail.Storage Storage Description
#1 53.00' 2,748 cf Custom Stage Data (Prismatic) Listed below (Recalc)
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Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)
53.00 593 0 0
54.00 1,350 972 972
55.00 2,202 1,776 2,748

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Surface area   
#2 Primary 54.50' 10.0' long  x 10.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60   
Coef. (English)  2.49  2.56  2.70  2.69  2.68  2.69  2.67  2.64   

Discarded OutFlow  Max=0.11 cfs @ 12.28 hrs  HW=54.72'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.11 cfs)

Primary OutFlow  Max=2.63 cfs @ 12.28 hrs  HW=54.72'   (Free Discharge)
2=Broad-Crested Rectangular Weir  (Weir Controls 2.63 cfs @ 1.2 fps)

Pond 10P: Trench 3

Inflow Area = 3,110 sf,  Inflow Depth = 4.45"    for  10 yr event
Inflow = 0.32 cfs @ 12.09 hrs,  Volume= 1,154 cf
Outflow = 0.06 cfs @ 12.52 hrs,  Volume= 1,154 cf,  Atten= 80%,  Lag= 25.8 min
Discarded = 0.06 cfs @ 12.52 hrs,  Volume= 1,154 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 8.04' @ 12.52 hrs   Surf.Area= 736 sf   Storage= 306 cf
Plug-Flow detention time= 31.0 min calculated for 1,152 cf (100% of inflow)
Center-of-Mass det. time= 30.9 min ( 780.0 - 749.1 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 1,063 cf Custom Stage Data (Irregular) Listed below (Recalc)

2,656 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 736 376.0 0 0 736
8.00 736 376.0 736 736 1,112
9.00 736 376.0 736 1,472 1,488

10.00 736 376.0 736 2,208 1,864
10.10 10,000 2,000.0 448 2,656 308,924

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.420 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   
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Discarded OutFlow  Max=0.06 cfs @ 12.52 hrs  HW=8.04'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.06 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 11P: Field

Inflow Area = 136,212 sf,  Inflow Depth = 0.94"    for  10 yr event
Inflow = 1.71 cfs @ 12.43 hrs,  Volume= 10,711 cf
Outflow = 1.11 cfs @ 12.75 hrs,  Volume= 10,708 cf,  Atten= 35%,  Lag= 19.1 min
Primary = 1.11 cfs @ 12.75 hrs,  Volume= 10,708 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 40.53' @ 12.75 hrs   Surf.Area= 5,647 sf   Storage= 1,625 cf
Plug-Flow detention time= 24.9 min calculated for 10,690 cf (100% of inflow)
Center-of-Mass det. time= 25.0 min ( 934.1 - 909.1 )

Volume Invert Avail.Storage Storage Description
#1 40.00' 15,029 cf Custom Stage Data (Prismatic) Listed below (Recalc)

Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)
40.00 480 0 0
41.00 10,219 5,350 5,350
41.50 28,498 9,679 15,029

Device Routing Invert Outlet Devices
#1 Primary 40.00' 12.0"  x 18.0' long Culvert   RCP, rounded edge headwall,  Ke= 0.100   

Outlet Invert= 39.77'   S= 0.0128 '/'   Cc= 0.900   
n= 0.011  Concrete pipe, straight & clean   

Primary OutFlow  Max=1.11 cfs @ 12.75 hrs  HW=40.53'   (Free Discharge)
1=Culvert  (Barrel Controls 1.11 cfs @ 3.8 fps)

Pond 12P: Trench 1

Inflow Area = 1,554 sf,  Inflow Depth = 4.45"    for  10 yr event
Inflow = 0.16 cfs @ 12.09 hrs,  Volume= 577 cf
Outflow = 0.02 cfs @ 11.60 hrs,  Volume= 577 cf,  Atten= 89%,  Lag= 0.0 min
Discarded = 0.02 cfs @ 11.60 hrs,  Volume= 577 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 8.39' @ 12.71 hrs   Surf.Area= 328 sf   Storage= 182 cf
Plug-Flow detention time= 64.0 min calculated for 576 cf (100% of inflow)
Center-of-Mass det. time= 63.9 min ( 813.0 - 749.1 )
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Volume Invert Avail.Storage Storage Description
#1 7.00' 555 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,389 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 328 172.0 0 0 328
8.00 328 172.0 328 328 500
9.00 328 172.0 328 656 672

10.00 328 172.0 328 984 844
10.10 10,000 2,000.0 405 1,389 316,800

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Surface area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.02 cfs @ 11.60 hrs  HW=7.03'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 13P: Trench 4

Inflow Area = 1,554 sf,  Inflow Depth = 4.45"    for  10 yr event
Inflow = 0.16 cfs @ 12.09 hrs,  Volume= 577 cf
Outflow = 0.03 cfs @ 12.55 hrs,  Volume= 577 cf,  Atten= 83%,  Lag= 27.6 min
Discarded = 0.03 cfs @ 12.55 hrs,  Volume= 577 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 8.59' @ 12.55 hrs   Surf.Area= 268 sf   Storage= 170 cf
Plug-Flow detention time= 43.6 min calculated for 576 cf (100% of inflow)
Center-of-Mass det. time= 43.5 min ( 792.6 - 749.1 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 480 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,201 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 268 142.0 0 0 268
8.00 268 142.0 268 268 410
9.00 268 142.0 268 536 552

10.00 268 142.0 268 804 694
10.10 10,000 2,000.0 397 1,201 317,399
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Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.420 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.03 cfs @ 12.55 hrs  HW=8.59'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.03 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 14P: Trench 5

Inflow Area = 1,554 sf,  Inflow Depth = 4.45"    for  10 yr event
Inflow = 0.16 cfs @ 12.09 hrs,  Volume= 577 cf
Outflow = 0.03 cfs @ 12.55 hrs,  Volume= 577 cf,  Atten= 83%,  Lag= 27.8 min
Discarded = 0.03 cfs @ 12.55 hrs,  Volume= 577 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 8.69' @ 12.55 hrs   Surf.Area= 256 sf   Storage= 173 cf
Plug-Flow detention time= 45.7 min calculated for 576 cf (100% of inflow)
Center-of-Mass det. time= 45.6 min ( 794.7 - 749.1 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 465 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,163 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 256 136.0 0 0 256
8.00 256 136.0 256 256 392
9.00 256 136.0 256 512 528

10.00 256 136.0 256 768 664
10.10 10,000 2,000.0 395 1,163 317,502

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.420 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.03 cfs @ 12.55 hrs  HW=8.69'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.03 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)
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Pond 15P: Trench 8

Inflow Area = 1,554 sf,  Inflow Depth = 4.45"    for  10 yr event
Inflow = 0.16 cfs @ 12.09 hrs,  Volume= 577 cf
Outflow = 0.03 cfs @ 12.56 hrs,  Volume= 577 cf,  Atten= 84%,  Lag= 28.6 min
Discarded = 0.03 cfs @ 12.56 hrs,  Volume= 577 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 9.10' @ 12.56 hrs   Surf.Area= 216 sf   Storage= 181 cf
Plug-Flow detention time= 53.7 min calculated for 576 cf (100% of inflow)
Center-of-Mass det. time= 53.7 min ( 802.8 - 749.1 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 415 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,038 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 216 116.0 0 0 216
8.00 216 116.0 216 216 332
9.00 216 116.0 216 432 448

10.00 216 116.0 216 648 564
10.10 10,000 2,000.0 390 1,038 317,803

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.420 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.03 cfs @ 12.56 hrs  HW=9.10'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.03 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 16P: Trench 6

Inflow Area = 1,554 sf,  Inflow Depth = 4.45"    for  10 yr event
Inflow = 0.19 cfs @ 12.00 hrs,  Volume= 577 cf
Outflow = 0.03 cfs @ 12.42 hrs,  Volume= 577 cf,  Atten= 83%,  Lag= 25.3 min
Discarded = 0.03 cfs @ 12.42 hrs,  Volume= 577 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 8.06' @ 12.42 hrs   Surf.Area= 364 sf   Storage= 154 cf
Plug-Flow detention time= 31.4 min calculated for 577 cf (100% of inflow)
Center-of-Mass det. time= 31.3 min ( 774.9 - 743.5 )
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Volume Invert Avail.Storage Storage Description
#1 7.00' 600 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,501 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 364 190.0 0 0 364
8.00 364 190.0 364 364 554
9.00 364 190.0 364 728 744

10.00 364 190.0 364 1,092 934
10.10 10,000 2,000.0 409 1,501 316,371

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.03 cfs @ 12.42 hrs  HW=8.06'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.03 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 17P: Upper Forebay

Inflow Area = 62,740 sf,  Inflow Depth = 2.37"    for  10 yr event
Inflow = 2.98 cfs @ 12.22 hrs,  Volume= 12,369 cf
Outflow = 2.98 cfs @ 12.22 hrs,  Volume= 12,254 cf,  Atten= 0%,  Lag= 0.3 min
Discarded = 0.03 cfs @ 12.22 hrs,  Volume= 1,875 cf
Primary = 2.95 cfs @ 12.22 hrs,  Volume= 10,379 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 54.94' @ 12.22 hrs   Surf.Area= 564 sf   Storage= 615 cf
Plug-Flow detention time= 40.3 min calculated for 12,234 cf (99% of inflow)
Center-of-Mass det. time= 35.3 min ( 876.6 - 841.3 )

Volume Invert Avail.Storage Storage Description
#1 53.00' 644 cf Custom Stage Data (Prismatic) Listed below

Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)
53.00 88 0 0
54.00 309 199 199
55.00 581 445 644

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Surface area   
#2 Primary 54.75' 15.0' long  x 3.0' breadth Broad-Crested Rectangular Weir   
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Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00  3.50  4.00  4.50   
Coef. (English)  2.44  2.58  2.68  2.67  2.65  2.64  2.64  2.68  2.68  2.72  
2.81  2.92  2.97  3.07  3.32   

Discarded OutFlow  Max=0.03 cfs @ 12.22 hrs  HW=54.93'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.03 cfs)

Primary OutFlow  Max=2.90 cfs @ 12.22 hrs  HW=54.93'   (Free Discharge)
2=Broad-Crested Rectangular Weir  (Weir Controls 2.90 cfs @ 1.0 fps)

Pond 18P: Trench 7

Inflow Area = 1,554 sf,  Inflow Depth = 4.45"    for  10 yr event
Inflow = 0.19 cfs @ 12.00 hrs,  Volume= 577 cf
Outflow = 0.03 cfs @ 12.42 hrs,  Volume= 577 cf,  Atten= 83%,  Lag= 25.3 min
Discarded = 0.03 cfs @ 12.42 hrs,  Volume= 577 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 8.06' @ 12.42 hrs   Surf.Area= 364 sf   Storage= 154 cf
Plug-Flow detention time= 31.3 min calculated for 576 cf (100% of inflow)
Center-of-Mass det. time= 31.3 min ( 774.8 - 743.5 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 453 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,133 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 364 190.0 0 0 364
8.00 364 190.0 364 364 554
9.00 364 190.0 364 728 744

10.00 364 190.0 364 1,092 934
10.01 10,000 2,000.0 41 1,133 316,371

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.03 cfs @ 12.42 hrs  HW=8.06'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.03 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)
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Link 8L: Wood Road Culvert (POA#1)

Inflow Area = 333,158 sf,  Inflow Depth > 0.80"    for  10 yr event
Inflow = 1.78 cfs @ 12.82 hrs,  Volume= 22,132 cf
Primary = 1.78 cfs @ 12.82 hrs,  Volume= 22,132 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Link 9L: Northern Wetland (POA#3)

Inflow Area = 140,271 sf,  Inflow Depth = 0.07"    for  10 yr event
Inflow = 0.03 cfs @ 15.54 hrs,  Volume= 778 cf
Primary = 0.03 cfs @ 15.54 hrs,  Volume= 778 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Link 10L: Ipswich River (POA#2)

Inflow Area = 228,010 sf,  Inflow Depth = 0.03"    for  10 yr event
Inflow = 0.02 cfs @ 17.23 hrs,  Volume= 580 cf
Primary = 0.02 cfs @ 17.23 hrs,  Volume= 580 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
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Time span=0.00-30.00 hrs, dt=0.05 hrs, 601 points
Runoff by SCS TR-20 method, UH=SCS

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=46,973 sf   Runoff Depth=2.97"Subcatchment P1: Eastern Development Area
   Flow Length=394'   Tc=19.9 min   CN=73   Runoff=2.52 cfs  11,637 cf

Runoff Area=62,740 sf   Runoff Depth=3.36"Subcatchment P2: Western Development Area
   Flow Length=401'   Tc=15.3 min   CN=77   Runoff=4.24 cfs  17,552 cf

Runoff Area=87,233 sf   Runoff Depth=0.94"Subcatchment P3: South of Access Road
   Flow Length=278'   Tc=13.6 min   CN=48   Runoff=1.20 cfs  6,826 cf

Runoff Area=136,212 sf   Runoff Depth=1.59"Subcatchment P4: North of Access Road
   Flow Length=262'   Tc=25.5 min   CN=57   Runoff=3.20 cfs  18,067 cf

Runoff Area=137,163 sf   Runoff Depth=0.26"Subcatchment P5: Northwest Site
   Flow Length=549'   Tc=21.8 min   CN=36   Runoff=0.15 cfs  3,023 cf

Runoff Area=1,554 sf   Runoff Depth=5.62"Subcatchment P5A: Unit 11 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.20 cfs  728 cf

Runoff Area=1,554 sf   Runoff Depth=5.62"Subcatchment P5B: Unit 12 Rear Roof and Deck
   Tc=0.0 min   CN=98   Runoff=0.23 cfs  728 cf

Runoff Area=215,576 sf   Runoff Depth=0.18"Subcatchment P6: Southwest Site
   Flow Length=234'   Tc=10.9 min   CN=34   Runoff=0.12 cfs  3,285 cf

Runoff Area=1,554 sf   Runoff Depth=5.62"Subcatchment P6A: Unit 2 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.20 cfs  728 cf

Runoff Area=1,554 sf   Runoff Depth=5.62"Subcatchment P6B: Unit 3 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.20 cfs  728 cf

Runoff Area=3,110 sf   Runoff Depth=5.62"Subcatchment P6C: Unit 4,5,6 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.40 cfs  1,457 cf

Runoff Area=1,554 sf   Runoff Depth=5.62"Subcatchment P6D: Unit 7 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.20 cfs  728 cf

Runoff Area=1,554 sf   Runoff Depth=5.62"Subcatchment P6E: Unit 8 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.20 cfs  728 cf

Runoff Area=1,554 sf   Runoff Depth=5.62"Subcatchment P6F: Unit 9 Rear Roof and Deck
   Tc=0.0 min   CN=98   Runoff=0.23 cfs  728 cf

Runoff Area=1,554 sf   Runoff Depth=5.62"Subcatchment P6G: Unit 10 Rear Roof and Deck
   Tc=0.0 min   CN=98   Runoff=0.23 cfs  728 cf
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Peak Depth=0.32'   Max Vel=3.1 fps   Inflow=4.02 cfs  9,918 cfReach 8R: Swale
n=0.035   L=292.0'   S=0.0334 '/'   Capacity=34.69 cfs   Outflow=3.94 cfs  9,918 cf

   Inflow=3.85 cfs  46,583 cfReach 11R: Total Site
   Outflow=3.85 cfs  46,583 cf

Peak Depth=0.47'   Max Vel=6.8 fps   Inflow=3.20 cfs  33,450 cfReach 12R: Pipe
D=18.0"   n=0.011   L=95.0'   S=0.0151 '/'   Capacity=15.23 cfs   Outflow=3.20 cfs  33,450 cf

Peak Depth=0.28'   Max Vel=2.2 fps   Inflow=3.20 cfs  33,450 cfReach 13R: Grass Channel
n=0.035   L=240.0'   S=0.0167 '/'   Capacity=23.29 cfs   Outflow=3.19 cfs  33,449 cf

Peak Elev=9.27'  Storage=232 cf   Inflow=0.23 cfs  728 cfPond 2P: Trench 9
   Discarded=0.03 cfs  728 cf   Primary=0.00 cfs  0 cf   Outflow=0.03 cfs  728 cf

Peak Elev=9.26'  Storage=232 cf   Inflow=0.20 cfs  728 cfPond 3P: Trench 2
   Discarded=0.03 cfs  728 cf   Primary=0.00 cfs  0 cf   Outflow=0.03 cfs  728 cf

Peak Elev=43.81'  Storage=541 cf   Inflow=6.45 cfs  21,555 cfPond 4P: Forebay
   Discarded=0.01 cfs  727 cf   Primary=6.44 cfs  20,612 cf   Outflow=6.46 cfs  21,339 cf

Peak Elev=42.19'  Storage=10,094 cf   Inflow=6.44 cfs  20,612 cfPond 6P: Infiltration Pond
   Discarded=0.09 cfs  4,085 cf   Primary=1.24 cfs  15,386 cf   Secondary=0.00 cfs  0 cf   Outflow=1.33 cfs  19,470 cf

Peak Elev=54.79'  Storage=2,312 cf   Inflow=4.21 cfs  15,466 cfPond 7P: Bioretention Area
   Discarded=0.11 cfs  5,548 cf   Primary=4.02 cfs  9,918 cf   Outflow=4.13 cfs  15,466 cf

Peak Elev=8.41'  Storage=416 cf   Inflow=0.40 cfs  1,457 cfPond 10P: Trench 3
   Discarded=0.07 cfs  1,457 cf   Primary=0.00 cfs  0 cf   Outflow=0.07 cfs  1,457 cf

Peak Elev=40.76'  Storage=3,177 cf   Inflow=3.20 cfs  18,067 cfPond 11P: Field
12.0" x 18.0' Culvert   Outflow=1.99 cfs  18,064 cf

Peak Elev=8.91'  Storage=251 cf   Inflow=0.20 cfs  728 cfPond 12P: Trench 1
   Discarded=0.02 cfs  728 cf   Primary=0.00 cfs  0 cf   Outflow=0.02 cfs  728 cf

Peak Elev=9.13'  Storage=228 cf   Inflow=0.20 cfs  728 cfPond 13P: Trench 4
   Discarded=0.03 cfs  728 cf   Primary=0.00 cfs  0 cf   Outflow=0.03 cfs  728 cf

Peak Elev=9.26'  Storage=231 cf   Inflow=0.20 cfs  728 cfPond 14P: Trench 5
   Discarded=0.03 cfs  728 cf   Primary=0.00 cfs  0 cf   Outflow=0.03 cfs  728 cf

Peak Elev=9.80'  Storage=242 cf   Inflow=0.20 cfs  728 cfPond 15P: Trench 8
   Discarded=0.03 cfs  728 cf   Primary=0.00 cfs  0 cf   Outflow=0.03 cfs  728 cf

Peak Elev=8.44'  Storage=209 cf   Inflow=0.23 cfs  728 cfPond 16P: Trench 6
   Discarded=0.04 cfs  728 cf   Primary=0.00 cfs  0 cf   Outflow=0.04 cfs  728 cf

Peak Elev=54.98'  Storage=637 cf   Inflow=4.24 cfs  17,552 cfPond 17P: Upper Forebay
   Discarded=0.03 cfs  1,969 cf   Primary=4.21 cfs  15,466 cf   Outflow=4.24 cfs  17,435 cf
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Peak Elev=8.44'  Storage=209 cf   Inflow=0.23 cfs  728 cfPond 18P: Trench 7
   Discarded=0.04 cfs  728 cf   Primary=0.00 cfs  0 cf   Outflow=0.04 cfs  728 cf

   Inflow=3.61 cfs  40,275 cfLink 8L: Wood Road Culvert (POA#1)
   Primary=3.61 cfs  40,275 cf

   Inflow=0.15 cfs  3,023 cfLink 9L: Northern Wetland (POA#3)
   Primary=0.15 cfs  3,023 cf

   Inflow=0.12 cfs  3,285 cfLink 10L: Ipswich River (POA#2)
   Primary=0.12 cfs  3,285 cf

Total Runoff Area = 701,439 sf   Runoff Volume = 67,671 cf   Average Runoff Depth = 1.16"
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Subcatchment P1: Eastern Development Area

Runoff = 2.52 cfs @ 12.28 hrs,  Volume= 11,637 cf,  Depth= 2.97"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 25 yr  Rainfall=5.86"

Area (sf) CN Description
19,843 98 Paved parking & roofs
13,827 39 >75% Grass cover, Good, HSG A

2,370 61 >75% Grass cover, Good, HSG B
10,933 74 >75% Grass cover, Good, HSG C
46,973 73 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
13.9 77 0.0129 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
0.1 5 0.0150 0.7 Sheet Flow, B to C

Smooth surfaces   n= 0.011   P2= 3.15"
1.2 4 0.0150 0.1 Sheet Flow, C to D

Grass: Dense   n= 0.240   P2= 3.15"
0.2 14 0.0285 1.1 Sheet Flow, D to E

Smooth surfaces   n= 0.011   P2= 3.15"
0.1 32 0.1150 6.9 Shallow Concentrated Flow, E to F

Paved   Kv= 20.3 fps
4.4 262 0.0460 1.0 5.95 Channel Flow, F to G

Area= 6.0 sf  Perim= 9.3'  r= 0.65'
n= 0.240  Sheet flow over Dense Grass

19.9 394 Total

Subcatchment P2: Western Development Area

Runoff = 4.24 cfs @ 12.21 hrs,  Volume= 17,552 cf,  Depth= 3.36"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 25 yr  Rainfall=5.86"

Area (sf) CN Description
40,549 98 Paved parking & roofs
22,191 39 >75% Grass cover, Good, HSG A
62,740 77 Weighted Average
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
13.5 98 0.0224 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
1.2 160 0.0112 2.1 Shallow Concentrated Flow, B to C

Paved   Kv= 20.3 fps
0.6 143 0.0210 4.1 0.81 Circular Channel (pipe), C to D

Diam= 6.0"  Area= 0.2 sf  Perim= 1.6'  r= 0.13'
n= 0.013  Corrugated PE, smooth interior

15.3 401 Total

Subcatchment P3: South of Access Road

Runoff = 1.20 cfs @ 12.25 hrs,  Volume= 6,826 cf,  Depth= 0.94"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 25 yr  Rainfall=5.86"

Area (sf) CN Description
32,400 30 Meadow, non-grazed, HSG A
50,084 58 Meadow, non-grazed, HSG B

4,749 71 Meadow, non-grazed, HSG C
87,233 48 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.6 25 0.3200 0.3 Sheet Flow, A to B
Grass: Dense   n= 0.240   P2= 3.15"

8.7 75 0.0400 0.1 Sheet Flow, B to C
Grass: Dense   n= 0.240   P2= 3.15"

3.3 178 0.0168 0.9 Shallow Concentrated Flow, C to D
Short Grass Pasture   Kv= 7.0 fps

13.6 278 Total

Subcatchment P4: North of Access Road

Runoff = 3.20 cfs @ 12.40 hrs,  Volume= 18,067 cf,  Depth= 1.59"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 25 yr  Rainfall=5.86"

Area (sf) CN Description
31,204 30 Meadow, non-grazed, HSG A
48,458 58 Meadow, non-grazed, HSG B
56,550 71 Meadow, non-grazed, HSG C

136,212 57 Weighted Average
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
23.3 100 0.0060 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
2.2 162 0.0310 1.2 Shallow Concentrated Flow, B to C

Short Grass Pasture   Kv= 7.0 fps
25.5 262 Total

Subcatchment P5: Northwest Site

Runoff = 0.15 cfs @ 12.72 hrs,  Volume= 3,023 cf,  Depth= 0.26"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 25 yr  Rainfall=5.86"

Area (sf) CN Description
102,199 30 Meadow, non-grazed, HSG A

16,611 58 Meadow, non-grazed, HSG B
5,517 71 Meadow, non-grazed, HSG C

12,836 39 >75% Grass cover, Good, HSG A
137,163 36 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
17.6 100 0.0120 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
4.2 449 0.0660 1.8 Shallow Concentrated Flow, B to POA 3

Short Grass Pasture   Kv= 7.0 fps
21.8 549 Total

Subcatchment P5A: Unit 11 Rear Roof and Deck

Runoff = 0.20 cfs @ 12.09 hrs,  Volume= 728 cf,  Depth= 5.62"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 25 yr  Rainfall=5.86"

Area (sf) CN Description
1,554 98

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min
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Subcatchment P5B: Unit 12 Rear Roof and Deck

[46] Hint: Tc=0 (Instant runoff peak depends on dt)

Runoff = 0.23 cfs @ 12.00 hrs,  Volume= 728 cf,  Depth= 5.62"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 25 yr  Rainfall=5.86"

Area (sf) CN Description
1,554 98

Subcatchment P6: Southwest Site

Runoff = 0.12 cfs @ 13.82 hrs,  Volume= 3,285 cf,  Depth= 0.18"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 25 yr  Rainfall=5.86"

Area (sf) CN Description
172,547 30 Meadow, non-grazed, HSG A

11,073 78 Meadow, non-grazed, HSG D
31,956 39 >75% Grass cover, Good, HSG A

215,576 34 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.4 22 0.3180 0.3 Sheet Flow, A to B
Grass: Dense   n= 0.240   P2= 3.15"

8.3 50 0.0200 0.1 Sheet Flow, B to C
Grass: Dense   n= 0.240   P2= 3.15"

1.2 162 0.1046 2.3 Shallow Concentrated Flow, C to POA #3
Short Grass Pasture   Kv= 7.0 fps

10.9 234 Total

Subcatchment P6A: Unit 2 Rear Roof and Deck

Runoff = 0.20 cfs @ 12.09 hrs,  Volume= 728 cf,  Depth= 5.62"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 25 yr  Rainfall=5.86"

Area (sf) CN Description
1,554 98 Paved parking & roofs

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min
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Subcatchment P6B: Unit 3 Rear Roof and Deck

Runoff = 0.20 cfs @ 12.09 hrs,  Volume= 728 cf,  Depth= 5.62"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 25 yr  Rainfall=5.86"

Area (sf) CN Description
1,554 98 Paved parking & roofs

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min

Subcatchment P6C: Unit 4,5,6 Rear Roof and Deck

Runoff = 0.40 cfs @ 12.09 hrs,  Volume= 1,457 cf,  Depth= 5.62"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 25 yr  Rainfall=5.86"

Area (sf) CN Description
3,110 98 Paved parking & roofs

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min

Subcatchment P6D: Unit 7 Rear Roof and Deck

Runoff = 0.20 cfs @ 12.09 hrs,  Volume= 728 cf,  Depth= 5.62"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 25 yr  Rainfall=5.86"

Area (sf) CN Description
1,554 98

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min
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Subcatchment P6E: Unit 8 Rear Roof and Deck

Runoff = 0.20 cfs @ 12.09 hrs,  Volume= 728 cf,  Depth= 5.62"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 25 yr  Rainfall=5.86"

Area (sf) CN Description
1,554 98

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min

Subcatchment P6F: Unit 9 Rear Roof and Deck

[46] Hint: Tc=0 (Instant runoff peak depends on dt)

Runoff = 0.23 cfs @ 12.00 hrs,  Volume= 728 cf,  Depth= 5.62"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 25 yr  Rainfall=5.86"

Area (sf) CN Description
1,554 98

Subcatchment P6G: Unit 10 Rear Roof and Deck

[46] Hint: Tc=0 (Instant runoff peak depends on dt)

Runoff = 0.23 cfs @ 12.00 hrs,  Volume= 728 cf,  Depth= 5.62"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 25 yr  Rainfall=5.86"

Area (sf) CN Description
1,554 98

Reach 8R: Swale

[65] Warning: Inlet elevation not specified

Inflow Area = 62,740 sf,  Inflow Depth = 1.90"    for  25 yr event
Inflow = 4.02 cfs @ 12.25 hrs,  Volume= 9,918 cf
Outflow = 3.94 cfs @ 12.30 hrs,  Volume= 9,918 cf,  Atten= 2%,  Lag= 2.9 min
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Routing by Stor-Ind+Trans method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Max. Velocity= 3.1 fps,  Min. Travel Time= 1.6 min
Avg. Velocity = 1.0 fps,  Avg. Travel Time= 4.7 min

Peak Depth= 0.32' @ 12.27 hrs
Capacity at bank full= 34.69 cfs
3.00'  x  1.00'  deep channel,  n= 0.035  High grass
Side Slope Z-value= 3.0 '/'   Top Width= 9.00'
Length= 292.0'   Slope= 0.0334 '/'

Reach 11R: Total Site

[40] Hint: Not Described (Outflow=Inflow)

Inflow Area = 701,439 sf,  Inflow Depth > 0.80"    for  25 yr event
Inflow = 3.85 cfs @ 12.77 hrs,  Volume= 46,583 cf
Outflow = 3.85 cfs @ 12.77 hrs,  Volume= 46,583 cf,  Atten= 0%,  Lag= 0.0 min

Routing by Stor-Ind+Trans method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Reach 12R: Pipe

[52] Hint: Inlet conditions not evaluated
[81] Warning: Exceeded Pond 6P by 0.70' @ 12.00 hrs
[79] Warning: Submerged Pond 11P Primary device # 1 OUTLET by 0.23'

Inflow Area = 245,925 sf,  Inflow Depth > 1.63"    for  25 yr event
Inflow = 3.20 cfs @ 12.77 hrs,  Volume= 33,450 cf
Outflow = 3.20 cfs @ 12.78 hrs,  Volume= 33,450 cf,  Atten= 0%,  Lag= 0.8 min

Routing by Stor-Ind+Trans method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Max. Velocity= 6.8 fps,  Min. Travel Time= 0.2 min
Avg. Velocity = 3.0 fps,  Avg. Travel Time= 0.5 min

Peak Depth= 0.47' @ 12.78 hrs
Capacity at bank full= 15.23 cfs
Inlet Invert= 39.53',  Outlet Invert= 38.10'
18.0" Diameter Pipe,  n= 0.011  Concrete pipe, straight & clean
Length= 95.0'   Slope= 0.0151 '/'

Reach 13R: Grass Channel

Inflow Area = 245,925 sf,  Inflow Depth > 1.63"    for  25 yr event
Inflow = 3.20 cfs @ 12.78 hrs,  Volume= 33,450 cf
Outflow = 3.19 cfs @ 12.83 hrs,  Volume= 33,449 cf,  Atten= 0%,  Lag= 2.7 min

Routing by Stor-Ind+Trans method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Max. Velocity= 2.2 fps,  Min. Travel Time= 1.8 min
Avg. Velocity = 0.8 fps,  Avg. Travel Time= 4.8 min
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Peak Depth= 0.28' @ 12.80 hrs
Capacity at bank full= 23.29 cfs
Inlet Invert= 36.00',  Outlet Invert= 32.00'
5.00'  x  1.00'  deep channel,  n= 0.035  High grass
Side Slope Z-value= 0.2 '/'   Top Width= 5.40'
Length= 240.0'   Slope= 0.0167 '/'

Pond 2P: Trench 9

Inflow Area = 1,554 sf,  Inflow Depth = 5.62"    for  25 yr event
Inflow = 0.23 cfs @ 12.00 hrs,  Volume= 728 cf
Outflow = 0.03 cfs @ 12.47 hrs,  Volume= 728 cf,  Atten= 87%,  Lag= 28.1 min
Discarded = 0.03 cfs @ 12.47 hrs,  Volume= 728 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 9.27' @ 12.47 hrs   Surf.Area= 256 sf   Storage= 232 cf
Plug-Flow detention time= 56.9 min calculated for 727 cf (100% of inflow)
Center-of-Mass det. time= 56.8 min ( 796.7 - 739.9 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 323 cf Custom Stage Data (Irregular) Listed below (Recalc)

808 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 256 136.0 0 0 256
8.00 256 136.0 256 256 392
9.00 256 136.0 256 512 528

10.00 256 136.0 256 768 664
10.01 10,000 2,000.0 40 808 317,502

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.03 cfs @ 12.47 hrs  HW=9.27'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.03 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)
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Pond 3P: Trench 2

Inflow Area = 1,554 sf,  Inflow Depth = 5.62"    for  25 yr event
Inflow = 0.20 cfs @ 12.09 hrs,  Volume= 728 cf
Outflow = 0.03 cfs @ 12.57 hrs,  Volume= 728 cf,  Atten= 84%,  Lag= 28.9 min
Discarded = 0.03 cfs @ 12.57 hrs,  Volume= 728 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 9.26' @ 12.57 hrs   Surf.Area= 256 sf   Storage= 232 cf
Plug-Flow detention time= 56.9 min calculated for 728 cf (100% of inflow)
Center-of-Mass det. time= 56.8 min ( 802.3 - 745.5 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 607 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,519 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 256 136.0 0 0 256
8.00 256 136.0 256 256 392
9.00 256 136.0 256 512 528

10.00 256 136.0 256 768 664
10.10 20,000 3,000.0 751 1,519 715,389

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.03 cfs @ 12.57 hrs  HW=9.26'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.03 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 4P: Forebay

[88] Warning: Qout>Qin may require Finer Routing>1

Inflow Area = 109,713 sf,  Inflow Depth = 2.36"    for  25 yr event
Inflow = 6.45 cfs @ 12.29 hrs,  Volume= 21,555 cf
Outflow = 6.46 cfs @ 12.30 hrs,  Volume= 21,339 cf,  Atten= 0%,  Lag= 0.3 min
Discarded = 0.01 cfs @ 12.30 hrs,  Volume= 727 cf
Primary = 6.44 cfs @ 12.30 hrs,  Volume= 20,612 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
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Peak Elev= 43.81' @ 12.30 hrs   Surf.Area= 531 sf   Storage= 541 cf
Plug-Flow detention time= 16.7 min calculated for 21,339 cf (99% of inflow)
Center-of-Mass det. time= 10.6 min ( 826.2 - 815.6 )

Volume Invert Avail.Storage Storage Description
#1 42.00' 646 cf Custom Stage Data (Prismatic) Listed below (Recalc)

Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)
42.00 119 0 0
43.00 293 206 206
44.00 586 440 646

Device Routing Invert Outlet Devices
#1 Primary 43.50' 15.0' long  x 6.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00  3.50  4.00  4.50  5.00  5.50   
Coef. (English)  2.37  2.51  2.70  2.68  2.68  2.67  2.65  2.65  2.65  2.65  
2.66  2.66  2.67  2.69  2.72  2.76  2.83   

#2 Discarded 0.00' 1.020 in/hr Exfiltration over Surface area   

Discarded OutFlow  Max=0.01 cfs @ 12.30 hrs  HW=43.81'   (Free Discharge)
2=Exfiltration  (Exfiltration Controls 0.01 cfs)

Primary OutFlow  Max=6.43 cfs @ 12.30 hrs  HW=43.81'   (Free Discharge)
1=Broad-Crested Rectangular Weir  (Weir Controls 6.43 cfs @ 1.4 fps)

Pond 6P: Infiltration Pond

Inflow Area = 109,713 sf,  Inflow Depth = 2.25"    for  25 yr event
Inflow = 6.44 cfs @ 12.30 hrs,  Volume= 20,612 cf
Outflow = 1.33 cfs @ 12.93 hrs,  Volume= 19,470 cf,  Atten= 79%,  Lag= 37.8 min
Discarded = 0.09 cfs @ 12.93 hrs,  Volume= 4,085 cf
Primary = 1.24 cfs @ 12.93 hrs,  Volume= 15,386 cf
Secondary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 42.19' @ 12.93 hrs   Surf.Area= 3,924 sf   Storage= 10,094 cf
Plug-Flow detention time= 169.5 min calculated for 19,470 cf (94% of inflow)
Center-of-Mass det. time= 143.7 min ( 957.7 - 814.0 )

Volume Invert Avail.Storage Storage Description
#1 38.50' 18,402 cf Custom Stage Data (Prismatic) Listed below (Recalc)
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Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)
38.50 1,459 0 0
39.00 1,957 854 854
40.00 2,510 2,234 3,088
41.00 3,120 2,815 5,903
42.00 3,786 3,453 9,356
43.00 4,509 4,148 13,503
44.00 5,289 4,899 18,402

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 1.020 in/hr Exfiltration over Surface area   
#2 Primary 39.63' 4.0" Vert. Orifice/Grate   C= 0.600   
#3 Primary 41.17' 5.0" Vert. Orifice/Grate   C= 0.600   
#4 Primary 42.60' 2.0' long Sharp-Crested Rectangular Weir   2 End Contraction(s)   
#5 Secondary 43.36' 10.0' long  x 5.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00  3.50  4.00  4.50  5.00  5.50   
Coef. (English)  2.34  2.50  2.70  2.68  2.68  2.66  2.65  2.65  2.65  2.65  
2.67  2.66  2.68  2.70  2.74  2.79  2.88   

Discarded OutFlow  Max=0.09 cfs @ 12.93 hrs  HW=42.19'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.09 cfs)

Primary OutFlow  Max=1.24 cfs @ 12.93 hrs  HW=42.19'   (Free Discharge)
2=Orifice/Grate  (Orifice Controls 0.65 cfs @ 7.5 fps)
3=Orifice/Grate  (Orifice Controls 0.59 cfs @ 4.3 fps)
4=Sharp-Crested Rectangular Weir  ( Controls 0.00 cfs)

Secondary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=38.50'   (Free Discharge)
5=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 7P: Bioretention Area

[79] Warning: Submerged Pond 17P Primary device # 2 by 0.04'

Inflow Area = 62,740 sf,  Inflow Depth = 2.96"    for  25 yr event
Inflow = 4.21 cfs @ 12.22 hrs,  Volume= 15,466 cf
Outflow = 4.13 cfs @ 12.25 hrs,  Volume= 15,466 cf,  Atten= 2%,  Lag= 1.9 min
Discarded = 0.11 cfs @ 12.25 hrs,  Volume= 5,548 cf
Primary = 4.02 cfs @ 12.25 hrs,  Volume= 9,918 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 54.79' @ 12.25 hrs   Surf.Area= 2,026 sf   Storage= 2,312 cf
Plug-Flow detention time= 90.5 min calculated for 15,466 cf (100% of inflow)
Center-of-Mass det. time= 90.5 min ( 912.5 - 822.0 )

Volume Invert Avail.Storage Storage Description
#1 53.00' 2,748 cf Custom Stage Data (Prismatic) Listed below (Recalc)
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Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)
53.00 593 0 0
54.00 1,350 972 972
55.00 2,202 1,776 2,748

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Surface area   
#2 Primary 54.50' 10.0' long  x 10.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60   
Coef. (English)  2.49  2.56  2.70  2.69  2.68  2.69  2.67  2.64   

Discarded OutFlow  Max=0.11 cfs @ 12.25 hrs  HW=54.79'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.11 cfs)

Primary OutFlow  Max=4.01 cfs @ 12.25 hrs  HW=54.79'   (Free Discharge)
2=Broad-Crested Rectangular Weir  (Weir Controls 4.01 cfs @ 1.4 fps)

Pond 10P: Trench 3

Inflow Area = 3,110 sf,  Inflow Depth = 5.62"    for  25 yr event
Inflow = 0.40 cfs @ 12.09 hrs,  Volume= 1,457 cf
Outflow = 0.07 cfs @ 12.54 hrs,  Volume= 1,457 cf,  Atten= 82%,  Lag= 27.3 min
Discarded = 0.07 cfs @ 12.54 hrs,  Volume= 1,457 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 8.41' @ 12.54 hrs   Surf.Area= 736 sf   Storage= 416 cf
Plug-Flow detention time= 39.9 min calculated for 1,457 cf (100% of inflow)
Center-of-Mass det. time= 39.8 min ( 785.3 - 745.5 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 1,063 cf Custom Stage Data (Irregular) Listed below (Recalc)

2,656 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 736 376.0 0 0 736
8.00 736 376.0 736 736 1,112
9.00 736 376.0 736 1,472 1,488

10.00 736 376.0 736 2,208 1,864
10.10 10,000 2,000.0 448 2,656 308,924

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.420 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   
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Discarded OutFlow  Max=0.07 cfs @ 12.54 hrs  HW=8.41'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.07 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 11P: Field

Inflow Area = 136,212 sf,  Inflow Depth = 1.59"    for  25 yr event
Inflow = 3.20 cfs @ 12.40 hrs,  Volume= 18,067 cf
Outflow = 1.99 cfs @ 12.73 hrs,  Volume= 18,064 cf,  Atten= 38%,  Lag= 19.6 min
Primary = 1.99 cfs @ 12.73 hrs,  Volume= 18,064 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 40.76' @ 12.73 hrs   Surf.Area= 7,882 sf   Storage= 3,177 cf
Plug-Flow detention time= 25.3 min calculated for 18,064 cf (100% of inflow)
Center-of-Mass det. time= 25.1 min ( 916.0 - 890.9 )

Volume Invert Avail.Storage Storage Description
#1 40.00' 15,029 cf Custom Stage Data (Prismatic) Listed below (Recalc)

Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)
40.00 480 0 0
41.00 10,219 5,350 5,350
41.50 28,498 9,679 15,029

Device Routing Invert Outlet Devices
#1 Primary 40.00' 12.0"  x 18.0' long Culvert   RCP, rounded edge headwall,  Ke= 0.100   

Outlet Invert= 39.77'   S= 0.0128 '/'   Cc= 0.900   
n= 0.011  Concrete pipe, straight & clean   

Primary OutFlow  Max=1.98 cfs @ 12.73 hrs  HW=40.76'   (Free Discharge)
1=Culvert  (Barrel Controls 1.98 cfs @ 4.3 fps)

Pond 12P: Trench 1

Inflow Area = 1,554 sf,  Inflow Depth = 5.62"    for  25 yr event
Inflow = 0.20 cfs @ 12.09 hrs,  Volume= 728 cf
Outflow = 0.02 cfs @ 11.35 hrs,  Volume= 728 cf,  Atten= 91%,  Lag= 0.0 min
Discarded = 0.02 cfs @ 11.35 hrs,  Volume= 728 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 8.91' @ 12.94 hrs   Surf.Area= 328 sf   Storage= 251 cf
Plug-Flow detention time= 94.5 min calculated for 727 cf (100% of inflow)
Center-of-Mass det. time= 94.3 min ( 839.8 - 745.5 )
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Volume Invert Avail.Storage Storage Description
#1 7.00' 555 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,389 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 328 172.0 0 0 328
8.00 328 172.0 328 328 500
9.00 328 172.0 328 656 672

10.00 328 172.0 328 984 844
10.10 10,000 2,000.0 405 1,389 316,800

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Surface area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.02 cfs @ 11.35 hrs  HW=7.03'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 13P: Trench 4

Inflow Area = 1,554 sf,  Inflow Depth = 5.62"    for  25 yr event
Inflow = 0.20 cfs @ 12.09 hrs,  Volume= 728 cf
Outflow = 0.03 cfs @ 12.56 hrs,  Volume= 728 cf,  Atten= 84%,  Lag= 28.7 min
Discarded = 0.03 cfs @ 12.56 hrs,  Volume= 728 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 9.13' @ 12.56 hrs   Surf.Area= 268 sf   Storage= 228 cf
Plug-Flow detention time= 54.3 min calculated for 727 cf (100% of inflow)
Center-of-Mass det. time= 54.2 min ( 799.7 - 745.5 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 480 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,201 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 268 142.0 0 0 268
8.00 268 142.0 268 268 410
9.00 268 142.0 268 536 552

10.00 268 142.0 268 804 694
10.10 10,000 2,000.0 397 1,201 317,399
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Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.420 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.03 cfs @ 12.56 hrs  HW=9.13'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.03 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 14P: Trench 5

Inflow Area = 1,554 sf,  Inflow Depth = 5.62"    for  25 yr event
Inflow = 0.20 cfs @ 12.09 hrs,  Volume= 728 cf
Outflow = 0.03 cfs @ 12.57 hrs,  Volume= 728 cf,  Atten= 84%,  Lag= 28.8 min
Discarded = 0.03 cfs @ 12.57 hrs,  Volume= 728 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 9.26' @ 12.57 hrs   Surf.Area= 256 sf   Storage= 231 cf
Plug-Flow detention time= 56.5 min calculated for 728 cf (100% of inflow)
Center-of-Mass det. time= 56.5 min ( 802.0 - 745.5 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 465 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,163 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 256 136.0 0 0 256
8.00 256 136.0 256 256 392
9.00 256 136.0 256 512 528

10.00 256 136.0 256 768 664
10.10 10,000 2,000.0 395 1,163 317,502

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.420 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.03 cfs @ 12.57 hrs  HW=9.26'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.03 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)
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Pond 15P: Trench 8

Inflow Area = 1,554 sf,  Inflow Depth = 5.62"    for  25 yr event
Inflow = 0.20 cfs @ 12.09 hrs,  Volume= 728 cf
Outflow = 0.03 cfs @ 12.58 hrs,  Volume= 728 cf,  Atten= 85%,  Lag= 29.4 min
Discarded = 0.03 cfs @ 12.58 hrs,  Volume= 728 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 9.80' @ 12.58 hrs   Surf.Area= 216 sf   Storage= 242 cf
Plug-Flow detention time= 65.5 min calculated for 728 cf (100% of inflow)
Center-of-Mass det. time= 65.4 min ( 810.9 - 745.5 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 415 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,038 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 216 116.0 0 0 216
8.00 216 116.0 216 216 332
9.00 216 116.0 216 432 448

10.00 216 116.0 216 648 564
10.10 10,000 2,000.0 390 1,038 317,803

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.420 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.03 cfs @ 12.58 hrs  HW=9.80'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.03 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 16P: Trench 6

Inflow Area = 1,554 sf,  Inflow Depth = 5.62"    for  25 yr event
Inflow = 0.23 cfs @ 12.00 hrs,  Volume= 728 cf
Outflow = 0.04 cfs @ 12.44 hrs,  Volume= 728 cf,  Atten= 85%,  Lag= 26.7 min
Discarded = 0.04 cfs @ 12.44 hrs,  Volume= 728 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 8.44' @ 12.44 hrs   Surf.Area= 364 sf   Storage= 209 cf
Plug-Flow detention time= 40.2 min calculated for 727 cf (100% of inflow)
Center-of-Mass det. time= 40.2 min ( 780.1 - 739.9 )
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Volume Invert Avail.Storage Storage Description
#1 7.00' 600 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,501 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 364 190.0 0 0 364
8.00 364 190.0 364 364 554
9.00 364 190.0 364 728 744

10.00 364 190.0 364 1,092 934
10.10 10,000 2,000.0 409 1,501 316,371

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.04 cfs @ 12.44 hrs  HW=8.44'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.04 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 17P: Upper Forebay

Inflow Area = 62,740 sf,  Inflow Depth = 3.36"    for  25 yr event
Inflow = 4.24 cfs @ 12.21 hrs,  Volume= 17,552 cf
Outflow = 4.24 cfs @ 12.22 hrs,  Volume= 17,435 cf,  Atten= 0%,  Lag= 0.3 min
Discarded = 0.03 cfs @ 12.22 hrs,  Volume= 1,969 cf
Primary = 4.21 cfs @ 12.22 hrs,  Volume= 15,466 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 54.98' @ 12.22 hrs   Surf.Area= 577 sf   Storage= 637 cf
Plug-Flow detention time= 29.9 min calculated for 17,406 cf (99% of inflow)
Center-of-Mass det. time= 26.3 min ( 857.6 - 831.2 )

Volume Invert Avail.Storage Storage Description
#1 53.00' 644 cf Custom Stage Data (Prismatic) Listed below

Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)
53.00 88 0 0
54.00 309 199 199
55.00 581 445 644

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Surface area   
#2 Primary 54.75' 15.0' long  x 3.0' breadth Broad-Crested Rectangular Weir   
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Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00  3.50  4.00  4.50   
Coef. (English)  2.44  2.58  2.68  2.67  2.65  2.64  2.64  2.68  2.68  2.72  
2.81  2.92  2.97  3.07  3.32   

Discarded OutFlow  Max=0.03 cfs @ 12.22 hrs  HW=54.98'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.03 cfs)

Primary OutFlow  Max=4.15 cfs @ 12.22 hrs  HW=54.98'   (Free Discharge)
2=Broad-Crested Rectangular Weir  (Weir Controls 4.15 cfs @ 1.2 fps)

Pond 18P: Trench 7

Inflow Area = 1,554 sf,  Inflow Depth = 5.62"    for  25 yr event
Inflow = 0.23 cfs @ 12.00 hrs,  Volume= 728 cf
Outflow = 0.04 cfs @ 12.44 hrs,  Volume= 728 cf,  Atten= 85%,  Lag= 26.7 min
Discarded = 0.04 cfs @ 12.44 hrs,  Volume= 728 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 8.44' @ 12.44 hrs   Surf.Area= 364 sf   Storage= 209 cf
Plug-Flow detention time= 40.2 min calculated for 727 cf (100% of inflow)
Center-of-Mass det. time= 40.1 min ( 780.1 - 739.9 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 453 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,133 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 364 190.0 0 0 364
8.00 364 190.0 364 364 554
9.00 364 190.0 364 728 744

10.00 364 190.0 364 1,092 934
10.01 10,000 2,000.0 41 1,133 316,371

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.04 cfs @ 12.44 hrs  HW=8.44'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.04 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)
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Link 8L: Wood Road Culvert (POA#1)

Inflow Area = 333,158 sf,  Inflow Depth > 1.45"    for  25 yr event
Inflow = 3.61 cfs @ 12.76 hrs,  Volume= 40,275 cf
Primary = 3.61 cfs @ 12.76 hrs,  Volume= 40,275 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Link 9L: Northern Wetland (POA#3)

Inflow Area = 140,271 sf,  Inflow Depth = 0.26"    for  25 yr event
Inflow = 0.15 cfs @ 12.72 hrs,  Volume= 3,023 cf
Primary = 0.15 cfs @ 12.72 hrs,  Volume= 3,023 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Link 10L: Ipswich River (POA#2)

Inflow Area = 228,010 sf,  Inflow Depth = 0.17"    for  25 yr event
Inflow = 0.12 cfs @ 13.82 hrs,  Volume= 3,285 cf
Primary = 0.12 cfs @ 13.82 hrs,  Volume= 3,285 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Type III 24-hr 100 yr  Rainfall=8.29"C-840 Proposed Condition
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Time span=0.00-30.00 hrs, dt=0.05 hrs, 601 points
Runoff by SCS TR-20 method, UH=SCS

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=46,973 sf   Runoff Depth=5.07"Subcatchment P1: Eastern Development Area
   Flow Length=394'   Tc=19.9 min   CN=73   Runoff=4.32 cfs  19,837 cf

Runoff Area=62,740 sf   Runoff Depth=5.54"Subcatchment P2: Western Development Area
   Flow Length=401'   Tc=15.3 min   CN=77   Runoff=6.95 cfs  28,970 cf

Runoff Area=87,233 sf   Runoff Depth=2.21"Subcatchment P3: South of Access Road
   Flow Length=278'   Tc=13.6 min   CN=48   Runoff=3.63 cfs  16,074 cf

Runoff Area=136,212 sf   Runoff Depth=3.21"Subcatchment P4: North of Access Road
   Flow Length=262'   Tc=25.5 min   CN=57   Runoff=6.94 cfs  36,438 cf

Runoff Area=137,163 sf   Runoff Depth=1.00"Subcatchment P5: Northwest Site
   Flow Length=549'   Tc=21.8 min   CN=36   Runoff=1.44 cfs  11,381 cf

Runoff Area=1,554 sf   Runoff Depth=8.05"Subcatchment P5A: Unit 11 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.28 cfs  1,042 cf

Runoff Area=1,554 sf   Runoff Depth=8.05"Subcatchment P5B: Unit 12 Rear Roof and Deck
   Tc=0.0 min   CN=98   Runoff=0.33 cfs  1,042 cf

Runoff Area=215,576 sf   Runoff Depth=0.82"Subcatchment P6: Southwest Site
   Flow Length=234'   Tc=10.9 min   CN=34   Runoff=1.86 cfs  14,652 cf

Runoff Area=1,554 sf   Runoff Depth=8.05"Subcatchment P6A: Unit 2 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.28 cfs  1,042 cf

Runoff Area=1,554 sf   Runoff Depth=8.05"Subcatchment P6B: Unit 3 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.28 cfs  1,042 cf

Runoff Area=3,110 sf   Runoff Depth=8.05"Subcatchment P6C: Unit 4,5,6 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.57 cfs  2,086 cf

Runoff Area=1,554 sf   Runoff Depth=8.05"Subcatchment P6D: Unit 7 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.28 cfs  1,042 cf

Runoff Area=1,554 sf   Runoff Depth=8.05"Subcatchment P6E: Unit 8 Rear Roof and Deck
   Flow Length=25'   Tc=6.0 min   CN=98   Runoff=0.28 cfs  1,042 cf

Runoff Area=1,554 sf   Runoff Depth=8.05"Subcatchment P6F: Unit 9 Rear Roof and Deck
   Tc=0.0 min   CN=98   Runoff=0.33 cfs  1,042 cf

Runoff Area=1,554 sf   Runoff Depth=8.05"Subcatchment P6G: Unit 10 Rear Roof and Deck
   Tc=0.0 min   CN=98   Runoff=0.33 cfs  1,042 cf
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Peak Depth=0.43'   Max Vel=3.6 fps   Inflow=6.70 cfs  20,050 cfReach 8R: Swale
n=0.035   L=292.0'   S=0.0334 '/'   Capacity=34.69 cfs   Outflow=6.59 cfs  20,050 cf

   Inflow=13.40 cfs  111,519 cfReach 11R: Total Site
   Outflow=13.40 cfs  111,519 cf

Peak Depth=0.84'   Max Vel=9.0 fps   Inflow=9.20 cfs  69,384 cfReach 12R: Pipe
D=18.0"   n=0.011   L=95.0'   S=0.0151 '/'   Capacity=15.23 cfs   Outflow=9.19 cfs  69,384 cf

Peak Depth=0.55'   Max Vel=3.3 fps   Inflow=9.19 cfs  69,384 cfReach 13R: Grass Channel
n=0.035   L=240.0'   S=0.0167 '/'   Capacity=23.29 cfs   Outflow=9.16 cfs  69,384 cf

Peak Elev=10.00'  Storage=307 cf   Inflow=0.33 cfs  1,042 cfPond 2P: Trench 9
   Discarded=0.17 cfs  1,042 cf   Primary=0.00 cfs  0 cf   Outflow=0.17 cfs  1,042 cf

Peak Elev=10.00'  Storage=307 cf   Inflow=0.28 cfs  1,042 cfPond 3P: Trench 2
   Discarded=0.17 cfs  1,040 cf   Primary=0.00 cfs  2 cf   Outflow=0.18 cfs  1,042 cf

Peak Elev=43.93'  Storage=607 cf   Inflow=10.91 cfs  39,887 cfPond 4P: Forebay
   Discarded=0.01 cfs  787 cf   Primary=10.86 cfs  38,883 cf   Outflow=10.87 cfs  39,670 cf

Peak Elev=43.36'  Storage=15,164 cf   Inflow=10.86 cfs  38,883 cfPond 6P: Infiltration Pond
   Discarded=0.11 cfs  4,631 cf   Primary=5.70 cfs  32,949 cf   Secondary=0.00 cfs  0 cf   Outflow=5.81 cfs  37,581 cf

Peak Elev=54.91'  Storage=2,549 cf   Inflow=6.87 cfs  26,725 cfPond 7P: Bioretention Area
   Discarded=0.12 cfs  6,505 cf   Primary=6.70 cfs  20,050 cf   Outflow=6.81 cfs  26,555 cf

Peak Elev=9.23'  Storage=657 cf   Inflow=0.57 cfs  2,086 cfPond 10P: Trench 3
   Discarded=0.09 cfs  2,086 cf   Primary=0.00 cfs  0 cf   Outflow=0.09 cfs  2,086 cf

Peak Elev=41.19'  Storage=7,899 cf   Inflow=6.94 cfs  36,438 cfPond 11P: Field
12.0" x 18.0' Culvert   Outflow=3.61 cfs  36,435 cf

Peak Elev=10.00'  Storage=394 cf   Inflow=0.28 cfs  1,042 cfPond 12P: Trench 1
   Discarded=0.03 cfs  1,032 cf   Primary=0.01 cfs  11 cf   Outflow=0.04 cfs  1,042 cf

Peak Elev=10.00'  Storage=322 cf   Inflow=0.28 cfs  1,042 cfPond 13P: Trench 4
   Discarded=0.16 cfs  1,040 cf   Primary=0.01 cfs  2 cf   Outflow=0.16 cfs  1,042 cf

Peak Elev=10.00'  Storage=308 cf   Inflow=0.28 cfs  1,042 cfPond 14P: Trench 5
   Discarded=0.17 cfs  1,039 cf   Primary=0.01 cfs  4 cf   Outflow=0.18 cfs  1,042 cf

Peak Elev=10.01'  Storage=260 cf   Inflow=0.28 cfs  1,042 cfPond 15P: Trench 8
   Discarded=0.20 cfs  1,034 cf   Primary=0.01 cfs  9 cf   Outflow=0.22 cfs  1,042 cf

Peak Elev=9.27'  Storage=330 cf   Inflow=0.33 cfs  1,042 cfPond 16P: Trench 6
   Discarded=0.04 cfs  1,042 cf   Primary=0.00 cfs  0 cf   Outflow=0.04 cfs  1,042 cf

Peak Elev=55.07'  Storage=644 cf   Inflow=6.95 cfs  28,970 cfPond 17P: Upper Forebay
   Discarded=0.03 cfs  2,127 cf   Primary=6.87 cfs  26,725 cf   Outflow=6.90 cfs  28,852 cf
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Peak Elev=9.27'  Storage=330 cf   Inflow=0.33 cfs  1,042 cfPond 18P: Trench 7
   Discarded=0.04 cfs  1,042 cf   Primary=0.00 cfs  0 cf   Outflow=0.04 cfs  1,042 cf

   Inflow=10.66 cfs  85,458 cfLink 8L: Wood Road Culvert (POA#1)
   Primary=10.66 cfs  85,458 cf

   Inflow=1.45 cfs  11,390 cfLink 9L: Northern Wetland (POA#3)
   Primary=1.45 cfs  11,390 cf

   Inflow=1.87 cfs  14,671 cfLink 10L: Ipswich River (POA#2)
   Primary=1.87 cfs  14,671 cf

Total Runoff Area = 701,439 sf   Runoff Volume = 137,779 cf   Average Runoff Depth = 2.36"
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Subcatchment P1: Eastern Development Area

Runoff = 4.32 cfs @ 12.27 hrs,  Volume= 19,837 cf,  Depth= 5.07"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 100 yr  Rainfall=8.29"

Area (sf) CN Description
19,843 98 Paved parking & roofs
13,827 39 >75% Grass cover, Good, HSG A

2,370 61 >75% Grass cover, Good, HSG B
10,933 74 >75% Grass cover, Good, HSG C
46,973 73 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
13.9 77 0.0129 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
0.1 5 0.0150 0.7 Sheet Flow, B to C

Smooth surfaces   n= 0.011   P2= 3.15"
1.2 4 0.0150 0.1 Sheet Flow, C to D

Grass: Dense   n= 0.240   P2= 3.15"
0.2 14 0.0285 1.1 Sheet Flow, D to E

Smooth surfaces   n= 0.011   P2= 3.15"
0.1 32 0.1150 6.9 Shallow Concentrated Flow, E to F

Paved   Kv= 20.3 fps
4.4 262 0.0460 1.0 5.95 Channel Flow, F to G

Area= 6.0 sf  Perim= 9.3'  r= 0.65'
n= 0.240  Sheet flow over Dense Grass

19.9 394 Total

Subcatchment P2: Western Development Area

Runoff = 6.95 cfs @ 12.21 hrs,  Volume= 28,970 cf,  Depth= 5.54"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 100 yr  Rainfall=8.29"

Area (sf) CN Description
40,549 98 Paved parking & roofs
22,191 39 >75% Grass cover, Good, HSG A
62,740 77 Weighted Average
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
13.5 98 0.0224 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
1.2 160 0.0112 2.1 Shallow Concentrated Flow, B to C

Paved   Kv= 20.3 fps
0.6 143 0.0210 4.1 0.81 Circular Channel (pipe), C to D

Diam= 6.0"  Area= 0.2 sf  Perim= 1.6'  r= 0.13'
n= 0.013  Corrugated PE, smooth interior

15.3 401 Total

Subcatchment P3: South of Access Road

Runoff = 3.63 cfs @ 12.21 hrs,  Volume= 16,074 cf,  Depth= 2.21"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 100 yr  Rainfall=8.29"

Area (sf) CN Description
32,400 30 Meadow, non-grazed, HSG A
50,084 58 Meadow, non-grazed, HSG B

4,749 71 Meadow, non-grazed, HSG C
87,233 48 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.6 25 0.3200 0.3 Sheet Flow, A to B
Grass: Dense   n= 0.240   P2= 3.15"

8.7 75 0.0400 0.1 Sheet Flow, B to C
Grass: Dense   n= 0.240   P2= 3.15"

3.3 178 0.0168 0.9 Shallow Concentrated Flow, C to D
Short Grass Pasture   Kv= 7.0 fps

13.6 278 Total

Subcatchment P4: North of Access Road

Runoff = 6.94 cfs @ 12.37 hrs,  Volume= 36,438 cf,  Depth= 3.21"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 100 yr  Rainfall=8.29"

Area (sf) CN Description
31,204 30 Meadow, non-grazed, HSG A
48,458 58 Meadow, non-grazed, HSG B
56,550 71 Meadow, non-grazed, HSG C

136,212 57 Weighted Average
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
23.3 100 0.0060 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
2.2 162 0.0310 1.2 Shallow Concentrated Flow, B to C

Short Grass Pasture   Kv= 7.0 fps
25.5 262 Total

Subcatchment P5: Northwest Site

Runoff = 1.44 cfs @ 12.47 hrs,  Volume= 11,381 cf,  Depth= 1.00"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 100 yr  Rainfall=8.29"

Area (sf) CN Description
102,199 30 Meadow, non-grazed, HSG A

16,611 58 Meadow, non-grazed, HSG B
5,517 71 Meadow, non-grazed, HSG C

12,836 39 >75% Grass cover, Good, HSG A
137,163 36 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)
17.6 100 0.0120 0.1 Sheet Flow, A to B

Grass: Dense   n= 0.240   P2= 3.15"
4.2 449 0.0660 1.8 Shallow Concentrated Flow, B to POA 3

Short Grass Pasture   Kv= 7.0 fps
21.8 549 Total

Subcatchment P5A: Unit 11 Rear Roof and Deck

Runoff = 0.28 cfs @ 12.09 hrs,  Volume= 1,042 cf,  Depth= 8.05"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 100 yr  Rainfall=8.29"

Area (sf) CN Description
1,554 98

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min
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Subcatchment P5B: Unit 12 Rear Roof and Deck

[46] Hint: Tc=0 (Instant runoff peak depends on dt)

Runoff = 0.33 cfs @ 12.00 hrs,  Volume= 1,042 cf,  Depth= 8.05"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 100 yr  Rainfall=8.29"

Area (sf) CN Description
1,554 98

Subcatchment P6: Southwest Site

Runoff = 1.86 cfs @ 12.35 hrs,  Volume= 14,652 cf,  Depth= 0.82"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 100 yr  Rainfall=8.29"

Area (sf) CN Description
172,547 30 Meadow, non-grazed, HSG A

11,073 78 Meadow, non-grazed, HSG D
31,956 39 >75% Grass cover, Good, HSG A

215,576 34 Weighted Average

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.4 22 0.3180 0.3 Sheet Flow, A to B
Grass: Dense   n= 0.240   P2= 3.15"

8.3 50 0.0200 0.1 Sheet Flow, B to C
Grass: Dense   n= 0.240   P2= 3.15"

1.2 162 0.1046 2.3 Shallow Concentrated Flow, C to POA #3
Short Grass Pasture   Kv= 7.0 fps

10.9 234 Total

Subcatchment P6A: Unit 2 Rear Roof and Deck

Runoff = 0.28 cfs @ 12.09 hrs,  Volume= 1,042 cf,  Depth= 8.05"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 100 yr  Rainfall=8.29"

Area (sf) CN Description
1,554 98 Paved parking & roofs

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min
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Subcatchment P6B: Unit 3 Rear Roof and Deck

Runoff = 0.28 cfs @ 12.09 hrs,  Volume= 1,042 cf,  Depth= 8.05"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 100 yr  Rainfall=8.29"

Area (sf) CN Description
1,554 98 Paved parking & roofs

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min

Subcatchment P6C: Unit 4,5,6 Rear Roof and Deck

Runoff = 0.57 cfs @ 12.09 hrs,  Volume= 2,086 cf,  Depth= 8.05"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 100 yr  Rainfall=8.29"

Area (sf) CN Description
3,110 98 Paved parking & roofs

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min

Subcatchment P6D: Unit 7 Rear Roof and Deck

Runoff = 0.28 cfs @ 12.09 hrs,  Volume= 1,042 cf,  Depth= 8.05"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 100 yr  Rainfall=8.29"

Area (sf) CN Description
1,554 98

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min
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Subcatchment P6E: Unit 8 Rear Roof and Deck

Runoff = 0.28 cfs @ 12.09 hrs,  Volume= 1,042 cf,  Depth= 8.05"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 100 yr  Rainfall=8.29"

Area (sf) CN Description
1,554 98

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

0.2 25 0.2000 2.6 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.15"

0.2 25 Total,  Increased to minimum Tc = 6.0 min

Subcatchment P6F: Unit 9 Rear Roof and Deck

[46] Hint: Tc=0 (Instant runoff peak depends on dt)

Runoff = 0.33 cfs @ 12.00 hrs,  Volume= 1,042 cf,  Depth= 8.05"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 100 yr  Rainfall=8.29"

Area (sf) CN Description
1,554 98

Subcatchment P6G: Unit 10 Rear Roof and Deck

[46] Hint: Tc=0 (Instant runoff peak depends on dt)

Runoff = 0.33 cfs @ 12.00 hrs,  Volume= 1,042 cf,  Depth= 8.05"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Type III 24-hr 100 yr  Rainfall=8.29"

Area (sf) CN Description
1,554 98

Reach 8R: Swale

[65] Warning: Inlet elevation not specified

Inflow Area = 62,740 sf,  Inflow Depth = 3.83"    for  100 yr event
Inflow = 6.70 cfs @ 12.23 hrs,  Volume= 20,050 cf
Outflow = 6.59 cfs @ 12.27 hrs,  Volume= 20,050 cf,  Atten= 2%,  Lag= 2.4 min
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Routing by Stor-Ind+Trans method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Max. Velocity= 3.6 fps,  Min. Travel Time= 1.3 min
Avg. Velocity = 1.1 fps,  Avg. Travel Time= 4.5 min

Peak Depth= 0.43' @ 12.25 hrs
Capacity at bank full= 34.69 cfs
3.00'  x  1.00'  deep channel,  n= 0.035  High grass
Side Slope Z-value= 3.0 '/'   Top Width= 9.00'
Length= 292.0'   Slope= 0.0334 '/'

Reach 11R: Total Site

[40] Hint: Not Described (Outflow=Inflow)

Inflow Area = 701,439 sf,  Inflow Depth = 1.91"    for  100 yr event
Inflow = 13.40 cfs @ 12.55 hrs,  Volume= 111,519 cf
Outflow = 13.40 cfs @ 12.55 hrs,  Volume= 111,519 cf,  Atten= 0%,  Lag= 0.0 min

Routing by Stor-Ind+Trans method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Reach 12R: Pipe

[52] Hint: Inlet conditions not evaluated
[81] Warning: Exceeded Pond 6P by 0.68' @ 11.35 hrs
[79] Warning: Submerged Pond 11P Primary device # 1 INLET by 0.37'

Inflow Area = 245,925 sf,  Inflow Depth = 3.39"    for  100 yr event
Inflow = 9.20 cfs @ 12.59 hrs,  Volume= 69,384 cf
Outflow = 9.19 cfs @ 12.60 hrs,  Volume= 69,384 cf,  Atten= 0%,  Lag= 0.3 min

Routing by Stor-Ind+Trans method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Max. Velocity= 9.0 fps,  Min. Travel Time= 0.2 min
Avg. Velocity = 3.5 fps,  Avg. Travel Time= 0.4 min

Peak Depth= 0.84' @ 12.59 hrs
Capacity at bank full= 15.23 cfs
Inlet Invert= 39.53',  Outlet Invert= 38.10'
18.0" Diameter Pipe,  n= 0.011  Concrete pipe, straight & clean
Length= 95.0'   Slope= 0.0151 '/'

Reach 13R: Grass Channel

Inflow Area = 245,925 sf,  Inflow Depth = 3.39"    for  100 yr event
Inflow = 9.19 cfs @ 12.60 hrs,  Volume= 69,384 cf
Outflow = 9.16 cfs @ 12.63 hrs,  Volume= 69,384 cf,  Atten= 0%,  Lag= 2.2 min

Routing by Stor-Ind+Trans method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Max. Velocity= 3.3 fps,  Min. Travel Time= 1.2 min
Avg. Velocity = 1.0 fps,  Avg. Travel Time= 3.8 min
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Peak Depth= 0.55' @ 12.61 hrs
Capacity at bank full= 23.29 cfs
Inlet Invert= 36.00',  Outlet Invert= 32.00'
5.00'  x  1.00'  deep channel,  n= 0.035  High grass
Side Slope Z-value= 0.2 '/'   Top Width= 5.40'
Length= 240.0'   Slope= 0.0167 '/'

Pond 2P: Trench 9

[85] Warning: Oscillations may require Finer Routing>1

Inflow Area = 1,554 sf,  Inflow Depth = 8.05"    for  100 yr event
Inflow = 0.33 cfs @ 12.00 hrs,  Volume= 1,042 cf
Outflow = 0.17 cfs @ 12.20 hrs,  Volume= 1,042 cf,  Atten= 48%,  Lag= 11.8 min
Discarded = 0.17 cfs @ 12.20 hrs,  Volume= 1,042 cf
Primary = 0.00 cfs @ 12.20 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 10.00' @ 12.20 hrs   Surf.Area= 277 sf   Storage= 307 cf
Plug-Flow detention time= 65.9 min calculated for 1,042 cf (100% of inflow)
Center-of-Mass det. time= 65.8 min ( 801.0 - 735.2 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 323 cf Custom Stage Data (Irregular) Listed below (Recalc)

808 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 256 136.0 0 0 256
8.00 256 136.0 256 256 392
9.00 256 136.0 256 512 528

10.00 256 136.0 256 768 664
10.01 10,000 2,000.0 40 808 317,502

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.05 cfs @ 12.20 hrs  HW=10.00'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.05 cfs)

Primary OutFlow  Max=0.00 cfs @ 12.20 hrs  HW=10.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  (Weir Controls 0.00 cfs)
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Pond 3P: Trench 2

[85] Warning: Oscillations may require Finer Routing>1

Inflow Area = 1,554 sf,  Inflow Depth = 8.05"    for  100 yr event
Inflow = 0.28 cfs @ 12.09 hrs,  Volume= 1,042 cf
Outflow = 0.18 cfs @ 12.30 hrs,  Volume= 1,042 cf,  Atten= 38%,  Lag= 12.7 min
Discarded = 0.17 cfs @ 12.30 hrs,  Volume= 1,040 cf
Primary = 0.00 cfs @ 12.30 hrs,  Volume= 2 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 10.00' @ 12.30 hrs   Surf.Area= 352 sf   Storage= 307 cf
Plug-Flow detention time= 66.1 min calculated for 1,041 cf (100% of inflow)
Center-of-Mass det. time= 66.0 min ( 806.8 - 740.8 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 607 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,519 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 256 136.0 0 0 256
8.00 256 136.0 256 256 392
9.00 256 136.0 256 512 528

10.00 256 136.0 256 768 664
10.10 20,000 3,000.0 751 1,519 715,389

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.13 cfs @ 12.30 hrs  HW=10.00'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.13 cfs)

Primary OutFlow  Max=0.00 cfs @ 12.30 hrs  HW=10.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  (Weir Controls 0.00 cfs @ 0.1 fps)

Pond 4P: Forebay

Inflow Area = 109,713 sf,  Inflow Depth = 4.36"    for  100 yr event
Inflow = 10.91 cfs @ 12.27 hrs,  Volume= 39,887 cf
Outflow = 10.87 cfs @ 12.28 hrs,  Volume= 39,670 cf,  Atten= 0%,  Lag= 0.3 min
Discarded = 0.01 cfs @ 12.28 hrs,  Volume= 787 cf
Primary = 10.86 cfs @ 12.28 hrs,  Volume= 38,883 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
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Peak Elev= 43.93' @ 12.28 hrs   Surf.Area= 566 sf   Storage= 607 cf
Plug-Flow detention time= 9.5 min calculated for 39,604 cf (99% of inflow)
Center-of-Mass det. time= 6.6 min ( 814.3 - 807.7 )

Volume Invert Avail.Storage Storage Description
#1 42.00' 646 cf Custom Stage Data (Prismatic) Listed below (Recalc)

Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)
42.00 119 0 0
43.00 293 206 206
44.00 586 440 646

Device Routing Invert Outlet Devices
#1 Primary 43.50' 15.0' long  x 6.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00  3.50  4.00  4.50  5.00  5.50   
Coef. (English)  2.37  2.51  2.70  2.68  2.68  2.67  2.65  2.65  2.65  2.65  
2.66  2.66  2.67  2.69  2.72  2.76  2.83   

#2 Discarded 0.00' 1.020 in/hr Exfiltration over Surface area   

Discarded OutFlow  Max=0.01 cfs @ 12.28 hrs  HW=43.93'   (Free Discharge)
2=Exfiltration  (Exfiltration Controls 0.01 cfs)

Primary OutFlow  Max=10.76 cfs @ 12.28 hrs  HW=43.93'   (Free Discharge)
1=Broad-Crested Rectangular Weir  (Weir Controls 10.76 cfs @ 1.7 fps)

Pond 6P: Infiltration Pond

Inflow Area = 109,713 sf,  Inflow Depth = 4.25"    for  100 yr event
Inflow = 10.86 cfs @ 12.28 hrs,  Volume= 38,883 cf
Outflow = 5.81 cfs @ 12.58 hrs,  Volume= 37,581 cf,  Atten= 46%,  Lag= 17.9 min
Discarded = 0.11 cfs @ 12.58 hrs,  Volume= 4,631 cf
Primary = 5.70 cfs @ 12.58 hrs,  Volume= 32,949 cf
Secondary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 43.36' @ 12.58 hrs   Surf.Area= 4,788 sf   Storage= 15,164 cf
Plug-Flow detention time= 121.6 min calculated for 37,581 cf (97% of inflow)
Center-of-Mass det. time= 104.2 min ( 912.1 - 807.9 )

Volume Invert Avail.Storage Storage Description
#1 38.50' 18,402 cf Custom Stage Data (Prismatic) Listed below (Recalc)
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Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)
38.50 1,459 0 0
39.00 1,957 854 854
40.00 2,510 2,234 3,088
41.00 3,120 2,815 5,903
42.00 3,786 3,453 9,356
43.00 4,509 4,148 13,503
44.00 5,289 4,899 18,402

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 1.020 in/hr Exfiltration over Surface area   
#2 Primary 39.63' 4.0" Vert. Orifice/Grate   C= 0.600   
#3 Primary 41.17' 5.0" Vert. Orifice/Grate   C= 0.600   
#4 Primary 42.60' 2.0' long Sharp-Crested Rectangular Weir   2 End Contraction(s)   
#5 Secondary 43.36' 10.0' long  x 5.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00  3.50  4.00  4.50  5.00  5.50   
Coef. (English)  2.34  2.50  2.70  2.68  2.68  2.66  2.65  2.65  2.65  2.65  
2.67  2.66  2.68  2.70  2.74  2.79  2.88   

Discarded OutFlow  Max=0.11 cfs @ 12.58 hrs  HW=43.35'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.11 cfs)

Primary OutFlow  Max=5.67 cfs @ 12.58 hrs  HW=43.35'   (Free Discharge)
2=Orifice/Grate  (Orifice Controls 0.79 cfs @ 9.1 fps)
3=Orifice/Grate  (Orifice Controls 0.92 cfs @ 6.8 fps)
4=Sharp-Crested Rectangular Weir  (Weir Controls 3.96 cfs @ 2.8 fps)

Secondary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=38.50'   (Free Discharge)
5=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 7P: Bioretention Area

[79] Warning: Submerged Pond 17P Primary device # 2 by 0.16'

Inflow Area = 62,740 sf,  Inflow Depth = 5.11"    for  100 yr event
Inflow = 6.87 cfs @ 12.21 hrs,  Volume= 26,725 cf
Outflow = 6.81 cfs @ 12.23 hrs,  Volume= 26,555 cf,  Atten= 1%,  Lag= 1.4 min
Discarded = 0.12 cfs @ 12.23 hrs,  Volume= 6,505 cf
Primary = 6.70 cfs @ 12.23 hrs,  Volume= 20,050 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 54.91' @ 12.23 hrs   Surf.Area= 2,124 sf   Storage= 2,549 cf
Plug-Flow detention time= 63.0 min calculated for 26,511 cf (99% of inflow)
Center-of-Mass det. time= 59.6 min ( 873.4 - 813.8 )

Volume Invert Avail.Storage Storage Description
#1 53.00' 2,748 cf Custom Stage Data (Prismatic) Listed below (Recalc)
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Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)
53.00 593 0 0
54.00 1,350 972 972
55.00 2,202 1,776 2,748

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Surface area   
#2 Primary 54.50' 10.0' long  x 10.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60   
Coef. (English)  2.49  2.56  2.70  2.69  2.68  2.69  2.67  2.64   

Discarded OutFlow  Max=0.12 cfs @ 12.23 hrs  HW=54.91'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.12 cfs)

Primary OutFlow  Max=6.63 cfs @ 12.23 hrs  HW=54.91'   (Free Discharge)
2=Broad-Crested Rectangular Weir  (Weir Controls 6.63 cfs @ 1.6 fps)

Pond 10P: Trench 3

Inflow Area = 3,110 sf,  Inflow Depth = 8.05"    for  100 yr event
Inflow = 0.57 cfs @ 12.09 hrs,  Volume= 2,086 cf
Outflow = 0.09 cfs @ 12.57 hrs,  Volume= 2,086 cf,  Atten= 84%,  Lag= 29.0 min
Discarded = 0.09 cfs @ 12.57 hrs,  Volume= 2,086 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 9.23' @ 12.57 hrs   Surf.Area= 736 sf   Storage= 657 cf
Plug-Flow detention time= 56.6 min calculated for 2,083 cf (100% of inflow)
Center-of-Mass det. time= 56.6 min ( 797.3 - 740.8 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 1,063 cf Custom Stage Data (Irregular) Listed below (Recalc)

2,656 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 736 376.0 0 0 736
8.00 736 376.0 736 736 1,112
9.00 736 376.0 736 1,472 1,488

10.00 736 376.0 736 2,208 1,864
10.10 10,000 2,000.0 448 2,656 308,924

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.420 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   
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Discarded OutFlow  Max=0.09 cfs @ 12.57 hrs  HW=9.23'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.09 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 11P: Field

Inflow Area = 136,212 sf,  Inflow Depth = 3.21"    for  100 yr event
Inflow = 6.94 cfs @ 12.37 hrs,  Volume= 36,438 cf
Outflow = 3.61 cfs @ 12.76 hrs,  Volume= 36,435 cf,  Atten= 48%,  Lag= 23.2 min
Primary = 3.61 cfs @ 12.76 hrs,  Volume= 36,435 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 41.19' @ 12.76 hrs   Surf.Area= 17,054 sf   Storage= 7,899 cf
Plug-Flow detention time= 28.0 min calculated for 36,374 cf (100% of inflow)
Center-of-Mass det. time= 28.1 min ( 897.1 - 869.0 )

Volume Invert Avail.Storage Storage Description
#1 40.00' 15,029 cf Custom Stage Data (Prismatic) Listed below (Recalc)

Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)
40.00 480 0 0
41.00 10,219 5,350 5,350
41.50 28,498 9,679 15,029

Device Routing Invert Outlet Devices
#1 Primary 40.00' 12.0"  x 18.0' long Culvert   RCP, rounded edge headwall,  Ke= 0.100   

Outlet Invert= 39.77'   S= 0.0128 '/'   Cc= 0.900   
n= 0.011  Concrete pipe, straight & clean   

Primary OutFlow  Max=3.61 cfs @ 12.76 hrs  HW=41.19'   (Free Discharge)
1=Culvert  (Barrel Controls 3.61 cfs @ 4.9 fps)

Pond 12P: Trench 1

Inflow Area = 1,554 sf,  Inflow Depth = 8.05"    for  100 yr event
Inflow = 0.28 cfs @ 12.09 hrs,  Volume= 1,042 cf
Outflow = 0.04 cfs @ 12.71 hrs,  Volume= 1,042 cf,  Atten= 87%,  Lag= 37.2 min
Discarded = 0.03 cfs @ 12.71 hrs,  Volume= 1,032 cf
Primary = 0.01 cfs @ 12.71 hrs,  Volume= 11 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 10.00' @ 12.71 hrs   Surf.Area= 470 sf   Storage= 394 cf
Plug-Flow detention time= 159.9 min calculated for 1,041 cf (100% of inflow)
Center-of-Mass det. time= 159.7 min ( 900.4 - 740.8 )
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Volume Invert Avail.Storage Storage Description
#1 7.00' 555 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,389 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 328 172.0 0 0 328
8.00 328 172.0 328 328 500
9.00 328 172.0 328 656 672

10.00 328 172.0 328 984 844
10.10 10,000 2,000.0 405 1,389 316,800

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Surface area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.03 cfs @ 12.71 hrs  HW=10.00'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.03 cfs)

Primary OutFlow  Max=0.01 cfs @ 12.71 hrs  HW=10.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  (Weir Controls 0.01 cfs @ 0.2 fps)

Pond 13P: Trench 4

Inflow Area = 1,554 sf,  Inflow Depth = 8.05"    for  100 yr event
Inflow = 0.28 cfs @ 12.09 hrs,  Volume= 1,042 cf
Outflow = 0.16 cfs @ 12.35 hrs,  Volume= 1,042 cf,  Atten= 42%,  Lag= 15.8 min
Discarded = 0.16 cfs @ 12.35 hrs,  Volume= 1,040 cf
Primary = 0.01 cfs @ 12.35 hrs,  Volume= 2 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 10.00' @ 12.35 hrs   Surf.Area= 371 sf   Storage= 322 cf
Plug-Flow detention time= 66.7 min calculated for 1,041 cf (100% of inflow)
Center-of-Mass det. time= 66.6 min ( 807.3 - 740.8 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 480 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,201 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 268 142.0 0 0 268
8.00 268 142.0 268 268 410
9.00 268 142.0 268 536 552

10.00 268 142.0 268 804 694
10.10 10,000 2,000.0 397 1,201 317,399
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Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.420 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.14 cfs @ 12.35 hrs  HW=10.00'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.14 cfs)

Primary OutFlow  Max=0.01 cfs @ 12.35 hrs  HW=10.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  (Weir Controls 0.01 cfs @ 0.2 fps)

Pond 14P: Trench 5

[85] Warning: Oscillations may require Finer Routing>1

Inflow Area = 1,554 sf,  Inflow Depth = 8.05"    for  100 yr event
Inflow = 0.28 cfs @ 12.09 hrs,  Volume= 1,042 cf
Outflow = 0.18 cfs @ 12.30 hrs,  Volume= 1,042 cf,  Atten= 37%,  Lag= 12.7 min
Discarded = 0.17 cfs @ 12.30 hrs,  Volume= 1,039 cf
Primary = 0.01 cfs @ 12.30 hrs,  Volume= 4 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 10.00' @ 12.30 hrs   Surf.Area= 373 sf   Storage= 308 cf
Plug-Flow detention time= 65.8 min calculated for 1,041 cf (100% of inflow)
Center-of-Mass det. time= 65.7 min ( 806.5 - 740.8 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 465 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,163 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 256 136.0 0 0 256
8.00 256 136.0 256 256 392
9.00 256 136.0 256 512 528

10.00 256 136.0 256 768 664
10.10 10,000 2,000.0 395 1,163 317,502

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.420 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   
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Discarded OutFlow  Max=0.15 cfs @ 12.30 hrs  HW=10.00'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.15 cfs)

Primary OutFlow  Max=0.01 cfs @ 12.30 hrs  HW=10.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  (Weir Controls 0.01 cfs @ 0.2 fps)

Pond 15P: Trench 8

[85] Warning: Oscillations may require Finer Routing>1

Inflow Area = 1,554 sf,  Inflow Depth = 8.05"    for  100 yr event
Inflow = 0.28 cfs @ 12.09 hrs,  Volume= 1,042 cf
Outflow = 0.22 cfs @ 12.17 hrs,  Volume= 1,042 cf,  Atten= 24%,  Lag= 5.0 min
Discarded = 0.20 cfs @ 12.17 hrs,  Volume= 1,034 cf
Primary = 0.01 cfs @ 12.17 hrs,  Volume= 9 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 10.01' @ 12.15 hrs   Surf.Area= 365 sf   Storage= 260 cf
Plug-Flow detention time= 62.3 min calculated for 1,041 cf (100% of inflow)
Center-of-Mass det. time= 62.2 min ( 803.0 - 740.8 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 415 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,038 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 216 116.0 0 0 216
8.00 216 116.0 216 216 332
9.00 216 116.0 216 432 448

10.00 216 116.0 216 648 564
10.10 10,000 2,000.0 390 1,038 317,803

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.420 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.17 cfs @ 12.17 hrs  HW=10.00'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.17 cfs)

Primary OutFlow  Max=0.01 cfs @ 12.17 hrs  HW=10.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  (Weir Controls 0.01 cfs @ 0.2 fps)
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Pond 16P: Trench 6

Inflow Area = 1,554 sf,  Inflow Depth = 8.05"    for  100 yr event
Inflow = 0.33 cfs @ 12.00 hrs,  Volume= 1,042 cf
Outflow = 0.04 cfs @ 12.47 hrs,  Volume= 1,042 cf,  Atten= 87%,  Lag= 28.1 min
Discarded = 0.04 cfs @ 12.47 hrs,  Volume= 1,042 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 9.27' @ 12.47 hrs   Surf.Area= 364 sf   Storage= 330 cf
Plug-Flow detention time= 56.9 min calculated for 1,041 cf (100% of inflow)
Center-of-Mass det. time= 56.8 min ( 792.0 - 735.2 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 600 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,501 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 364 190.0 0 0 364
8.00 364 190.0 364 364 554
9.00 364 190.0 364 728 744

10.00 364 190.0 364 1,092 934
10.10 10,000 2,000.0 409 1,501 316,371

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.04 cfs @ 12.47 hrs  HW=9.26'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.04 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Pond 17P: Upper Forebay

[93] Warning: Storage range exceeded by 0.07'

Inflow Area = 62,740 sf,  Inflow Depth = 5.54"    for  100 yr event
Inflow = 6.95 cfs @ 12.21 hrs,  Volume= 28,970 cf
Outflow = 6.90 cfs @ 12.21 hrs,  Volume= 28,852 cf,  Atten= 1%,  Lag= 0.2 min
Discarded = 0.03 cfs @ 12.10 hrs,  Volume= 2,127 cf
Primary = 6.87 cfs @ 12.21 hrs,  Volume= 26,725 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
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Peak Elev= 55.07' @ 12.21 hrs   Surf.Area= 581 sf   Storage= 644 cf
Plug-Flow detention time= 20.1 min calculated for 28,852 cf (100% of inflow)
Center-of-Mass det. time= 17.5 min ( 834.5 - 817.0 )

Volume Invert Avail.Storage Storage Description
#1 53.00' 644 cf Custom Stage Data (Prismatic) Listed below

Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)
53.00 88 0 0
54.00 309 199 199
55.00 581 445 644

Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Surface area   
#2 Primary 54.75' 15.0' long  x 3.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00  3.50  4.00  4.50   
Coef. (English)  2.44  2.58  2.68  2.67  2.65  2.64  2.64  2.68  2.68  2.72  
2.81  2.92  2.97  3.07  3.32   

Discarded OutFlow  Max=0.03 cfs @ 12.10 hrs  HW=55.02'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.03 cfs)

Primary OutFlow  Max=6.81 cfs @ 12.21 hrs  HW=55.07'   (Free Discharge)
2=Broad-Crested Rectangular Weir  (Weir Controls 6.81 cfs @ 1.4 fps)

Pond 18P: Trench 7

Inflow Area = 1,554 sf,  Inflow Depth = 8.05"    for  100 yr event
Inflow = 0.33 cfs @ 12.00 hrs,  Volume= 1,042 cf
Outflow = 0.04 cfs @ 12.47 hrs,  Volume= 1,042 cf,  Atten= 87%,  Lag= 28.1 min
Discarded = 0.04 cfs @ 12.47 hrs,  Volume= 1,042 cf
Primary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
Peak Elev= 9.27' @ 12.47 hrs   Surf.Area= 364 sf   Storage= 330 cf
Plug-Flow detention time= 56.8 min calculated for 1,042 cf (100% of inflow)
Center-of-Mass det. time= 56.7 min ( 791.9 - 735.2 )

Volume Invert Avail.Storage Storage Description
#1 7.00' 453 cf Custom Stage Data (Irregular) Listed below (Recalc)

1,133 cf Overall  x 40.0% Voids

Elevation Surf.Area Perim. Inc.Store Cum.Store Wet.Area
(feet) (sq-ft) (feet) (cubic-feet) (cubic-feet) (sq-ft)
7.00 364 190.0 0 0 364
8.00 364 190.0 364 364 554
9.00 364 190.0 364 728 744

10.00 364 190.0 364 1,092 934
10.01 10,000 2,000.0 41 1,133 316,371
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Device Routing Invert Outlet Devices
#1 Discarded 0.00' 2.410 in/hr Exfiltration over Wetted area   
#2 Primary 10.00' 10.0' long  x 1.0' breadth Broad-Crested Rectangular Weir   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00   
Coef. (English)  2.69  2.72  2.75  2.85  2.98  3.08  3.20  3.28  3.31  3.30  
3.31  3.32   

Discarded OutFlow  Max=0.04 cfs @ 12.47 hrs  HW=9.26'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.04 cfs)

Primary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=7.00'   (Free Discharge)
2=Broad-Crested Rectangular Weir  ( Controls 0.00 cfs)

Link 8L: Wood Road Culvert (POA#1)

Inflow Area = 333,158 sf,  Inflow Depth = 3.08"    for  100 yr event
Inflow = 10.66 cfs @ 12.59 hrs,  Volume= 85,458 cf
Primary = 10.66 cfs @ 12.59 hrs,  Volume= 85,458 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Link 9L: Northern Wetland (POA#3)

Inflow Area = 140,271 sf,  Inflow Depth = 0.97"    for  100 yr event
Inflow = 1.45 cfs @ 12.47 hrs,  Volume= 11,390 cf
Primary = 1.45 cfs @ 12.47 hrs,  Volume= 11,390 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs

Link 10L: Ipswich River (POA#2)

Inflow Area = 228,010 sf,  Inflow Depth = 0.77"    for  100 yr event
Inflow = 1.87 cfs @ 12.35 hrs,  Volume= 14,671 cf
Primary = 1.87 cfs @ 12.35 hrs,  Volume= 14,671 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-30.00 hrs, dt= 0.05 hrs
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